




























































































































































PLANS FOR RIM ELEVATIONS-------. 
(ADJUST IF NECESSARY FOR DRAINAGE) 

IRON GRATE AS MANUFACTURED -----­
BY NYLOPLAST OR EQUAL. (SEE DETAIL) 

SEE PLANS FOR INVERT ELEVATION, PIPE SIZE, 
ORIENTATION & SLOPE. PIPE MA TERI AL 
TYPE AS SHOWN OR SPECIFIED ON DRAWINGS 

CONNECT TO MAINLINE OR 
MANHOLE AS SHOWN ON 
DRAWINGS 

HINGED GRATE COVER 
FOR ACCESS & SECURITY 

lo 
N 
c.o 

r 

NTS 

16.25" 

c::z:J c:s:::) 

r===) 
c==:J c==)1 

c::::s;:::) c::z:J 

STANDARD 

NOTES: 
15" CAST IRON GRATE DETAIL 

1. AREA DRAIN NOT FOR USE IN AREAS SUBJECT TO 
VEHICLE TRAFFIC. 

2. USE WATERTIGHT CASKETED FITTINGS AND ADAPTOR 
FOR ALL PIPE CONNECTIONS. 

3. ALTERNATE PRODUCTS OR CONFIGURATIONS 
PROPOSED SHALL INCLUDE SLANTED GRATE 
CONFIGURATION TO MINIMIZE GRATE BLIND-OFF BY 
LEAVES OR DEBRIS. 

4. ANY GRATES SET IN SURFACED PEDESTRIAN AREAS 
SHALL CONFORM WITH ADA REQUIREMENTS, 
INCLUDING GRATE OPENING SIZE. 

NTS 

LAST REVISION DATE: JO # 

JULY 2022 STANDARD 

PRIVATE AREA DRAIN, 
NON-TRAFFIC AREAS 

NTS 
DETAIL NO. 

JEFFERSON, OR 355 



2-1/2"X3/8" STEEL FLAT 
BAR GRATE AS SHOWN 
(2 SECTIONS REQUIRED) 
WELD ALL JOINTS AS 
REQUIRED. 

SLOPE OF CONCRETE SLAB 
TO MATCH SLOPE 9N PLANS 

1/2D 
(12"~t~~==~~ 
MIN) 

2D MIN D 

PLAN 

6" 

6" CLEARANCE, 
TYPICAL 

6" THICK CONCRETE, 
BROOM FINISH 

3/4" CHAMFER 
TYP TOP 2 CORNERS· 

24" MIN 

GEOTEXTILE FABRIC 
UNDER ALL RIPRAP 

(PERPENDICULAR TO EMBANKMENT) 
SECTION 

NOTES: 
1. SEE CONSTRUCTION DRAWINGS FOR PIPE SIZE, LOCATION AND INVERT ELEVATION. 

2. FRAME & GRATE SHALL BE ASTM A36 STEEL, HOT DIP GALVANIZED AFTER FABRICATION. 

3. ALL ·CONCRETE TO BE 3300 PSI AT 28· DAYS, MAX 5" SLUMP, 4.5% AIR (±1.5%). 

4. GRATED CONFIGURATION SHOWN IS TYPICALLY, USED WHERE OUTFALL PIPE DISCHARGES 

THROUGH EMBANKMENT PERPENDICULAR TO THE DRAINAGE CHANNEL, AND WHERE 

REQUIRED TO ACCOMMODATE BANK MOWING EQUIP. LAST REVISION DATE: 

.5. USE NON-GRATED CONFIGURATION WHERE APPROVED 
BY PUBLIC WORKS DIRECTOR. 

6. ARMORING OF FAR CHANNEL BANK (TO BANK TOP) 
IS REQUIRED UNLESS NO EROSION POTENTIAL EXISTS 

(AS DETERMINED BY CITY). ARMOR BOTTOM & BANK 
10 FEET MINIMUM IN EACH DIRECTION FROM OUTFALL 
CENTERLINE, UNLESS FURTHER SHOWN ON DWGS. 

7. FILL ALL VOIDS IN RIP-RAP WITH 3/4"-0 GRANULAR 
BASEROCK. 

APR 2024 

CONRETE 
PIPE END CAP 
WITH GRATE 

NTS 
DETAIL NO. 

JEFFERSON, OR 362 



LEACH LINE 
(SEE DTL 3708) 

5' MIN. 

ROOF__,__ 
DRAIN 

z 
2 

0 
.-

PROPER1Y LINE 

~ 

STREET 

PROPER1Y LINE 

~ 

I NOTES: 

1. DESIGN LEACH LINE LENGTH DEPENDENT ON 
SITE INFILTRATION TESTS RESULTS (50

1 MIN.) 
AT 1 % SLOPE, (PERPENDICULAR TO SLOPE 
OF LAND). 

2. LEACH LINE MUST BE REGISTERED AS A UIC 
(UNDERGROUND INJECTION CONTROL) WITH 
DEQ. 

3. MAX IMPERVIOUS AREA TO BE SERVED BY 
LEACH LINE IS 10,000 SF. 

HOUSE 

SAMPLE ELEVATION 
CONTOURS 

LAST REVISION DATE: 

JUNE 2019 

TRASH TRAP 
AND LEACH 
LINE PLAN 

NTS 
DETAIL NO. 

JEFFERSON, OR 370A 



12" CONCRETE PIPE, ASTM C14 

A 

TRASH TRAP 

STANDARD 12" CONCRETE 
PIPE PLUG 

CHIP OUT 
LEDGE FOR 
1/2" 0 ROD 

FROM 
ROOF---il-

· ... : 

DRAIN "-----,l-,+-

GROUT AROUND 
INLET AND 
OUTLET OF 
PIPE 

SEE DETAIL A 
•· 
;· 

OPEN BOTTOM 

.:-: 
·' 

.,.. 

'q 

z .. 

~ •• . 
(l) 

SECTION A-A 

tt • (l) 

'to 

z 
~ 
~ 

A 

FINISHED GRADE_filii!!Fn:im~E,-:;m;-;;u[§J""--=J 

TOPSOIL BACKFILL 

FILTER FABRI 

6" PERFORATED PVC 
HOLES DOWN 

I . 24" . I 
(18"MIN,) 

TYPICAL SECTION 
LEACH LINE 

c::EBAR OR 1/2" ROUND 

WELD~ 
TO LEACH - - LINE 

METAL PLATE b 
1 /8" MIN, '~ 

z 
~ 

'to 
I") 

THICKNESS 

'--11.5"-

DETAIL A 

LAST REVISION DATE: 

JUNE 2019 

TRASH TRAP 
AND LEACH 

LINE DETAILS 

NTS 
DETAIL NO. 

JEFFERSON, OR 3708 



ADJACENT TO BUILDING PLANTER-LINED 

Design professional ls responsible for 
verifying that grades will allow piped 
conveyance to facility. 

3' MIN. 

BUILDING 
FOUNDATION 

DOWNSPOUT 

STRUCTURAL 

FREESTANDING 
PLANTER - UNLINED 

ADJACENT 
LANDSCAPING 

'l'l WALLS 
.....-

-"1.----l- ..__....,,__ ~~~nJ~~~~~~l--+-sPLASH 
BLOCK ,., I . co 

.....-

TO APPROVED 
DISCHARGE POINT 

PLANTER "<i:,,,\ 

CHOKER 
COURSE 

WATERPROOF 
LINER (BOTH 
SIDES & 
BOTTOM PER 
NOTE 11) 

OPEN TO EXIST 
SUB GRADE 

PER FORA TED P1'P~' .. r)2s~?12s, .. ~.·;,, 
TO RUN LENGTH OF '·"»;\:'.;;_.· 

\ EXISTING SUBGRADE '-------' 

FREESTANDING PLANTERS 
MUST BE >1 o' FROM BLDG 
FOUNDATION & NOT 
IMMEDIATELY UPSLOPE 
FROM BLDG STRUCTURES. 

lWATERTIGHT SEAL AT PIPE 
PENETRATIONS 

1. DIMENSIONS: 8. WATER QUALITY MIX: 

WIDTH OF PLANTER: 36" MINIMUM. 
DEPTH OF PLANTER (FROM top OF GROWING. MEDIUM 
TO OVERFLOW ELEVATION): 12". 

18" MINIMUM DEPTH. USE COMPOST/ 
GRAVEL, SANDY LOAM 3-WAY MIX 
PER PWDS DIVISION 3.19. 

LONGITUDINAL SLOPE OF PLANTER: 0.5% OR LESS. 
TOP OF PLANTER WALL MUST BE LESS THAN 30" IN 
HEIGHT ABOVE FINISH GRADE. 

9. VEGETATION: REFER TO PWDS DIVISION 3.19 

10. SPLASH BLOCK: 

2. SETBACKS: 
SETBACKS FROM PROPERTY LINES VARY DEPENDING 
ON SITE CONDITIONS (SEE DWGS). 

INSTALL 4-6" WASHED RIVER ROCK 
OR SPLASH PAD FOR EROSION 
CONTROL AT INLETS AND DOWNSPOUT. 

3. PLANTER WALLS: 11. WATERPROOF LINER: 

MATERIAL MUST BE 4" REINFORCED CONCRETE, 
STONE BRICK, OR OTHER DURABLE MATERIAL. WALLS 
MUST BE INCLUDED ON FOUNDATION PLANS. 

4. PIPING MUST BE CAST IRON, ABS OR PVC. 3" PIPE REQUIRED 
FOR FACILITIES DRAINING UP TO 1500 S.F., OTHERWISE 4" . 
MINIMUM PIPE. UNIFORM PLUMBING CODE ALSO APPLIES. 

5. DRAIN ROCK: 
3/ 4" - 1 1 /2" WASHED AGGREGATE WITH 40% VOIDS. 
DEPTH: 9". 

6. CHOKER COURSE: 
BETWEEN DRAIN ROCK AND GROWING MEDIUM: 
3/4"-1 1/4" CLEAN, OPEN-GRADED CRUSHED ROCK. 

7. OVERFLOW: 
PLANTERS MUST CONNECT TO APPROVED DISCHARGE POINT. 
OVERFLOW INLET ELEVATION MUST ALLOW FOR 2" OF 
FREEBOARD, MINIMUM. PROTECT FROM DEBRIS AND SEDIMENT 
WITH STRAINER OR GRATE. 

MUST BE 30 MIL PVC, HDPE, OR 
EQUIVALENT. WATERPROOF LINER IS NOT 
REQUIRED IF FOUNDATION & PLANTER 
WALL MATERIAL IS WATERPROOF 
REINFORCED CONCRETE, OR APPROVED 
EQUAL. 

LAST REVISION DATE: 

FEB 2020 

STORMWATER 
PLANTER 

NTS 
DETAIL NO. 

JEFFERSON, OR 371 





STORM SEWER MANDREL TEST REPORT 

Project Locati-0n: Project Name: 
(City) 

Inspector: Date: 
(Print) (Separate Report Required for Each Test Session) 

Mandrel Diameters Verified? Yes I No 

Station Backfill Date Sewer 
(&Manhole#) Size& Length Results Compaction Flushed& Comments 

From To 
Material (ft) Completed? Cleaned 

Pass /Fail Yes/No 

Pass I Fail Yes/No 

Pass I Fail Yes/No 

Pass I Fail Yes/No 

Pass I Fail Yes /No 

Pass I Fail Yes /No 

Pass I Fail Yes/No 

Pass /Fail Yes/No 

Pass I Fail Yes/No 

Pass I Fail Yes /No 

Pass I Fail Yes/No 

1. Mandrel testing shall be conducted on a manhole to manhole (or cleanout) basis and shall be done after the line has been 
completely flushed out with water. 

2. Mandrel testing shall be conducted after trench backfill and compaction has been completed. 

3. The mandrel diameter shall be 95% of the pipe initial inside diameter. The inspector shall verify the diameter of each 
mandrel used during each test session. 

PWDS ( 6/2026) 
Jefferson, Oregon 

Copyright 2006 

W estech Engineering, Inc 



STORM PIPELINE TV INSPECTION REPORT(sample) Page of - --

Date: Client: Basin No. 
City: 

Technician: Inspector: Weather: Cleaned By: Report No. I TapeNo. 

FromM.H.#: Pipe Dia. (in) I Joint Length (ft) Section Length (ft) Joint Type: I Pipe Material ToM.H.#: 
Street: Street: 

PIPELINE DATA; 

Cleanliness: Footage Problem Conunents III (gpm) 
Code 

Alignment: 

Grade: 

Age: 

%Est. Leaking Joints: 

Other: 

PROBLEM CODE LEGEND: 

BP =Broken Pipe 
CC =Circumferential Crack 
LC =Longitudinal Crack 
G = Break in Grade 
L ·=Leak 
PJ =Pulled Joint 
PT= Protruding Tap 
ST= Service Tap 
SL = Service Left 
SR= Service Right 
RT =Roots 
U = Unpassable 

PIPE MATERIAL LEGEND: 

AC = Asbestos Cement 
CIP = Cast Iron Pipe 
C(M) =Cone., Mortor Joint 
C(R) =Cone., Ruhr. Gasket Jnt 
DI =Ductile Iron Pipe 
PVC= Polyvinyl chloride Pipe 
TC= Terra Cotta 
VC =Vitrified Clay 

TURNAROUND: 
Requested (Date/time): 
Authorized (Date/time): ___ 

Storm TV Inspection. Upon completion of all stonn drain construction, testing and repair (including channeling of storm manholes), 

the Contractor shall conduct a color TV acceptance inspection of all mainlines in accordance with OSSC (ODOT/APWA) 445.74 to 

determine compliance with grade requirements of OSSC (ODOT/APWA) 445.40.b (no deviation gre,ater than 1132-inch per inch of 

pipe diameter [112-inch max for pipes > 16-inch diameter], AND no reverse sloping pipe) AND to verify pipelines are adequately 

cleaned. The TV inspection shall be conducted by an approved technical service which is equipped to make audio-visual recordings of 

the TV inspections on USB storage device. Unless otherwise required by agency with jurisdiction, a standard 1-inch diameter ball 

shall be suspended in front of the camera during the inspection. Sufficient water to reveal low areas or reverse grades shall be 

discharged into the pipe immediately prior to initiation of the TV inspection. The USB storage device and written report shall be 

delivered to the City. 

PWDS (6/2026) 
Jefferson, Oregon 

Copyright 2006 

Westech Engineering, Inc 



STEPS. ----/ 
VERIFY LOCATION TO 
AVOID CONFLICTS 
WITH INSIDE OR 
OUTSIDE DROPS 

MANHOLE FRAME & -~ 
COVER, SET PER DTL 407 

MANPAN MH LID INSERT 
AS REQ'D (SEE DTL 407) 

x 
<{ 

2 

0 
t') 

= CL 
N)­
..-- I-

PAVED 
SURFACE 

z 
2 

OJ 

MASTIC WRAP 
AS NOTED 

·~ 

WALL THICKNESS 
PER ASTM C-478 4 

ALL OPENINGS 
CORED DRILLED. 

PROVIDE GASKETED PVC CAP ON ALL STUBS FOR 
FUTURE CONNECTION SHOWN ON DWGS (EXTEND PIPE 

0... 

2• MIN BEYOND MH WALL). SLOPE PER DWGS. ~ ci 

48" INSIDE DIA. 
MIN VERIFY ID 
BASED ON PIPE 
SIZE & CONFIG.) 

CHANNEL 
DEPTH= 

~ 2/3 PIPE 
2 DIA. MIN. 

0-RING 
or 
BUTYL RESIN 
MASTIC ----1-

AS SPEC'D t~lk-'-'"• 

VACUUM TESTING OF EXTG 
MANHOLES REQUIRED 
AFTER NEW CONNECTIONS. 
SEAL MH AS REQUIRED 
TO PASS. 

SLOPE SHELVES 
1: 12 TO DRAIN 

ALL INSIDE . 

OFFSET 
JOINT 

JOINTS & PENElRATIONS ·.'; . 
SHALL BE GROUTED .~. :: ~-.'= 
SMOOTH AFTER MH ~'. ·~ .. ; ,~· . 
ASSEMBLY, SO AS NO 
TO RETAIN DEBRIS OR 
SEDIMENT (TYP ALL). 

s: z 

SLOPE OF PRECAST ECCENTRIC CONE 
SHALL FACE DOWN GRADE. LOCATE 
STEPS ON UPSTREAM SIDE OF MANHOLE. 

FLAT TOP MH S SHALL BE USED FOR ALL MH S 
LESS THAN 6" RIM TO INVERT. OR WITH TOP 0 

. PIPE CONNECTIONS WITHIN 5 FEET OF RIM ELE 

FLOW 

ALL PIPE PENETRATIONS ON SANITARY 
SEWER MANHOLES TO HAVE RUBBER 
BOOTS. 

ROUTE TONING WIRE UP 
OUTSIDE OF MH AS SHOWN 
(TYP ALL PIPES). 

·: .Ji;'..·.· .. _: · .. .-----rRECAST BASE THICKNESS PER ASTM C-478 

m~ilF'~·~~.,~c-:':j...,.,~::.1~-:::;:,::-:::'~?"i'~a;'.Wswll~~~~~'~-:-::1~:".:":~:-:~~:-;-1M~::".'i~ STABLE g~A~~L;~M:tDCD~~~ 
LAST REVISION DATE: 

SECTION A-A SUBGRADEi----SE_P_T_20_2_5 ______ ---I 

COP~IGHT 1996 
\'.£STECH ENGINEERING, INC. 

NOTES: 

1. PRECAST SECTIONS SHALL MEET OR EXCEED ASTM 
C-478. ALL CHANNELS & GROUTING TO BE SMOOTH. 

2. WATERTIGHT 0-RING OR MASTIC JOINTS REQUIRED, 

W/EXTERNAL SEAL AT BARREL JOINTS & PICKHOLES. 
3. STEPS TO BE POLYPROPYLENE PLASTIC WITH GRADE 

60 REINFORCING ROD. ADD STEPS TO EXTG 
CONNECTION MH IF EXTG STEPS ARE ABSENT. 

STANDARD MANHOLE 
FOR 21" PIPE AND SMALLER 

(SEWER & STORM) 
NTS 

DETAIL NO. 

JEFFERSON, OR 401 



NEW MANHOLE, DIAMETER & 
STYLE AS NOTED ON 
DRAWINGS & PER MANHOLE 
DETAILS, RUBBER BOOTS 
REQUIRED AT ALL PIPE 
PENETRATIONS ON SANITARY 
SEWER MANHOLES. 

EXTG OR NEW --__, 
MAINLINE PIPE 
(SEE DWGS). 

PVC PIPE, LENGTH VARIES AS 
NOTED, CONNECT TO EXISTING 
PIPE W /SOLID SLEEVE PVC 
SLIP COUPLING PER NOTE AT 
RIGHT. 

EXTG OR NEW MAINLINE 
PIPE (SEE DWGS). 

NOTES: 

WHERE CONNECTING TO EXISTING AC. CONCRETE OR 
CLAY PIPE, USE MAXADAPTER COUPLING (BY GRIPPER 
GASKET LLC) WITH EPDM RUBBER GASKET, HIGH IMPACT 

POLYAMIDE (NYLON) SECURING CAGE & STAINLESS STEEL 
CLAMP ASSEMBLY & HARDWARE, UNLESS OTHERWISE 
APPROVED IN WRITING BY CITY (USE PVC SLIP COUPLING 
AS NOTED AT PVC TO PVC or AT PVC TO HOPE 
CONNECTIONS). 

WHERE CONNECTING TO EXISTING AC OR 
CONCRETE PIPE, FLOWLINE OF NEW PVC 
PIPE TO MATCH FLOWLINE OF EXISTING 
AC OR CONCRETE PIPE (ADJUST 
BEDDING DEPTH AS REQUIRED TO 
ACCOMPLISH THIS). 

PVC PIPE STUB, LENGTH VARIES 
AS NOTED, CONNECT TO EXTG PIPE 
AS SHOWN ON DWGS OR AS 
SPECIFIED. 

i----.-- PIPE SIZE, ALIGNMENT, INVERT 

PLAN 
(NTS) 

ELEVATIONS & SLOPE PER 
DWGS (TYP ALL WAYS). 

EXTG OR NEW 
---.~-+-1--4~~..,_~=---,.PVC MAINLINE 

GASKETED PVC SLIP COUPLING (PVC TO 
PVC or PVC TO HDPE AS APPLICABLE) PER 
NOTE 4 (SECTIONAL VIEW OF TRANSITION 
COUPLINGS SHOWN FOR CLARITY). 
-USE MAXADAPTER COUPLING FOR 
CONNECTIONS TO AC, CONCRETE OR CLAY 
PIPE AS NOTED ABOVE. 

1. NEW MANHOLES TO FULLY CONFORM WITH STANDARD MANHOLE DETAILS & DRAWING CALLOUTS. 

2. GASKETED PVC SLIP COUPLING SHALL BE SIZED FOR ACTUAL O.D. OF EACH PIPE USED 

(CONTRACTOR TO VERIFY AS NECESSARY). 
3. POST CONSTRUCTION TV INSPECTION SHALL INCLUDE A VIEW OF ALL JOINTS WHERE NEW PIPE 

STUB IS CONNECTED TO EXISTING PIPE (TV INSPECT ALL WAYS AT EACH NEW MANHOLE). 
4. GASKETED PVC SLIP COUPLINGS TO BE SOLID-SLEEVE NO-STOP COUPLING DESIGNED TO BE SLID 

FULLY ONTO PIPE ON ONE SIDE OF JOINT, THEN SLID BACK OVER AND CENTERED ON JOINT (BY 

SPECIFIED FITTINGS, PLASTIC TRENDS, OR APPROVED EQUAL1-.--------..--J0-, ------1 
5. UNLESS OTHERWISE SPECIFICALL y NOTED ON DWGS, WHEN LAST REVISION DATE: 

NEW PIPE AT MH IS LARGER THAN EXISTING PIPE, INSTALL .SEPT 2024 1----------....._ _______ ---t 
GASKETED ECCENTRIC REDUCER WITH PIPE STUBS AS REQ'D 
TO MAINTAIN UNIFORM FLOW LINE THRU CONNECTION. 

6. VACUUM TESTING OF MANHOLES REQUIRED AFTER NEW 
CONNECTIONS ARE MADE & FINAL SURF ACE RESTORATION 
IS COMPLETED. SEAL MH AS REQUIRED TO PASS VACUUM 
TEST At;!ll TO ELIMINATE ALL VISIBLE LEAKAGE. 

7. MH STEPS PER STANDARD MH DETAILS. 

CONNECTION AT NEW MH'S & 
OTHER TRANSITION POINTS 

(SANITARY SEWER) 
NTS 

DETAIL NO. 

JEFFERSON, OR 401A 



STEPS. --~ 
VERIFY LOCATION TO 
AVOID CONFLICTS 
WITH INSIDE OR 
OUTSIDE DROPS 

MANHOLE FRAME & -~ 
COVER, SET PER DTL 407 

MANPAN MH LID INSERT 
AS REQ'D (SEE DTL 407) 

: o_ 
N>­
..-- 1--

PAVED 
SURFACE 

.. 
~----•· .. 

ALL OPENINGS 
CORED DRILLED. 

PLAN 

PROVIDE GASKETED PVC CAP ON ALL STUBS FOR 
FUTURE CONNECTION SHOWN ON DWGS (EXTEND PIPE 
2' MIN BEYOND MH WALL), SLOPE PER DWGS. ~ 0 

0-RING 
or 
BUTYL RESIN 
MASTIC -----1-.. 

AS SPEC'D 

s: z 
0 ..-::. 0..: ::l 
-o_<(­
f- <( 0::: LL 
~ 0::: s:[j 
:;eS:f-<( 

f-(j) w Q) 
_J _J 
<(W_JW 
zro<(o::: 
8Jo:::O...l:2 
1-0ow 
i'.J0i=Q) 

VACUUM TESTING OF EXTG 
MANHOLES REQUIRED 
AFTER NEW CONNECTIONS. 
SEAL MH AS REQUIRED 

OFFSET 
JOINT 

0::: (j) z 
wo<(o 
9roO:i= s: w 0 :Ju_w 
: W Oo_ 
CJ) 0::: (j) 

TO PASS. _Jt:,~~ 

SLOPE SHELVES 
, ·· ·-1: 12 TO DRAIN 

_J w 
<(U)>-0::: 
f-w<(O 
~6_Jl.t.. 
-It')~ 

~ f5 "-o::: 
ALL INSIDE z o:: s: o 
JOINTS & PENETRATIONS ·.:; <( s: 
SHALL BE GROUlED . . ~ ~ ~ S:2 
SMOOTH AFTER MH '. · ... ; ,; . o ~ :} ~ 
ASSEMBLY, SO AS NO ' ':. ~z o... ::::> 
TO RETAIN DEBRIS OR Q ~ ~ 
SEDIMENT (TYP ALL). K~bT~-f K :::l ~ ~1-

<( ::::> 

MANHOLE BARREL JOINT 1- f:;3 6 
OPTIONS & SEALING <( U1 ° 

GRADE RINGS, 18" MAX. FROM TOP OF 
FLAT-TOP SLAB TO RIM 

FLAT TOP SECTION, 8" MIN THICKNESS 

WALL THICKNESS PER ASTM C-478 

ALL PIPE PENETRATIONS ON SANITARY 
SEWER MANHOLES TO HAVE RUBBER 
BOOTS. 

~ROUTE TONING WIRE UP 
~ OUTSIDE OF MH AS SHOWN 

~---i=hF~LO!f::W~~~~ (TYP ALL PIPES). 

·: .,,.~ ... · ...... : ·,.--......._.RECAST BASE THICKNESS PER ASTM C-478 

'-;;;t;;;;"i~,....,:~,...:.i...,..,:~,....,\,~•~;:-;-::~..,,.,:Pil::w~m;';r=i<l",rm·~,..·~-:-:,",::"-:-•~:-:'.~~;~cij! g~AM~~L~~M:toco~~~ 
... t;:;;_,,;Wr 

'STABLE 

SECTION A-A 
SUBGRADE ~L-AS-T-RE-~-SIO-N-DA-TE-:-----.-----c-0P-m1c-HT-,•,-•-----t 

NOTES: 

1. PRECAST SECTIONS SHALL MEET OR EXCEED ASTM 
C-478. ALL CHANNELS & GROUTING TO BE SMOOTH. 

2. WATERTIGHT 0-RING OR MASTIC JOINTS REQUIRED, 

W/EXTERNAL SEAL AT BARREL JOINTS & PICKHOLES. 

3. STEPS TO BE POLYPROPYLENE PLASTIC WITH GRADE 
60 REINFORCING ROD. ADD STEPS TO EXTG 
CONNECTION MH IF EXTG STEPS ARE ABSENT. 

\'£STECH ENGINEERING, INC. 

OCT 2025 

FLAT TOP MANHOLE 
FOR 21" PIPE AND SMALLER 

(SEWER & STORM) 
NTS 

DETAIL NO. 

JEFFERSON, OR 402 



NOTE: PER ORS 92.044(7), ~--~ 
MANHOLE MUST BE SET 1' 
MINIMUM CLEAR FROM ANY 
SURVEY MONUMENT 

A TYP DROf Il!RU MH: 
0.1' MIN STRAIGHT, 

i 0.2' MIN CORNERS, 
t SMALLER INLET PIPE 

TO MATCH LARGER 
OUTLET CR 0 W1'1----1-./--li'-

STEPS. __ ____, 

VERIFY LOCATION TO 
AVOID CONFLICTS 
WITH INSIDE OR 
OUTSIDE DROPS 

MANHOLE FRAME & -~ 
COVER, SET PER DTL 407 

MANPAN MH LID INSERT 
AS REQ'D (SEE DTL 407) 

PAVED 
SURFACE 

x 
<( MASTIC 
2 WRAP 
0 AS 
n NOTED 

PLAN 

VACUUM TESTING OF EXTG 
MANHOLES REQUIRED 
AFTER NEW CONNECTIONS. 
SEAL MH AS REQUIRED 
TO PASS. 

SLOPE SHELVES 
1:12 TO DRAIN 

INVERT 
ELEVATIONS PER 
DWGS 

SET FRAME IN 
NON-SHRINK 
GROUT 

OFFSET 
JOINT 

GRADE RINGS, 18" MAX. FROM TOP OF 
FLAT- TOP SLAB TO RIM 

60" INSIDE DIA. FLAT TOP SECTION, 8" MIN THICKNESS 
• .l'--~M==l=N ='"-VE-',-R~I F-.Y~l,.;=,D---,r 

BASED ON PIPE •" 
SIZE & CONFIG.) FOR MANHOLES DEEPER THAN 11 FT. 

RIM TO INVERT. SEE DETAIL 403A 

~e----WALL THICKNESS PER ASTM C-478 

ALL PIPE PENETRATIONS ON SANITARY 
SEWER MANHOLES TO HAVE RUBBER 
BOOTS. 

CHANNEL DEPTH = 2/3 PIPE DIA. MIN. 

SECTION A-A 
NOTES: 
1. PRECAST SECTIONS SHALL MEET OR EXCEED ASTM 

C_..:478. ALL CHANNELS & GROUTING TO BE SMOOTH. 
2. WATERTIGHT 0-RING OR MASTIC JOINTS REQUIRED, 

W/EXTERNAL SEAL AT BARREL JOINTS & PICKHOLES. 
3. STEPS TO BE POLYPROPYLENE PLASTIC WITH GRADE 

60 REINFORCING ROD. ADD STEPS TO EXTG 
CONNECTION MH IF EXTG STEPS ARE ABSENT. 

LAST REVISION DATE: COPYRIGHT 1995 

v.£SlECH ENGINEERING, INC. 

OCT 2025 

MANHOLE 
FOR 24" AND 27" PIPE 

(SEWER & STORM) 
NTS 

DETAIL NO. 

JEFFERSON, OR 403 



rye DRQP Il!RU MH: 
0.1' MIN STRAIGHT, 
0.2' MIN CORNERS, 
SMALLER INLET PIPE 
TO MATCH LARGE 
OUTLET CROWN 

STEPS. 
VERIFY LOCATION TO 
AVOID CONFLICTS 
WITH INSIDE OR 
OUTSIDE DROPS 

MANHOLE FRAME & -~'"---"';;..;....;..;;_.... 
COVER, SET PER DTL 407 

ANPAN MH LID INSERT 
S REQ'D (SEE DTL 407) 

PAVED 
SURFACE 

t or 
BUTYL RESIN 
MASTIC ----1-.._ 

A S SPEC'D ,_.._111,._._,., 

SLOPE 
SHELVES VACUUM TESTING OF EXTG 

MANHOLES REQUIRED 
1:12 TO AFTER NEW CONNECTIONS. 
DRAIN SEAL MH AS REQUIRED 

OFFSET 
JOINT 

INVERT TO PASS. 

ELEVATIONS PER 
DRAWINGS 

ALL INSIDE .. 
JOINTS & PENElRA llONS -'~ 
SHALL BE GROUTED .. l 

SET FRAME IN 
NON-SHRINK 
GROUT 

--'f'============r~~~ UNPAVED SMOOTH AFTER MH 
ASSEMBLY, SO AS NO 
TO RETAIN DEBRIS OR 
SEDIMENT (TYP ALL). 

x 
0 <( 
t0 :2 

fl:tt~==~:..._::::::.~_ 18" MAX. 
TOP OF 
CONE TO RIM 

KEYLOCK 
JOINT 

MANHOLE BARREL JOINT 
OPTIONS & SEALING 

(.') 
z 

MASTIC WRAP 
AS NOTED 

SLOPE OF PRECAST ECCENTRIC CONE 
SHALL FACE DOWN GRADE. LOCATE STEPS 
ON UPSTREAM SIDE OF MANHOLE. 

ROUTE TONING· 
WIRE UP OUTSIDE 
OF MH AS SHOWN 
(TYP ALL PIPES). 

ALL OPENINGS 
CORED DRILLED 

NOTES: 

FLAT TOP SECTION, 8" MIN THICKNESS 

.;. . . . ~FLAT TOP SLAB TO BE 

GO INSIDE DIA j' ANY INSIDE OR OUTSIDE 
rt----,.,..._, -~·_, .. :-'--. ·-· .-"'-.__. :--...· .... i 18" MIN. ABOVE TOP OF 

MIN VERIFY ID . ._ · z 
BASED ON PIPE _:,: ro ~ DROPS PENETRATIONS. 

•. 
,+---->.lU...l.---'""._,,,_,"'-"il....L>..l...,1----h 

"" 
.· ALL PIPE PENETRATIONS ON SANITARY 

SECTION A-A 

SEWER MANHOLES TO HAVE RUBBER 
BOOTS. 

CHANNEL DEPTH = 2/3 PIPE DIA. MIN. 

LAST REVISION DATE: COP'INlGHT 1996 
\\£STECH ENGINEERING, INC. 

MAY 2025 

1. PRECAST SECTIONS SHALL MEET OR EXCEED ASTM 
C-478. ALL CHANNELS & GROUTING TO BE SMOOTH. 

DEEP MANHOLE 
FOR 24" AND 27" PIPE 

(SEWER & STORM) 
NTS 

2. WATERTIGHT 0-RING OR MASTIC JOINTS REQUIRED, 
W/EXTERNAL SEAL AT BARREL JOINTS & PICKHOLES. 

3. STEPS TO BE POLYPROPYLENE PLASTIC WITH GRADE 
60 REINFORCING ROD. ADD STEPS TO EXTG 
CONNECTION MH IF EXTG STEPS ARE ABSENT. 

DETAIL NO. 

JEFFERSON, OR 403A 



INSIDE DROP REQ'D 
FOR SS MH'S WITH 
INLET TO OUTLET 
INVERT DIFFERENCE 
GREATER THAN 18" 
INSIDE DROP NOT 
ALLOWED FOR INLE 
PIPES >12" W/OUT 
VARIANCE FROM 
PUBLIC WORKS 

ACCESS LADDER \GASKETED PVC CAP ON ALL 

SEE DETAIL 401-~03A n STUBS FOR FUTURE 
CONNECTION PER DETAIL 

/ -..... 401-403A 
/ / ........ --.... 

I I : "" I I D 
....___---1,__ __ - ___ /........,H-~-f>.do: ..... : /-~y--

" ~......... ---- - - - ........ ...-

"\ I ,/,..-.ij--INSTALL (1) EXTRA STEP 60" 

DROP ASSEMBLY SEE--~ 
DETAIL BELOW 

'-....~/ BELOW UPPER PIPE INVERT 
"- -'-/ OPPOSITE FROM MAIN STEPS 

NEW CHANNEL FOR DROP 
PIPE OUTLET 1

~ (UNLESS CONCRETE SHELF IS 

g $'.60" BELOW INVERT). 
LL 

~ A INVERT ELEVATIONS 
INSIDE DROP BOWL W/ 
S.S. FASTENERS, SEE 
NOTE 2 

PLAN PER DRAWINGS (TYP) 

--------- ROUTE TONING WIRE PER . 
..U---- I I MANHOLE DETAILS 401-403A. 

MANHOLE PENETRATION TO 
BE: CORE DRILLED & BOOTED 
PER NOTE 3. 

I I I I 
I ..--+--t-- CONNECT TO MANHOLE PER 

I I DETAILS 401-403A 

PIPE COUPLER l"":::l""'1°=1 

PVC DROP PIPE DIA~ L'.-_-_-_-:'.l 

TO MATCH INLET PIPE -r---rr LL __ ,.:' _ _J_J 

S.S. PIPE SUPPORT BRACKETS---~-----l-~FI L'.-_-_-.:.!l 

@ 4' MAX. SPACING, WITH BOTTOM 

BRACKET SET 2' MAX ABOVE 

BOTTOM ELBOW (MIN. OF 2) 

FLOW TO MH OUTLET, WITH CROWN 
OF BEND SET TO MATCH MH 
OUTLET PIPE CROWN. 

CONCRETE TO BE CHANNELED & 
CONFIGURED TO AVOID ANY SIZE 
RESTRICTION AT BASE OF DROP 
PIPE ELBOW. 

NOTES: 

SECTION A-A 

1. ALL INSIDE DROPS MUST BE APPROVED ON A CASE BY 

CASE BASIS BY THE PUBLIC WORKS DIRECTOR. 

2. MINIMUM 60" DIAMETER MANHOLE REQUIRED FOR INSIDE 

DROPS UNLESS OTHERWISE APPROVED IN WRITING BY THE 

PUBLIC WORKS DIRECTOR. 

3. PROVIDE "RELINER" INSIDE DROP BOWL BY DURAN, INC. 

OR APPROVED EQUAL. PROVIDE DROP BOWL WITH 

OPTIONAL HOOD AS SHOWN (A) WHERE NOTED ON 

DRAWINGS, (B) FOR FORCE MAIN CONNECTIONS, (C) FOR 

INLET PIPES WITH SLOPES GREATER THAN 5%, OR (D) 

WHERE REQUIRED BY PUBLIC WORKS. 
4. MANHOLE BASE, BARREL & TOP TO CONFORM WITH 

DETAILS 401-403A (INCLUDING FLAT TOP REQUIREMENT IF 

TOP OF DROP PIPE IS WITHIN 5' OF MANHOLE RIM). 

I 
l...----------------1 
I FLAT TOP MH TOP SLAB 
I REQUIRED IF PIPE CONNECTION 
I IS WITHIN 5 FEET OF RIM ELEV. 

I 
I VACUUM TESTING OF EXTG 
I MANHOLES REQUIRED 

AFTER NEW CONNECTIONS. 
I SEAL MH AS REQUIRED 
L TO PASS. 

I ~60" MIN DIA REQUIRED 

,-L--'--_,..._~ FOR NEW MH'S PER 
. NOTE 2. 

MANHOLE SUBGRADE 
& BEDDING PER 
DETAIL 401-403A 

5. STEPS TO BE POLYPROPYLENE 
.PLASTIC WITH GRADE 60 
REINFORCING ROD. INSTALL NEW 
STEPS IN EXISTING MH BEING 
CONNECTED TO IF STEPS ARE 
ABSENT. 

LAST REVISION DATE: 

MAR 2026 

INSIDE DROP CONNECTION 
FOR SANITARY SEWER OR 

STORM MANHOLE 
NTS 

DETAIL NO. 

JEFFERSON, OR 404 



8 EA. -1 /2" RIBS 
EQUALLY SPACED 

NOTES: 

SANITARY 

/I 

24 3/4" 

27" 

25" 

INSTALLATION OF 
FRAME & MH INSERT 

TO CONFORM WITH 
DETAIL 407 

23" 

24 1 /2" 

31" 

1. COVER AND FRAME SHALL BE GRAY CAST IRON PER ASTM 
A-48, CLASS 30. 

STORM 

/I 

2. COVER AND FRAME TO BE MACHINED TO PROVIDE A TRUE 
BEARING SURF ACE ALL AROUND. 

LAST REVISION DATE: 

SEPT 2024 

3. NOTCH LID FOR LIFTING HOOK. 

w w 
2 2 
<( <( 

O:'.'. O:'.'. 
LL LL 

z 0 
<( O::'. 
OJ <( 

O::'. 0 
:) z 
OJ <( 
:) I-
U) U) 

!") " 

4. NON-LOCKDOWN STYLE TYPICAL. BOLTDOWN/LOCKDOWN 
LIDS ARE PROHIBITED EXCEPT WHERE EXPLICITLY NOTED ON 
THE APPROVED DWGS. BOLTDOWN/LOCKDOWN LIDS WHICH 

MANHOLE FRAME AND COVER 
(STANDARD AND SUBURBAN) 

ARE INSTALLED WHERE NOT NOTED/SPECIFIED SHALL BE 
REPLACED BY CONT ACTOR AT NO ADDED COST TO CITY. NTS 

5. ADJUSTABLE MANHOLE FRAME BY RIM RISER OR APPROVED 1-------~-DE ..... TA-tL_N_o.-------i 

EQUAL MAY BE USED. SEE DTL 405A. 
JEFFERSON, OR 405 



8 

L 

NOTES: 

27" 

25" 

INSTALLATION OF 
FRAME & MH INSERT 

TO CONFORM WITH 
DETAIL 407 

23" 

24 1/2" 

31" 

SECTION 8-8 

¢31" 

8 

j 

/J 

(4) 5/8" 
SLOT NUT 

INSERT 

1. ADJUSTABLE MANHOLE FRAMES MUST BE SHOWN ON THE 
DESIGN DRAWINGS OR AS-BUILT DRAWINGS. 

2. NO SHIMS REQUIRED ADJUST SCREWS TO MEET FINISH 
GRADE. 

3. CASTING ASSEMBLY: AASHTO M-306 CERTIFIED, H-20 OR 
"TRAFFIC-RATED" .. 

4. CASTINGS: GRAY IRON CONFORMS TO ASTM A48 CL35B. 
5. SCREWS: ZINC PLATED, MILD STEEL CONFORMS TO ASTM 

A1018. 
6. NUTS: ZINC ALLOY CONFORMS TO ASTM C41 A. 
7. FlLL AND PACK GAP BETWEEN FRAME AND SUPPORTING 

BASE WITH NON-SHRINK GROUT AND FINISH 
SMOOTH/FLUSH WITH INTERIOR AND EXTERIOR OF 
ADJOINING SURFACES PER DETAIL 4070. 

8. MANUFACTURER TO BE RIMRISER OR APPROVED EQUAL. 
9. USE ONLY PARTS PROVIDED BY THE MANUFACTURER. 
10. SEE DETAIL 405 FOR MANHOLE LID (SEWER OR STORM). 

ADJUSTABLE 
FRAME 
(STANDARD OR 
SUBURBAN) 

\_ (4) 5/8"x4" 
JACKSCREW W/ 
5/8" HEX HEAD 

DETAIL A 

LAST REVISION DA TE: 

SEPT 2024 

ADJUSTABLE MANHOLE 
FRAME (RIM-RISER) 

NTS 
DETAIL NO. 

JEFFERSON, OR 405A 



SLOT FOR SCREWDRIVER 

GD 

27" 
25" 

7 /8" 
24 3[4" 

' I' 

0 

1/2't= 
,-

lJ 23" }l 
24 1 i_2" 

11 71 

31" 

SECTION A-A 
NOTES: 

1. COVER AND FRAME TO BE MACHINED TO A TRUE 
BEARING ALL AROUND. 

2. MATERIAL SHALL BE OF GRAY CAST IRON, ASTM 
A-48, CLASS 30. 

3. LOCKDOWN FRAME & COVER SHALL BE USED ONLY 
WHERE SPECIFICALLY REQUIRED BY PUBLIC WORKS. 

SECTION 8-8 

8 

L 

1 /2~'-13NCx1" 
STAINLESS STEEL 
HEX HEAD 
CAP SCREW 

INSTALLATION OF 
FRAME & MH INSERT 

TO CONFORM WITH 
DETAIL 407 

LAST REVISION DATE: 

DEC 2015 

LOCKDOWN 
MANHOLE FRAME AND COVER 

NTS 
DETAIL NO. 

JEFFERSON, OR 406 



MANPAN MH LID INSERT FOR 
SELECT SS MHs (SEE NOTE 5) 

MANHOLE FRAME 

GROUT FROM OUTSIDE OF CONE TO 
TOP OF FRAME FOR SEWER MHs 
LOCATED OUTSIDE OF PAVED OR 

DESIGN FINISH GRADE 
OUTSIDE OF PAVED, 
SIDEWALK OR TRAFFIC 
AREAS (SET SS MH RIM 
6" ABOVE DESIGN FG) 

AND COVER-~ 

PAVED~ 

GRADE ' 

SIDEWALK AREAS --

SLOPE TOPSOIL UP TO W/IN 1" 
OF RIM IN LANDSCAPED OR LAWN 
AREAS. 

MANHOLES 
LOCATED IN 
GRAVEL TRAFFIC 
AREAS, GRAVEL 
SHOULDERS OR 
ROADWAY 
MEDIANS TO BE 
PROVIDED WITH 
A MIN 8'x8' AC 
OR. CONCRETE 
PAD CENTERED 
ON MH LID (SEE 
NOTE 3 BELOW 

.:-,t.;._~4-t--___,_- SET FRAME IN NON-SHRINK 

k~£bJ-~~~~~~·~~~ GROUT & GROUT SMOOTH 
" ~~"°"·"" BELOW RIM (SEWER & STORM 

MHs) 

CONCRETE GRADE RINGS 
(VARIABLE), SET & SEAL 
W/NON-SHRINK GROUT 

PAVED/HARD SURFACE AREAS ~ UTSIDE OF PAVED/ 
& FLOW CONTROL MANHOLES ..,. - .... HARD SURFACE AREAS 

TYPICAL MANHOL GRADE ADJUSTMENT 
CAST IRON OVERLAY ADJUSTMENT RINGS 

STANDARD DEPTHS: 1.5", 2", 2.5" & 3" 

B B 

22-3 4" 
24-3 4 

SECTION B-B 

5·. SEWER MHs IN LOW AREAS SUBJECT TO 
FLOODING OR WATER PONDING, ADJACENT 

MANHOLE ADJUSTMENT RINGS TO CURBLINES OR DITCHES, ETC. SHALL 

FOR RESURFACING ONLY 
BE PROVIDED WITH INFLOW PROTECTOR LID 

· INSERTS (MAN PAN OR EQUAL). SEE CITY 

NOTES: 
1. CAST IRON ADJUSTMENT RINGS ALLOWED ONLY WITH 

OVERLAYS AND NOT ON NEW MANHOLES. 

STANDARD CONSTRUCTION NOTES FOR 
LOCATION CRITERIA. 

MAXIMUM 1 ADJUSTMENT RING PER MANHOLE. 
2. SANITARY SEWER MHs - 2 HOLE LIDS 

STORM DRAIN MHs - 16 HOLE LIDS 
3. MH PADS IN UNPAVED TRAFFIC AREAS (OR FLOW CONTROL 

MH) - 8'x8' MIN SIZE OF (A) 3" MIN. AC OVER 10" 
COMPACTED BASEROCK (OR PUBLIC ROAD STANDARD 
THICKNESS IF LOCATED IN R.O.W), OR (B) 8" CONCRETE 
OVER 2" BACKROCK. 

4. MH PADS IN ROAD MEDIAN PLANTER AREAS - 4" CONC 
(PER DTL 212, 10' MIN SQUARE W/5' SCORING PATTERN). 

LAST RE~SION DATE: JO # 

OCT 2025 

MANHOLE RIM 
ADJUSTMENT DETAILS 

(CONCRETE GRADE RINGS) 
SEWER & STORM NTS 

DETAIL NO. 

JEFFERSON, OR 407 



CLEANOUT COVERS: ALL SEWER CLEANOUT LIDS TO READ SEWER 
ALL STORM CLEANOUT LIDS TO READ "STORM" OR "c/o". 

1/2" 

' RISER PIPE TO BE 8" MIN 
DIAMETER FOR ALL 8" & 
LARGER MAINLINES 

PIPE TO BEAR ON 
COMPACTED GRANULAR------­
BACKFILL 

PVC SPIGOT PLUG IN-~ 
13-1/2" GASKETED WYE SOCKET 

WING NUT PIPE PLUG 
W/SHOULDERS 
(CHERNE STYLE) 

~ROUTE TONING WIRE 
UP INTO CLEANOUT 
BOX AS SHOWN 

(/) 
w 
Ct'. 
<( 
> 

WYE (GASKETED FOR 
3034 PVC RISER) 

ti'-' --12
-" --,r1'l 

~~AM~~L;~M::oco~~~~ 
HANDLE SUBGRADE 

CLEANOUT FRAME & COVER 

NOTES: 

1. USE INLAND FOUNDRY MODEL 240 FRAME & 
COVER IN ALL AREAS. 

2. COVER AND FRAME SHALL BE GRAY CAST IRON 
ASTM A-48, CLASS 30. 

3. COVER AND FRAME TO BE MACHINED TO A 
TRUE BEARING ALL AROUND. 

ALL CONCRETE SHALL BE 3300 PSI © 28 
DAYS, MAX 5" SLUMP, 4.5% AIR (±1.53). 

LAST REVISION DATE: COP'l'RIGHT 1996 

WESlECH ENGINEERING, INC. 

MAY 2024 

MAINLINE CLEANOUT 

NTS 
DETAIL NO. 

JEFFERSON, OR 411 



NOTE: NO VERTICAL OR HORIZONTAL PRESSURE TREATED 2" X 4!' WIRED TO INVERT AND EXTENDING ABOVE FINISH EASEMENT LINE 

BENDS GREATER THAN 22-1;2· GRADE. STAKE SHALL BE CONTINUOUS AND REMAIN VERTICAL AFTER I 
WITHIN RIGHT-OF-WAY OR PUBLIC BACKFILLING. END SHALL BE PAINTED (WHITE FOR SEWER) (GREEN FOR OR p /L 

UTILITY EASEMENT (IE. FROM STORM) AND LABELED WITH DEPTH TO PIPE BELOW GROUND ~I 

MAINLINE TO CLEANOUT. SURFACE (2". BLOCK LETTERS). EXTEND TONING WIRE TO SURFACE.~ p~~O~~~~E 

NOTE: PER ORS 92.044 7 , PROPERTY LINE 

SERVICE LINES MUST BE SET STAMP 3" TALL "s" OR "D" IN TOP OF CURB CLEANOUT SEE ~ I H j 
1' MINIMUM CLEAR FROM ANY AND GUTTER PAN AT POINT OF CROSSING. \);'ETAIL 416 

SURVEY MONUMENT -
~ o ~ 

' . , :~:.···:· .. ·J "'?'f1 ~z~~ / 
I ~r'l(J)D 

z 
::2: 

~ 
N 

,.-... 

W O'.'. N 
Z WW 
::J 3: l­
a::: wo 
~ (/) z 
<( w w 
$: O'.'.W 

NOTES: 
1. MIN. 18" SEPARATION BETWEEN ADJACENT LATERALS. 

2. ONE FULL LENGTH OF PVC PIPE (AT CROSSING) REQUIRED FOR ALL 

SEWER LATERALS WHICH CROSS UNDER WATER LINES WITH LESS 

THAN 18" MINIMUM VERTICAL CLEARANCE BETWEEN WATER LINE 

AND SERVICE LATERAL. 
3. SERVICE SHALL NOT BE BACKFILLED PRIOR TO INSPECTION BY 

PUBLIC WORKS. 
4. INSTALL A CONTINUOUS 12 GUAGE SOLID CORE GREEN INSULATED 

TRACER WIRE FROM MAINLINE WIRE TO END OF LATERAL. 

5. CHIMNEY DROPS INTO MAINLINES ARE PROHIBITED. 

6. COMMERCIAL SEWER & STORM SERVICE LATERALS SHALL BE 

6-INCH MINIMUM DIAMETER. 
7. FERNCO STYLE COUPLINGS PROHIBITED 

CONNECTION & PROPERTY LINE C.0.1 
(PVC SLIP COUPLING OR 
MAXADAPTER COUPLING REQ'D). 

BETWEEN MAINLINE 

SEWER OR STORM MAIN 
' 22 1/2' 

STREET BEND 

zlx - <( 
::2: ::2: 

.N \O:J 

TONER WIRE ~ 
6' UNDERGROUND WARNING TAPE 

"WARNING, SEWER LINE BELOW" 

OR "WARNING, STORM DRAIN 

BELOW" AS APPLICABLE 

SEWER/STORM LATERAL 

ri ~ rri-1 

Soi=;;:!:! 
. z G)~ 

ci ~"Tl 
DoO 
r r S:: 
r'l r'l 
)> )> (lJ 

Zzc 
o or= 
Ceo 
-l -l z 
;;o ~ 0 
U5 -<'-­
r'l r'l (/) 
;;o -

-l 
U5 r'l 

TYPICAL, SHALLOW MA~NS~ 

(_ VO ' 

3034 PVC, SDR 35 
(TO BACK OF PUE 

'• ~• ,-,o~ 1 I .11." PFR FOOT (23\ 7 ~.-- l'r- ,!l' 
MINIMUM ;:)L"1C '- 'I ' ' -·. - - -- UE 

-- ·{'1'''1f;:;1:'i"'"'!.:;1!:;::>..''~<;:?{s~~ _ _..- ,, l % SLOPE TO BACK OF P 

r'l --< 

-ri "' 
-ri s::: ~ 
g (/) (/) )> 1§ 
(/) mm ;::oz 

~ :g~ ~~ 
- N () :::0 Ol 

m )> 
0 
;::o . 

z 
-l 

"• -'=·--- . .. __ ,,.,- ----------cf\{---
3" MIN. 3; 4"-0" --(~~------ 22 1 /2' MAX BENDS 

. BEDDING __ __.- N~---- BETWEEN MAINLINE & 

LATERALS SHALL BE LAID AT go· -<(l>::~;J> P /L CLEANOUT (STACK 

TO RIGHT-OF-WAY OR EASEMENT LINE _.--;<::'.°S~;,-~ BENDS AS NEEDED) 

UNLESS OTHERWISE SHOWN ON PLANS. _ .--c~~'J.---
_,.-0 ---

<'\'00 --

MAINTAIN STRAIGHT GRADE FROM 

MAINLINE TO CLEANOUT (TYP) 

w (/) 
0 I'--' 
~ 3: w 
3: O'.'. ~ w _J 

0:::: >O'.'. 
w 0 w 
> u l­o <( 

0 0.: 3: 
. >- (/) 
~ I- (/) 
::2: • 0 
• L{) 0:::: 
Co I'-() 
"<!" • i.:: (/) 

O'.'. _J w <( 
3: 0:::: wW 
(/) I-

<( 
_J 

GASKETED 
PVC CAP 

g I Cf) 
--< 

~z 
-; 0 

SPLICE WITH I 3" MIN. 3/4"-Q" ----<~)-----
WATERPROOF BEDDING __..-((9,?J!?'J ~MANUFACTURED TEE-WYES FOR 8-INCH 

..i:::. __,,, 
(}1 

)> 

r= 
z 
9 

m CJ) 
:::0 -; 
)> 0 
r :::0 (/) s: 

TYPE DBR\ ,-'10 >':--1J;";; 
SPLICE KIT I --- --:.:~--~~~if,,~ .. -· 
BY 3M _,-•'o?~;~:'.~$'f."'''-. 
(TYP ALL ,.--;_. S);:<(:':;iJ~c:-
SERVICES) _ --~:-' ,'1:-'t-/ ,~, .. 4" MIN DIA SFR, 

1;---'~\.:~-- 6" MIN DIA FOR 
\~..._LV COMMERCIAL OR 

--- MUL Tl-FAMILY 
TYPICAL, DEEP .MAINS (VERIFY CAPACITY) ....... ·-. ·-

MAINLINES & STANDARD TEES FOR 
10-INCH & LARGER MAINLINES. 

SEE DETAIL 4190 FOR INSERTA-TEE 

CONNECTION TO EXISTING MAINLINES (MAX 

INSERTA-TEE TAP DIAMETER IS. 2 NOMINAL 

PIPE SIZES SMALLER THAN MAINLINE 

DIAMETER). 



CUT-IN CONNECTIONS ALLOWED ONLY WHERE SPECIFICALLY APPROVED 
OR REQUIRED BY PUBLIC WORKS DIRECTOR AND CITY ENGINEER. 

USE OF DETAIL 419 IS REQUIRED WHERE MAINLINE PIPE IS AT LEAST 
TWO NOMINAL PIPE SIZES LARGER THAN LATERAL PIPE DIAMETER. 

WHERE CONNECTING TO EXTG 
PVC OR HOPE PIPE. USE EITHER 
MAXADAPTER COUPLING QR. 
GASKETED PVC SLIP COUPLING 
PER NOTE 2 BELOW (SEClTONAL 
VIEW OF PVC TRANSITION . 
COUPLING SHOWN FOR CLARITY). 

EXTG MAINLINE---, 
PIPE (SEE DWGS). 

PVC PIPE SPOOL, MIN LENGTH 
AS REQUIRED FOR CLEAN 
CONNECTION TO EXTG PIPE. 

NOTES: 

WHERE CONNECTING TO EXISTING AC, CONCRETE OR 

CLAY PIPE. USE MAXADAPTER COUPLING (BY GRIPPER 
GASKET LLC) WITH EPDM RUBBER GASKET, HIGH IMPACT 

POLYAMIDE (NYLON) SECURING CAGE & STAINLESS STEEL 
CLAMP ASSEMBLY & HARDWARE, UNLESS OTHERWISE 
APPROVED IN WRITING BY CITY. 

MANUFACTURED PVC TEE OR 
TEE-WYE PER DETAIL 415. 
PROVIDE COMPACTED 
BEDDING PER NOTE 4. 

PLAN 
(NTS) 

EXTG MAINLINE 
PIPE (SEE DWGS) 

'----WHERE CONNECTING TO EXISTING AC OR 
CONCRETE PIPE, FLOWLINE OF NEW PVC 
PIPE SHOULD MATCH FLOWLINE OF 
EXISTING AC OR CONCRETE PIPE 

· (ADJUST BEDDING DEPTH AS REQUIRED 
TO ACCOMPLISH THIS). 

1. CONTRACTOR SHALL PROVIDE BYPASS PUMPING AS REQUIRED TO AVOID SEWAGE BACKUPS IN 

UPSTREAM SYSTEM (BYPASS SYSTEM SHALL BE APPROVED BY PUBLIC WORKS). 
2. WHERE USED, CASKETED PVC SLIP COUPLINGS SHALL BE SOLID-SLEEVE NO-STOP COUPLING 

DESIGNED TO BE SLID FULLY ONTO PIPE ON ONE SIDE OF JOINT, THEN SLID BACK OVER AND 

CENTERED ON JOINT (BY SPECIFIED FITTINGS, PLASTIC TRENDS, OR APPROVED EQUAL). CASKETED 

PVC SLIP COUPLING SHALL BE SIZED FOR ACTUAL 0.D. OF EACH PIPE USED (CONTRACTOR TO 

FIELD VERIFY PIPE AS NECESSARY). 
3, SERVICE LATERALS SHALL FULLY CONFORM WITH LATERAL DETAIL 415, DETAIL 416 & DRAWING 

CALLOUTS. 
4. A MINIMUM OF 12-INCHES OF COMPACTED GRANULAR BEDDING IS REQUIRED UNDER THE CUT-IN 

TEE LOCATION TO PREVENT SETTLEMENT DURING OR AFTER BACKFILLING & COMPACTION. 

5. POST CONSTRUCTION TV INSPECTION OF MAINLINE LAST REVISION DATE: JOI 

CONNECTION IS REQUIRED, INCLUDING SHOWING PIPE FOR A SEPT 2025 
MINIMUM OF 5 FEET BEYOND JOINTS ON BOTH SIDES OF 1---------'-------1 

CUT-IN CONNECTION (TV INSPECT FROM NEAREST MANHOLE 
OR MAINUN CLEANOUT). 

6. A FOLLOWUP WARRANTY TV INSPECTION OF CONNECTION IS 
REQUIRED NEAR END OF WARRANTY PERIOD, BUT DURING 
THE FIRST WINTER AFTER INSTALLATION. ANY SETTLEMENT 
OR LEAKAGE REVEALED SHALL BE CORRECTED BY THE 
CONTRACTOR AT NO COST TO THE CITY. 

LATERAL CUT-IN CONNECTION 
AT EXISTING SS OR SD MAINS 

TOO SMALL FOR DTL 419 
NTS 

DETAIL NO. 

JEFFERSON, OR 415A 



CLEANOUT COVERS: ALL SEWER CLEANOUT LIDS TO READ "SEWER" 
ALL STORM CLEANOUT LIDS TO READ "STORM" OR "c/o". 

1. NON-TRAFFIC AREAS: 
CARSON MODEL 910 T-COVER OR EQUAL (GREEN FOR SEWER, GREY FOR STORM). 

2. TRAFFIC AREAS, INCLUDING DRIVEWAYS: 
8" X 4" CAST IRON FRAME & COVER, OLYMPIC M1007 OR EQUAL. 
8" X 6" CAST IRON FRAME & COVER, OLYMPIC M1018 OR EQUAL. 

(FOR Cl CLEANOUTS IN UNPAVED AREAS, SET IN 6" THICK CONCRETE PAD) 

~ P.U.E. 
CLEANOUT BOX & COVER, 6" TYP 8' TYPICAL 
SEE ABOVE 

PROTECT LAWNS & GARDENS 
AT ALL TIMES. PLACE 
EXCAVATED MATERIALS ON 
PLYWOOD 

2w 
NOTE: 

0 

0 0 

Q. 

g5 mo:: DOUBLE VERTICAL 22 }6· 
ti):]~ BENDS ON C.O RISER MAY 

0 

~ i ~ BE REPLACED. WITH SINGLE ~. 0 ,....__ _ _,_, 

U1 <i: VERTICAL 45· BEND WITH . 
8JU)o PRIOR APPROVAL BY PUBLIC ·

0 

3: <i 2 WORKS. w 0::: ::> 
U)W2 
~ z 22 1 /2· BEND 
...J~ 

WI PLAIN END 
~ ~ PIPE, 8" MIN. 
8S T LENGTH 

~ci 
U) <.O 

22 1 /2· STREET BEND 

4" OR 6" SERVICE 
PIPE 3034 P. V.C., 
S.D.R. 35 

. ci 

U=!:!:: =JJFillm!:l: 
nillffiillffiillmillfr 

I 
NOTE: PER ots 92.044(7), CLEANOUT 
BOX MUST BE SET 1' MINIMUM CLEAR 
FROM ANY SU VEY MONUMENT 

WING NUT PIPE ~LUG 
W/SHOULDERS I 
(CHERNE STYLE) i 

CONNECT P PE FROM BUILDING 
SITE TO BA E LEG OF CLEANOUT 
WYE (CONN CilON TO CLEANOUT 
RISER IS PROHIBITED) . 

LOOP TONER I 
WIRE UP INT, 
CLEANOUT B X 

COMPACTED 
GRANULAR 
MATERIAL 

GASKETED PVC 
CAP IF NOT 
CONNECTED AT 
TIME OF 
CON STRU CTI ON 

PIPE FROM 
BUILDING SITE 

0 0 ------r--/ 
~· 0 0 · O 0 o o 0 ~- 0 o' 0 ~· Q o' 0 o' O ~· 0 a· 0 ~· O · · 0 

o, o, o 0 . o, . o . o .. o, 0
0 

0 
·O 

0 
·O .c) 

0 
·O ·O 

0 
.c) ·O .c) ·O ·O ·O ci 

NO~E;;· 0? o 0 o, ~,/? 0. o~;E o 0 o. o 0 ?· o 0 ?· o 0 ?· o 0 ?· o 0. o 

1. CLEAN OUT RISER SHALL BE SAME SIZE AND MA TERI AL 

-~ 
FLOW 

A-----
__:0 

MAXADAPTOR COUPLING 
(BY GRIPPER GASKET LLC) 
OR EQUAL 

AS LATERAL p I PE. ..-L-AST-R-EVl-Sl-ON-D-ATE-: ----..----COP-\'RIG-HT-1996---1 

WESTECH ENGINEERING, INC, 

2. PROVIDE CONCRETE PAD FOR CLEANOUTS LOCATED IN FEB 2024 
UNPAVED DRIVEWAYS OR TRAFFIC AREAS (6" THICK 1-------......_-------1 

PAD TO BE 6" LARGER THAN CLEANOUT BOX FRAME). 
3. CLEANOUT PIPE SHALL BE LEFT A MINIMUM OF 18" 

ABOVE EXISTING GRADE UNTIL ALL CURBING IS 
INSTALLED AND ALL PRIVATE UTILITY TRENCHES ARE 
BACKFILLED. CLEANOUTS SHALL THEN BE SET NO 
MORE TH AN 6" BELOW FINISH GRADE, AND CLEAN OUT 
BOXES SET FLUSH WITH FINISH GRADE. 

STANDARD SERVICE 
LATERAL CLEAN OUT 
(SEWER & STORM) 

NTS 
DETAIL NO. 

JEFFERSON, OR 416 



3/4"-0" COMPACTED------. 
GRANULAR BACKFILL 

/~o·. 
/ ""'""' . 0 . 

STAINLESS 
STEEL BOLTS & 
NUTS 

. o O .'DUCTILE 
IRON SADDLE 

·o 

SBR GASKET 

INSERT NOT TO PROTRUDE-.----~ 
BEYOND INSIDE DIAMETER 
OF MAINLINE. 

NOTES: 

STAINLESS STEEL 
BAND 3 1 /2" 
MIN. WIDTH. 

c.o 

. . 
. 0 0 

0 .. o · 
.. 0 . 

1. SERVICE SADDLES ALLOWED ON EXISTING SEWER 
MAINS ONLY. MANUFACTURED TEE-WYE FITTINGS 
SHALL BE USED ON ALL NEW MAINLINES. 

2. HOLE IN MAIN SHALL BE CORE DRILLED. CENTERLINE 
OF TAP SHALL BE ABOVE SPRINGLINE. 

3. THE TAP SHALL NOT BE MADE EXCEPT IN THE 
PRESENCE OF A CITY INSPECTOR; NOR SHALL ANY 
CONNECTION BE MADE WITHOUT CITY APPROVAL. 

4. SERVICE SADDLES SHALL BE ROMAC STYLE "CB" OR 
EQUAL W/VIRGIN SBR GASKET PER ASTM D2000 MBA 
710. 

5. THOROUGHLY CLEAN MAINLINE PIPE. LUBRICATE 
BETWEEN SADDLE GASKET & MAINLINE PIPE PER 
MANUFACTURER'S RECOMMENDATIONS WHEN 
INSTALLING SERVICE SADDLE. 

7. ENSURE THAT END OF BRANCH PIPE (OR BEND) IS 
SQUARE, SMOOTH & BEVELED PRIOR TO INSTALLATION 
INTO SADDLE GASKET HUB. 

8. LUBRICATE SADDLE GASKET HUB & SERVICE PIPE 
(OR BEND) PRIOR TO INSTALLATION. 

9. EVENLY TIGHTEN BOTH ADJUSTING SCREWS ON 
STAINLESS STEEL BAND CLAMP. 

22 1 /2' STREET BEND 

SERVICE PIPE 
(PVC TYPICAL) 

TAINLESS STEEL BAND 
CLAMP (DOUBLE CLAMP 
SCREW STY.LE) 0 . 

'------- 3/4"-0" GRANULAR 
BEDDING 

LAST REVISION DA TE: COPYRIGHT 1996 
WESTECH ENGINEERING, INC. 

OCT 2015 

SERVICE SADDLE 
CONNECTION 

TO EXISTING SEWERS 
NTS 

DETAIL NO. 

JEFFERSON, OR 418 



/ GUIDE HOLE 

!~-----.,;.~ 

( 0 0 0 \ 

\ L....,---.,<-----1 J 

/

PVC HUB (ASTM D-3034 SDR 
}---------.... 35). DRIVE INTO CENTER OF 

RUBBER BOOT AFTER BOOT IS 
PLACED IN CORE HOLE. 

----- ~CORE HOLE 

HOLES TO ANCHOR DRILL 
GUIDE TO MAINLINE PIPE 

~ MOLDED PVC SHOULDER TO ACT 
AS POSITIVE INSERTION STOP 
( 4" & 6 11 TAPS). 

r---r-iiii1111iiii1111llli1[E3~~-... 1--- #316 STAINLESS STEEL BAND 

(ANCHORING REQUIRED) 

INSERTA-DRILL GUIDE (PROVIDED BY 
FITTING MANUFACTURER), SIZED TO 
FIT ENTIRELY WITHIN CORE HOLE 
DIAMETER (REQUIRED FOR ALL TAPS) 

PVC HUB TO BE SHAPED TO MATCH--_, 
PIPE l.D. AND SHALL NOT PROTRUDE 
BEYOND INSIDE DIAMETER OF RUBBER 
BOOT. 

25-30" TYP. FOR 
SHALLOWER LATERALS 
(SEE DETAIL 4150) 

CLAMP (9/16" SERIES 300) T 
SECURE UPPER HALF OF OF 
RUBBER SLEEVE TO THE PVC 
HUB. 

MOLDED RUBBER SLEEVE (ASTM 
C-443) INCLUDES MOLDED RIBS 
TO HOLD THE SLEEVE IN PLACE 
IN MAINLINE PIPE TAP, STYLE TO 
MATCH MAINLINE PIPE MATERIAL 
& DIAMETER. 

SEWER OR STORM PIPE, 
ALIGNMENT, SLOPE & 
CONFIGURATION AS SHOWN 
ON DRAWINGS 

22 1 /2" STREET BEND (ASTM D-3034 
PVC, SDR 35) WHERE SHOWN ON 
LATERAL DETAILS OR PLAN CALLOUTS. 

~-INSERTA-TEE FITTING, SEE EXPLODED VIEW ABOVE 

MAINLINE PIPE 
NOTES: 

1. MAXIMUM LATERAL SIZE - MAX TAP SIZE SHALL BE 2 
NOMINAL PIPE SIZES SMALLER THAN THE MAINLINE PIPE 
(IE. 4" ON 8", 6" ON 10", ETC.). 

2. EXISTING SANITARY SEWERS - INSERTA-TEES ALLOWED 
ON EXISTING PVC OR DUCTILE IRON SEWER MAINS. USE ON 
OTHER PIPE TYPES IS SUBJECT TO CITY APPROVAL AND 
ACCEPTABLE PIPE CONDITION. 

3. EXISTING STORM DRAINS - INSERTA-TEES ALLOWED ON 
ALL PIPE TYPES, SUBJECT TO CITY APPROVAL AND 
ACCEPTABLE PIPE CONDITION. 

4. NEW MAINLINES - MANUFACTURED FITTINGS (PER DETAIL 
415) SHALL BE USED FOR CONNECTION ON ALL NEW 
SEWER AND STORM MAINLINES. 

5. THE TAP SHALL NOT BE MADE EXCEPT IN THE PRESENCE 
OF A CITY INSPECTOR; NOR SHALL ANY CONNECTION BE 
MADE WITHOUT PRIOR CITY APPROVAL. 

6. CENTERLINE OF TAP SHALL BE ABOVE SPRINGLINE. 

LAST REVISION DATE: JO # 

OCT 2025 STANDARD 

FATBOY INSERTA-TEE CONN. 
TO EXISTING SEWER 

OR STORM DRAIN 
NTS 

DETAIL NO. 

JEFFERSON, OR 419A 



/ ~ GUIDE ROLE ~PVC HUB (ASTM 0-3034 SOR 

!~-~\ 
( 0 0 0 \ 

\ J 

~ 35). DRIVE INTO CENTER OF 
RUBBER SLEEVE AFTER INNER & 
OUTER SLEEVE ARE PLACED IN 
CORE HOLE. HUB STYLE/LENGTH 
BASED ON MAINLINE PIPE 
MATERIAL & DIAMETER. 

__, ~CORE HOLE 

HOLES TO ANCHOR DRILL 
GUIDE TO MAINLINE PIPE 
(ANCHORING REQUIRED) 

INSERTA-DRILL GUIDE (PROVIDED BY 

FITTING MANUFACTURER), SIZED TO 
FIT EN Tl RELY WITHIN CORE HOLE 

DIAMETER (REQUIRED FOR ALL TAPS) 

PVC SLEEVE TO BE SHAPED TO MATCH 
PIPE l.D. AND SHALL NOT PROTRUDE 
BEYOND INSIDE DIAMETER OF RUBBER 
BOOT. 

25-30" TYP. FOR 
SHALLOWER LATERALS 

(SEE DETAIL 4150) 

1111111118 

MOLDED PVC SHOULDER TO ACT 
AS POSITIVE INSERTION STOP. 

.........._____ #316 STAINLESS STEEL BAND 
CLAMP (9/16" SERIES 300) TO 
SECURE INNER/OUTER RUBBER 
SLEEVE TO THE PVC HUB. 

INNER & OUTER MOLDED RUBBER 
SLEEVES INCLUDE MOLDED RIBS TO 
HOLD THE SLEEVE IN PLACE AFTER 
ASSEMBLY FOR WATERTIGHT FIT IN 
MAINLINE PIPE TAP. INSTALL PER 
MANUFACTURER'S INSTRUCTIONS. 

STORM PIPE, ALIGNMENT, 
SLOPE & CONFlGURATION 
SHOWN ON DETAILS & 
DRAWINGS 

22 1 /2" STREET BEND (ASTM D-3034 
PVC, SDR 35) WHERE SHOWN ON 
LATERAL DETAILS OR PLAN CALLOUTS. 

~-INSERTA-TEE FITTING, SEE EXPLODED VIEW ABOVE 

HOLES SHALL BE DRILLED WITH INSERTA-DRILL 
GUIDE ANCHORED TO PIPE, OR WITH CORE DRILLING 
MACHINE, IN STRICT ACCORDANCE WITH 

MANUFACTURER'S RECOMMENDATIONS. 

MAINLINE PIPE 
NOTES: 

1. MAXIMUM LATERAL SIZE - MAXIMUM TAP SIZE ALLOWED IS 
2 NOMINAL PIPE SIZES SMALLER THAN THE MAINLINE PIPE 

(IE. 4"/6" ON 10", 8" ON 12", ETC.). 
2. EXISTING SANITARY SEWERS - ONE-FIT INSERTA-TEES 

ARE PROHIBITED FOR SANITARY SEWER CONNECTIONS 
(FAT-BOY STYLE INSERTA-TEE REQUIRED FOR S.S.). 

3. EXISTING STORM DRAINS - ONE-FIT INSERTA-TEES 
, ALLOWED ON ALL EXISTING STORM PIPE TYPES, SUBJECT 

TO CITY APPROVAL AND ACCEPTABLE PIPE CONDITION. 
4. NEW MAINLINES - MANUFACTURED FITTINGS (PER DETAIL 

415) SHALL BE USED FOR CONNECTION ON ALL NEW 
MAINLINES. 

5. THE TAP SHALL NOT BE MADE EXCEPT IN THE PRESENCE 
OF A CITY INSPECTOR; NOR SHALL ANY CONNECTION BE 
MADE WITHOUT PRIOR CITY APPROVAL. 

6. CENTERLINE OF TAP SHALL BE ABOVE SPRINGLINE. 

LAST REVISION DA TE: JO # 

OCT 2025 STANDARD 

ONE-FIT INSERTA-TEE 
CONNECTION TO EXISTING 

STORM DRAIN ONLY 
NTS 

DETAIL NO. 

JEFFERSON, OR 4198 





MANHOLE VACUUM TEST REPORT 
(OSSC/ODOT/APWA 00470.71.b) 

Project Location: Project Name: 
(City) 

Inspector: Date: 
(Print) (Separate Report Required for Each Test Session) 

Testing Company: 
(Name & Phone #) 

Manhole Manhole Manhole Surface Time Time to Drop from 
No. Diameter Depth Restoration Required3 10" Hg to 9" Hg Results Comments 

(inch) (ft) Complete? (sec) (sec) 

Yes /No Pass /Fail 

Yes/No Pass I Fail 

Yes/No Pass I Fail 

Yes/No Pass I Fail 

Yes /No Pass I Fail 

Yes /No Pass I Fail 

Yes /No Pass I Fail 

Yes/No Pass I Fail 

Yes/No Pass I Fail 

, . All adjacent surface restoration shall be completed prior to conducting manhole acceptance tests, including finish paving and final adjustments to grade. Any test 
conducted prior to completion of surface restoration shall be considered informal, and will not count for acceptance. 

2. The vacuum test head seal shall be inflated in accordance with the manufacturer's recommendations, but in all cases the grade rings and casting shall be included in 
the test. A vacuum of 10-inches of mercury shall be drawn and the vacuum pump shut off. With the valves closed, the time shall be measured for the vacuum to 
drop to 9-inches. 

3. The manhole shall pass if the time for the vacuum reading to drop to 9-inches meets or exceeds the values indicated on the following table. Tin1es for deeper 
depths as required by the City Engineer. Test times for manhole depths between those shown in this table may be calculated by interpolation. 

4; Note: Visible groundwater infiltration or leakage constitutes a failed manhole test, whether or not a vacuum test is successful. 

PWDS (6/2026) 
Jefferson, Oregon 

Manhole Depth 
(feet) 

Q 

10 

12 

14 

18 

20 

22 

REQUIRED :MANHOLE VACUUM TEST TIMES 

Required Tin1e (sec) 

48-inch dian1eter 60-inch diameter 

')fl 'le. 

25 33 

30 39 

35 46 

40 52 

45 59 

50 65 

72-inch diameter 

'.\1 

41 

49 

57 

65 

73 

81 

Copyright 2006 

Westech Engineering, Inc 



SANITARY SEWER AIR TEST REPORT 
II Project Location: 

Inspector: 
(Print) 

TV Inspection Required? Yes /No 

Verify that all sewer laterals and associated cleanouts installed and 
cleanout risers are visible at or above fmish grade? Yes/No 

Station 
(&Manhole#) Main/ Size& 

Lateral Material 
From To 

Main 

Laterals 

------ ------
Totals 

Main 

Laterals 

------
___ ,... __ 

Totals 

Main 

Laterals 

------ ------
Totals 

Main 

Laterals 

------ ------
Totals 

1 For C and K values, see table and fommlas on reverse side. 
2 For total C ~ 1.0, test time (seconds) required= 2 times K 
For total C > 1.0, test time (seconds) required= 2 times (K/C) 

TEST PROCEDURE 

Total 
Length ci 

(ft) 

--- - - - - - - - -

.... -.- ..... - - - - - -

- - - - - - - - - -

- - --..... - - - - -

Project Name: 

Date: 
(Separate Report Required for Each Test Session) 

Mandrel Testing Completed? 

Date Completed or Scheduled: 
Verify that all franchise utilities which cross sewer laterals have 
been installed and trenches backfilled? Yes/No 

Test Time (Seconds) for Pressure Drop 
K1 Shown (psi) Comments 

Required2 4.0 - 3.5 3.5 -2.5 

Pass /Fail 

- - - - -

Pass I Fail 

- - - - -

Pass I Fail 

- - - - -

Pass/Fail 

- - - - -

1. Add air slowly to the portion of the pipe installation under test until the internal air pressure is raised to 4.0 psig (or higher 
pressure as required to address groundwater). Increase the test pressure by 0. 433 psi for each foot of average ground water 
depth over the exterior crown of the pipe under test, with the maximum test pressure not to exceed 9.0 psi. 

2. Add air slowly until the internal air pressure is raised to 4.0 psig (or higher pressure as required due to groundwater). 
3. After required test pressure is reached, allow 2-minutes minimum for air temperature to stabilize, adding only the amount of air 

required to maintain pressure. 
4. After the temperature stabilization period, disconnect the air supply. 
5. Record the time required for the internal air pressure to drop from 3 .5 psi (or higher as required due to groundwater backpressure) 

to 2.5 psi (or higher as required due to groundwater backpressure ). If this time exceeds the required time (or if there is less than 
1.0 psi pressure drop), the test is successful. 

ACCEPTANCE: The tested sewer section shall be considered acceptable ifthe pressure drop during the test time is less than 1.0 psi 
from the starting pressure. 

PWDS (6/2026) 
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Example: 

SEWER AIR TEST C AND KV ALUES 

Pipe Size 
(inch) 

4 

6 

8 

10 

12 

15 

18 

21 

1 c = 0.0003882dL 
2 K = O.Ol ld2L 

C-Value1 K-Value2 

per foot length per foot length 

0.00155 0.176 

0.00233 0.396 

0.00311 0.704 

0.00388 1.100 

0.00466 1.584 

0.00582 2.475 

0.00699 3.564 

0.00815 4.851 

Where d =diameter (inches) 
L =Length (ft) 

Air Test a system consisting of two mainline segments as follows: 
Segment 1: 395 feei of 8-inch mainline, 100 feet of 4-inch laterals, and 35 feet of 6 inch laterals. 
Segment 2: 200 feet of 8-inch mainline, 30 feet of 4-inch laterals, and 20 feet of 6 inch laterals. 

II Station Total 
(&"Manhole#) Main/ Size& Length 

Lateral Material (ft) 
From To 

0+00 3+95 Main &"PVC 395 
MHAl MHA2 

Laterals 4"PVC 100 
6"PVC 35 

------ ------ 1------
Totals 

3+95 5+95 Main &"PVC 
MHA2 MHA3 

Laterals 4"PVC 
6"PVC 

------ - - --··- -
Totals 

Note: For total C :<; 1.0, test time (seconds) required= 2 times K 
For total C > 1.0, test time (seconds) required= 2 times (K/C) 

200 

20 
30 - - - - -

Test Time (Seconds) for Pressure Drop 
ci K1 Shown (psi) 

Required2 4.0 -3.5 3.5 - 2.5 

1.227 278.1 310/1.46= 
212 

0.155 17.6 2i2*2= 
0.082 13.86 414 sec - - - - - ------
1.464 309.54 

0.621 140.8 
2*154= 

0.047 5.28 308 sec 
0.047 7.92 

- - - - - ------
0.714 154.0 

Comments 

Pass I Fail 

Pass I Fail 

The tested sewer section shall be considered acceptable when tested as described herein if the section under test does not loose air at a 
rate greater than 0.0015 cfin per square foot of internal sewer surface. 

PWDS (6/2026) 
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SANITARY SEWER MANDREL TEST REPORT 

I Project Location: Project Name: 
. (City) 

Inspector: Date: 
(Print) (Separate Report Required for Each Test Session) 

Mandrel Diameters Verified? Yes I No 

Station Backfill Date Sewer 
(&Manhole#) Size& Length Results Compaction Flushed& C01mnents 

From To 
Material (ft) Completed.? Cleaned 

Pass I Fail Yes /No 

Pass I Fail Yes /No 

Pass I Fail Yes /No 

Pass I Fail Yes/No 

Pass /Fail Yes/No 

Pass I Fail Yes/No 

Pass I Fail Yes/No 

Pass I Fail Yes /No 

Pass I Fail Yes/No 

Pass /Fail Yes /No 

Pass I Fail Yes/No 

1. Mandrel testing shall be conducted orr a manhole to manhole (or cleanout) basis and shall be done after the line has been 
completely flushed out with water. 

2. Mandrel testing shall be conducted after trench backfill and compaction has been completed. 

3. The mandrel diameter shall be 95% of the pipe initial inside diameter. The inspector shall verify the diameter of each 
mandrel used during each test session. 

PWDS (6/2026) 
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GRAVITY SEWER PIPELINE TV INSPECTION REPORT (Sample)Page of - --

II Date: Client Basin No. 
City: 

Technician: Inspector: Weather: Cleaned By: Report No. I TapeNo. 

FromM.H.#: Pipe Dia. (in) I Joint Length (ft) Section Length (ft) Joint Type: I Pipe Material ToM.I-I.#: 
Street Street 

PIPELINE DATA; 

Cleanliness: Footage Problem Comments I/I (gpm) 
Code 

Alignment: 

Grade: 

Age: 
s 

%Est. Leaking Joints: 

Other: 

PROBLEM CODE LEGEND: 

BP =Broken Pipe 
CC = Circumferential Crack 
LC = Longitudinal Crack 
G = Break in Grade 
L =Leak 
P J =Pulled Joint 
PT = Protruding Tap 
ST= Service Tap 
SL = Service Left 
SR= Service Right 
RT =Roots 
U = Unpassable 

PIPE J:vlATERIAL LEGEND: 

AC = Asbestos Cement 
CIP = Cast Iron Pipe 
C(M) =Cone., Mortar Joint 
C(R) =Cone., Rubr. Gasket Jnt 
DI =Ductile Iron Pipe 
PVC = Polyvinylchloride Pipe 
TC= Terra Cotta 
VC =Vitrified Clay 

TURNAROUND: 
Requested (Date/tin1e ): 
Authorized (Date/tinle): ___ 

Gravity Sewer TV Inspection. Upon completion of all sewer construction, testing and repair (including channeling of sanitary sewer 
manholes), the Contractor shall conduct a color TV acceptance inspection of all mainlines in accordance with OSSC (ODOT/APWA) 
445.74 to detennine compliance with grade requirements ofOSSC (ODOT/APWA) 445.40.b (no deviation greater than 1/32-inch per 
inch of pipe diameter [112-inch max for pipes > 16-inch diameter], AND no reverse sloping pipe), AND to verify pipelines are 
adequately cleaned. The TV inspection shall be conducted by an approved technical service, using a track or wheel propelled self­
leveling auto-focus pan-head camera which is equipped to make audio-visual recordings of the TV inspections on a USB storage 
device .. Unless otherwise required by the agency with jurisdiction, a standard 1-inch diameter ball shall be suspended in front of the 
camera during the inspection (with the ball in contact with the pipe invert) to determine the depth of any standing water. Sufficient 
water to reveal low areas or reverse grades shall be discharged into the pipe immediately prior to initiation of the TV inspection. The 
USB storage device and written report (or download link and pdf report) shall be delivered to the City Engineer. 
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FonnAC4 

State of Oregon Department of !fovlronmental Quality 

Manhole Test Record 
Contact: Rt~r•io11a! Pmket OfJkcr 
503-229-LOAN 

Manhole lest data is n;eordcd ming this form. The loan recipient submits manhole test record logs to the DEQ project 

officer with the us-bui!J drawin1111. 

l. All adjacent surface rcs!orntion, including finish paving and final adju:;lmcnl to grade, will be completed 

before conducth1g a sanitary m1111hole <1cccpil.1ttcc lest, or M1 I test slmll be r:onsideml lnformaUon nnd wrn 
not cour1t for acccp~am:e, · · 

2. Vacuum lcsts ,,viii be conducted in accordmm; \\~th the 1990 Oregon APWA standm·d specifications for 

;;nnitnry ~ewer constrnction, s~ction 306.3J)1U, vacuum ic&dng. 
3. Hydrostatic tests will bL' cOrldllctc<l in accorclancc with the 1990 Orngon APWA st:tndard 8pl'ciikatiuns for 

sanitary Hewer consiruclion, sccfom 306.3.()3. ~fanholcR shall be filled lo a nmrk on Lhe irnn frame: ai the 
$tart oftcsling, or io ihc dm oft he frmnc. Tests shall bi: run for a minimum of 60 rnlm1r..:s. 

Loan Recipient ___________ _ Contrnctor ------------
CWSRF Lmm Number _________ _ Tc sting Company ________ _ 
Project Name ____________ _ Witm:ssed by (inspector): ___ _ 

Vacuum Test Hydrostatic Test 
Test MH M.H MH Time Vac. Vac. Start End Tlltnl Vol. LPss Pass 
D11tc No. Dc1lth 

Updated Iv1ay 2019 

PWDS (6/2026) 
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Oregon Department of Environmental Quality 

INSPECTION AND CERTIFICATION 
OF PROPER CONSTRUCTION 

I •l =<•1 •---•---•-:II To (check appropriate box): 
State of Oregon 
Department of 
Environmental 
Quality 

Project Location: 

D Bradley Eagleson, PE- 165 East.7th Ave., Suite 100, Eugene, OR 97401 

D Kenzie Billings, PE -4026 Fairview Industrial Dr., Salem, OR. 97302 

D Gus Glaser- 165 East 7th Ave., Suite 100, Eugene, OR 97401 

D Michael Pinney, PE- 700 NE Multnomah Ave. Suite 600, Portland OR. 97232 

D Blair Edwards - 700 NE Multnomah Ave. Suite 600, Portland OR. 97232 

I was the design engineer on the above-referenced project and I, or my authorized representative, did 
supervise and inspect the construction. I certify that such construction was inspected and found to be in 
accordance with the plans and specifications, including any changes therein approved by the Department 
of Environmental Quality. 

Design Engineer's Signature Date 

Supplemental inspections were made by: _____________________ _ 

Cc: Sewer system owner: 
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OREGON ADMINISTRATIVE RULES 340-052-0040 
Responsibility of Treatment Works Owners, Designs Engineers and Developers After Approval of Plans for 
(Domestic) Sewage Projects 

( 1) Construction of all projects must be in accordance with the project plans and specifications approved by the 
Department. No substantial change in or deviation from such plans and specifications shall be made without the 
prior written approval of the Department, which shall make the final detennination whether or not a change or 
deviation is in fact substantial. 

(2) The owner of the sewerage system (generally a municipality) as recipient of any construction work on its system 
has a vested responsibility to review and approve project plans prior to the start of construction. Department approval 
of plans under these rnles does not preclude the right and responsibility of review and approval by the owner. The 
owner may adopt more stringent construction standards and impose special conditions for sewer use, service 
connection, and related activities. Department approval of plans in such cases is contingent upon similar approval by 
the owner. Submittal of plans to the Department through the owner and prior approval of plans by the owner is 
encouraged. 

(3) Inspection and certification of proper construction shall be governed by the following provisions: 

(a) The construction of all sewerage projects shall be under the supervision of and shall be thoroughly inspected by 
the design engineer or his authorized representative, unless relieved under subsection (b) of this section. At the 
completion of the project, he shall certify in writing to the owner and the Department that such construction was 
inspected by him and found to be in accordance with the plans and specifications, including any changes therein 
approved by the Department. Nothing in the foregoing exempts an owner from monitoring the project for 
conformance to requirements and perfonning supplementary inspections or prevents an owner's qualified staff from 
assuming responsibility for h1spection and certification; 

(b) If the design engineer is to have no further involvement or have limited involvement with the project after 
obtaining Department approval of plans, he must so notify the Department, the owner, and the developer upon 
submittal of plans or immediately upon being disassociated or limited in control over materials or workmanship 
within the project. (Nothing precludes either the owner or the developer from giving such notice if this is more 
appropriate). Thereupon, ifthe project is to continue on to construction, the owner shall assume necessary 
responsibility for satisfactory construction of the project in accordance with the approved plans. He shall employ or 
apply such construction engineering/inspection services as appropriate for the project. The owner shall thereupon 
certify in accordance with subsection (a) of this section. No project shall proceed to construction without adequate 
and capable construction engineering/inspection services. (This assumption of construction engineering/inspection 
services responsibility by the owner does not necessarily relieve the design engineer of design responsibility); 

( c) Sewerage system integrity and watertightness is the system owner's ultimate responsibility. He shall monitor 
all private sewer construction and control all common sewer construction in the sewerage system to the extent 
necessary to this end. 

( 4) An appropriate final operation and maintenance manual, approved by the Department shall be prepared and 
submitted to the owner by the design engineer for all treatment works, disposal systems, and list stations prior to 
start up of such facilities. 

Stat. Auth.: ORS 454.626, ORS 454.780 & ORS 468.020 

Stats. Implemented: ORS 468B.055 
Hist.: DEQ 3-1981, f. & ef. 2-6-81; DEQ 27-1994, f. & cert. ef. 11-15-94 
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FINISH GRADE \ 

VC212 VALVE BOX BASE 
BY 3DC, OR EQUAL 

RESILIENT WEDGE 
GATE VALVE (GV) 
EPOXY COATED PER 
AWWA C-550 

6" 

PIPELINE 

6" 
12" 

PIPELINE 

VALVE BOX TO BE CONCRETE 
ENCASED IF NOT IN PAVED AREA. 
3300 PSI @ 28 DAYS, MAX 5" 
SLUMP, 4.5% AIR (±1.5%). 
(ROUND OR SQUARE PAD) 

LOOP TONER WIRE UP INTO 
VALVE BOX (TYP ALL). 
ROUTE WIRE OUTSIDE RISER 
PIPE & INSIDE OF VALVE 
BOX AS SHOWN. 

---- 6" MIN COMPACTED 
GRANULAR BEDDING 

AFTER PAVING OR CONC PAD PLACEMENT, 
REMOVE LID & GRIND NOTCH IN VB FRAME, 

STABLE 
SUBGRADE 

1 ts• WIDE x 1 ts• DEEP, SHOWING 
DIRECTION OF FLOW THROUGH 

2" SQUARE OPERATING NUT, 
NUT HEIGHT TO BE 2" MIN. 

1'' SCHED 80 STEEL PIPE SHAFT OR VALVE {BOTH SIDES) 12" MIN, 
24" MAX 

1" SOLID STEEL ROD (1 PIECE). 

CENTERING PLATE, 1/4" STEEL, SIZED 
FOR 1/8" TO 1/4" CLEARANCE TO 
RISER PIPE, LOCATED 6" BELOW NUT. 

SUPPORT COLLARS, 
WELDED TO SHAFT 

2~" SQUARE SOCKE~ 

VANCOUVER '91 O' STYLE 
18" TALL VALVE BOX 

NOTES: 
STEM EX TEN SI ON 

SIDEWALLS - 1 /4" MIN THICK 
TOP - 1/4" MIN THICK (FULL 

FILLET WELD TO SOCKET) 
SOCKET DEPTH - 2%'' MIN 

1. DI BODY GV SHALL CONFORM TO AWWA C-509 OR C-515. LAST REVISION DA TE: JO # 

2. VALVE BOXES SHALL BE PLUMB AND CENTERED DIRECTLY 
OVER THE VALVE NUT, INSTALLED ON VALVE BOX BASE AS 
SHOWN. 

JULY 2024 STANDARD 

3. VALVE BOX TOP SHALL BE ADJUSTED TO FINISHED GRADE. 
4. PVC SHALL BE ONE CONTINUOUS PIECE, NO BELLS OR 

COUPLERS. 
5. VALVE BOX LIDS ON PRESSURE SEWERS TO READ "s" OR 

"SEWER". 
6. COMPLETELY CLEAN OUT ALL VALVE BOX COVER PICKHOLES 

PRIOR TO REQUESTING FINAL INSPECTION. 

GATE VALVE AND 
VALVE BOX DETAIL 

NTS 
DETAIL NO. 

JEFFERSON, OR 501 



FINISH GRADE 
12" 

6" 

-1 . 11" 

CAST IRON VALVE BOX &~ MAX 

LID 'VANCOUVER' STYLE ~ rr -
I' 7,, 

6" PVC SEWER PIPE,~ I MINI 
ASTM D303~ SDR 35, I 
LENGTH AS REQUIRED 

LOOP TONER WIRE UP INTO VALVE 
BOX (TYP ALL). ROUTE WIRE 
OUTSIDE RISER PIPE & INSIDE OF 
VALVE BOX AS SHOWN. 

BUTTERFLY VAL VE, (BFV) 
ENDS AS SPECIFIED 
EPOXY COATED PER 
AWWA C-550 

AFTER PAVING OR CONC PAD PLACEMENT, 
REMOVE LID & GRIND NOTCH IN VB FRAME, 
1 /8• WIDE x 1 ts• DEEP, SHOWING 
DIRECTION OF FLOW THROUGH 

VALVE (BOTH SIDES) 

VANCOUVER '91 O' STYLE 
18" TALL VALVE BOX 

.. 

VALVE BOX TO BE CONCRETE 
ENCASED IF NOT IN PAVED AREA. 
3300 PSI @ 28 DAYS, MAX 5" 
SLUMP, 4.5% AIR (±1.5%). 
(RO ND OR SQUARE PAD) 
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WORM GEAR OPERATOR 
ON SIDE NEARE~T 

CURBLINE J I l 

CURB OR 
_/ : I STREET C/L 

WATERLINE~ i ( 
BFV OPERATOR POSITION 

2" SQUARE OPERA TING NUT, 
NUT HEIGHT TO BE 2" MIN. 

1" SCHED 80 STEEL PIPE SHAFT OR 
1" SOLID STEEL ROD (1 PIECE). 

CENTERING PLATE, 1/4" STEEL, SIZED 
FOR 1 /8" TO 1/4" CLEARANCE TO 
RISER PIPE, LOCATED 6" BELOW NUT. 

SUPPORT COLLARS, 
WELDED TO SHAFT 

2~" SQUARE SOCKE~ 
SIDEWALLS - 1 /4" MIN THICK 
TOP - 1 /4" MIN THICK (FULL 

NOTES: STEM EX TEN SI ON 
FILLET WELD TO SOCKET) 

SOCKET DEPTH - 2;6" MIN 

1. BFV SHALL BE SHORT BODY TYPE B PER AWWA C-504. 
2. VALVE BOXES SHALL BE PLUMB AND CENTERED DIRECTLY 

OVER THE VALVE NUT. 
3. VALVE BOX TOP SHALL BE ADJUSTED TO FINISHED GRADE. 
4. PVC SHALL BE ONE CONTINUOUS PIECE, NO BELLS OR 

COUPLERS. 
5. BFV ACTUATOR TO BE LOCATED ON THE CURBLINE SIDE OF 

WATERLINE AS SHOWN. INST ALL DI SPOOLS OR FLEX 
ADAPTER IF REQUIRED FOR ACTUATOR CLEARANCE. 

6. COMPLETELY CLEAN OUT ALL VALVE BOX COVER PICKHOLES 
PRIOR TO REQUESTING FINAL INSPECTION. 

LAST REVISION DATE: JO # 

JUNE 2024 STANDARD 

BUTTERFLY VALVE AND 
VALVE BOX DETAILS 

NTS 
DETAIL NO. 

JEFFERSON, OR 502 



NOTE: HYDRANT COLOR TO BE FACTORY YELLOW 

o 
g~~§ NOZZLE (NST) 

(2) 2 1/2" 
HOSE 
NOZZLES 
(NST) 

r 4 1 /2" PUMPER 

NOTE: PER ORS 92.044(7), FIRE HYDRANT 

MUST BE SET 1' MINIMUM CLEAR FROM 

6" MIN. 
ANY SURVEY MONUMENT 

FROM P /L S/W OFFSET BOLLARDS 
FROM STEAMER PORT 
PER CITY DIRECTION 

STD. VALVE BOX 
(VANCOUVER 910 STYLE) 

W/VC212 VB BASE 

2" MIN 

12" MIN. BEHIND S W 
24" MIN. BEHIND CURB SEE 101 102 

6" MAX] 1 ~ 

6" BOLLARDS (66-) -t===H 

WHERE REQ'D BY FIRE -+---+--+-~ 

OFFICIAL OR PW DIRECTO 
FOR IMPACT PROTECTION 
PER OFC 312.1 & 312.2 
(PAINT YELLOW), SET 3' 
CLEAR FROM HYDRANT, 
OFFSET FROM HOSE 
PORTS, 4' MAX O.C. 

FIELD-LOK TYPE 
z GASKETS REQ'D ON 
2 AtiY. PUSH-ON 

JOINTS (FAR SIDE 
HYDRANTS, ETC.) 

BETWEEN BOLLARDS. ~""'------'f---=~ 
VARIES 

0::: w· 
>~ 
00 

0 
00:'.'. 

F=z 
(/) -
<( <( 
_JO:'.'. 
o_o 

NOTES: \_12" x 12" 
CONC. BLOCK 

1. HYDRANTS TO BE EJ WATERMASTER 5CD250 or MUELLER 

SUPER CENTURION 250, MODEL A-423, WITH FULL SIZE (5;4") 
FOOT VALVE. 

2. ALL AT11NGS IN CONTACT WITH CONCRETE SHALL 
BE WRAPPED IN PLASTIC. HYDRANT DRAIN HOLES TO REMAIN 
OPEN TO DRAIN ROCK AND OPERATIONAL. 

3. 1-1/2" TO 3/4" CLEAN DRAIN ROCK SHALL BE PLACED TO A 

MIN. OF 6" ABOVE DRAIN OUTLET. 
4. WHERE PLANTER STRIP EXISTS, HYDRANT SHALL BE PLACED 

SO FRONT PORT IS A MIN. OF 24" BEHIND FACE OF CURB. 

5. THRUST BLOCK BEHIND STANDARD 6" FIRE HYDRANT TEE 
SHALL HAVE MIN. 3.7 SQ. FT. BEARING AREA. 

6. RESTRAIN ALL JOINTS ON ALL HYDRANT LEADS. RETAINER 
GLANDS SHALL BE USED IN LEIU OF CONCRETE THRUST BLOCK 

TYP -
LO P TONER WIRE .:_.'.,:,..; ".:,;-, 
UP INTO VALVE :.::"'". " 

BOX (PER DTL 501) 

--6" FL X MJ 
RESILIENT WEDGE 
GATE VALVE 

6" FLG X MJ 
SHOE 

!::i7»<.,___-TH RU ST 
BLOCK, 
NOTE 5 

UNDISTURBED 
EARTH 

(TYP) 

MAINLINE TEE 
6" SIDE OUTLET 
FLANGED 

10. INSTALL REFLECTIVE BLUE TRAFFIC 
MARKER @ STREET CENTERLINE, 
EACH HYDRANT. 

LAST REVISION DA TE: COP'l'RIGHT 1996 
'M:SlECH ENGINEERING, INC, 

SEPT 2024 
BEHIND HYDRANT. 1----------'--------1 

7. ALL HYDRANTS SHALL BE SET PLUMB. 
8. FOR HYDRANT LEADS LONGER THAN 30', AN ADDITIONAL GATE 

VALVE SHALL BE PROVIDED WITHIN 3 FT. OF THE HYDRANT. 

9. PAINT CURB (TOP & FACE) FOR 10 FEET MIN EACH WAY FROM 

HYDRANT (GREATER CURB PAINTING DISTANCE MAY BE 

STANDARD 
FIRE HYDRANT ASSEMBLY 

REQUIRED FOR HYDRANTS SERVING FDCs, AS DIRECTED BY FIRE.1-------~N_,;T:..::S..1-._ ____ ---1 

CODE OFFICIAL (PAINT COLOR TO BE AS DIRECTED BY CITY). DETAIL NO. 

JEFFERSON, OR 503 



~-TEST PORT 
FOR PRE-TAP 

PRESSURE TEST 

STD. VALVE BOX 
(VANCOUVER '91 O' 
STYLE) W/VC212 VB 
BASE & PVC RISER 

THRUST 
BLOCK 

12" x 12" 
CONCRETE BLOCK 

ROM AC SST /SSTlll, MUELLER H304, 
JCM MODEL 432 OR APPROVED EQUAL 
(STAINLESS STEEL SLEEVE AND STAINLESS 
STEEL FLAN GE) 

RESILIENT WEDGE GATE VALVE 
(FL x MJ UNLESS OTHERWISE 

NOTED ON PLANS) 

TOP VIEW SIDE VIEW 
NOTES: 

1. WATER MAIN SHALL BE CLEANED & SPRAYED WITH CHLORINE SOLUTION IN TAP AREA 
BEFORE ATTACHING SLEEVE. 

2. TAPPING SLEEVE SHALL BE ALL STAINLESS STEEL WITH FULL PERIMETER GASKET. 
3. TAPPING VALVE SHALL BE EPOXY COATED PER AWWA C-550. 
4. PRE-TAP PRESSURE TEST. SLEEVE AND VALVE SHALL BE PRESSURE TESTED BEFORE 

MAKING TAP. PRESSURE TEST AND TAP SHALL BE MADE IN THE PRESENCE OF AN 
AUTHORIZED WATER SYSTEM REPRESENTATIVE. 

5. APPROVED TAPPING MACHINE SHALL BE USED TO MAKE TAP. 
6. 3/4" GRANULAR BACKFILL SHALL BE PLACED AND COMPACTED TO 92% OF MAXIMUM 

DENSITY AS DETERMINED BY AASHTO T-180. 
7. THRUST BLOCKING PER DETAIL 510. 
8. TAP SHALL BE MADE NO CLOSER THAN 18" FROM THE NEAREST JOINT. 
9. SLEEVE AND VALVE SHALL BE WRAPPED WITH 8 MIL PLASTIC PRIOR TO CONCRETE 

PLACEMENT. , 
10. CONCRETE BLOCK(S) SHALL COMPLETELY SUPPORT TAPPING TEE AND VALVE. 

11. CONTRACTOR SHALL COORDINATE ALL TAPS WITH LAST REVISION DATE: COP'rRIGHT 1996 

CITY AND PERFORM ALL TAPS WITH PUBLIC WORKS SEPT 201 s WESlECH ENGINEERING, INC. 

STAFF PRESENT. 1-------~-------1 

12. ALL TAPPING EQUIPMENT (AND ANY TOOL COMING 
IN CONTACT WITH THE PIPE THOUGH THE TAPPING 
SLEEVE) SHALL BE CHLORINE DISINFECTED WITH A 
300 MG /L CHLORINE SOLUTION. 

TAPPING TEE 
AND VALVE 

NTS 
DETAIL NO. 

JEFFERSON, OR 505 



BLOW-OFF 
SIZES REOUIRED 

(.ASSUMES 40 PSI STATIC PRESS.) 

MAIN BLOW-OFF 
SIZE SIZE 

6" - 8" 2" 

10" - 12" 4" 

>12" BY ENGR. 

PROVIDE ONE RISER ASSEMBLY TO 
CITY FOR EACH 3 BLOWOFFS OR 
PORTION THEREOF. 

STANDARD VALVE BOX 
(TWO REQUIRED) 
VANCOUVER '91 O' STYLE 

USE OF PURPLE PVC PRIMER 
ON ALL PVC SOLVENT CEMENT 
JOINTS IS MANDATORY (SEE 
ALSO OPSC 605.12.2 . 

NOTE: PER ORS 92.044(7), 
VALVE BOXES MUST BE SET 
1' MINIMUM CLEAR FROM 
ANY SURVEY MONUMENT 

THREADED BRASS 
PLUG. SET TOP OF 
PLUG ,..,2" BELOW VB 
LID (3" MAX . 

r- FINISHED ~CONCRETE COLLAR PER 
I GRADE " DETAILS 501 OR 502 · 

--j T~P (INSTALL 1 "-2" ABOVE GRADE 
I IN NON-PAVED AREAS) 

. · .. , 
BRASS COUPLING · : .. •· ·:. 
SCREWED ONT0--1---~-1 
2-INCH THREADE 
SCHED 80 PVC I 
NIPPLE (CUT TO 
LENGTH & GLUE 
INTO PVC SOCK 
COUPLING). 

GRANULAR 
BACKFILL 

«»<~ Y/J'lp 
V"-.V'-' 
~~~ ~'«< 

SCHEDULE 80 
PVC PIPE 

/~ 

SCHED 80 
PVC SOCKET 
COUPLING 

1' - 3' 

· .... ~6" 

LOOP TONER WIRE UP INTO VALVE 
BOX (ROUTE WIRE OUTSIDE OF RISER 
PIPE & INSIDE OF VALVE BOX AS 
SHOWN) 

RETAINER 
GLAND r----

<I. 

/ >%~ >% . Ll <J / )>,A"-
~%~ -· ~~ 

WATER 
MAIN 

STABLE~./ 
SU BG RADE 

SCHEDULE 80 PVC 
PIPE AND ELBOW 

/.v/.y'/.._v /.. · " .. /V/'v 
'"-'~v V:~~ 

MAINLINE VALVE,0~,':;//, )):;/)>/ 
MJ WITH RETAINER STRADDLE 

BLOCK PER 
DTL. 511 

FOR MJ BFV, 12" DI SPOOL & 
RESTRAINED MJ CAP TAPPED FOR 2" BO. 

GLAND UNLESS OTHERWISE 
NOTED ON DRAWINGS 

FOR FL. BFV, 12" FLG X FLG SPOOL & 
BLIND FL TAPPED FOR 2" BO. 

REDUCERS REQ'D FOR LARGER BLOWOFFS. 

FOR GV, RESTRAINED MJ PLUG 
NOTES: TAPPED TO BLOW-OFF SIZE 
1. BACKFILL WITH GRANULAR BACKFILL. 
2. REQUIRED ON ALL LINES WHICH MAY BE EXTENDED IN 

FUTURE OR AS DIRECTED BY CITY ENGINEER. 
3. FLANGED VALVE, DUCTILE IRON PIPE & FITIINGS MAY BE 

REQUIRED FOR 4" & LARGER BLOWOFFS. 
4. BLOWOFFS NOTED ON DWGS AS ''TEMPORARY" SHALL BE 

REMOVED BY CONTRACTOR PRIOR TO FINAL SURFACE 
RESTORATION. 

ALL CONCRETE SHALL BE 3300 PSI 0 28 
DAYS, MAX 5• SLUMP, 4.5% AIR ±1.5% .. 

LAST REVISION DATE: COPYRIGHT 1996 
v.£S1ECH ENGINEERING, INC. 

AUG 2024 

MAINLINE BLOWOFF 
ASSEMBLY 

NTS 
DETAIL NO. 

JEFFERSON, OR 506 



NOTE: PER ORS 92.044(7), 
VALVE BOXES MUST BE SET 
1' MINIMUM CLEAR FROM 
ANY SURVEY MONUMENT 

PROVIDE ONE RISER ASSEMBLY TO 
CITY FOR EACH 3 BLOWOFFS OR 
PORTION THEREOF. 

RISER ASSEMBLY TO 
EXTEND 24" ABOVE 
FINISH GRADE. 

- THREADED BRASS 
c::....::il~ ADAPTER TO MATCH 

, . I BLOWOFF COUPLING 

RISER ASSEMBLY 
(BY CONTRACTOR) NOTE: PER ORS 92.044(7). 

VALVE BOXES MUST BE SET 
1' MINIMUM CLEAR FROM STANDARD VALVE BOX 

(TWO REQUIRED) 
VANCOUVER '91 o' STYLE 

USE OF PURPLE PVC PRIMER 
ON ALL PVC SOLVENT CEMENT 
JOINTS IS MANDATORY (SEE 
ALSO OPSC 605.12.2 . 

ANY SURVEY MONUMENT 

CONCRETE COLLAR PER 
DETAILS 501 (INSTALL 1 "-2" 
ABOVE GRADE IN NON-PAVED 
AREAS) 

THREADED BRASS 
PLUG. SET TOP OF 
PLUG ,..,2 .. BELOW VB 
LID (3" MAX). :.: · ... · 
BRASS COUPLING · : . ,. .. · .• 
SCREWED ONTO --l----_,....-1:: 
2-INCH THREADE 
SCHED 80 PVC I 
NIPPLE (CUT TO 
LENGTH & GLUE 
INTO PVC SOCK 
COUPLING). 

GRANULAR 
BACKFILL ---

, ./ ::<,0, 

>%~~ 
~~'\ 
~~-
"·' ,"'( '""" 

"'X"'X 
STABLE _.,,.~~ 
SUBGRADE______.--r ' ' 

SCHEDULE 80 PVC 
PIPE AND ELBOW 

,,--- SCHED 80 
PVC SOCKET 
COUPLING 

1' - 3• 

EPOXY COATED RESILIENT WEDGE---~ 
GATE VALVE (2" MIN) WITH 2" 
SQUARE OPERATING NUT 

NOTES: 

MJ CAP & RETAINER GLAND 
(TAPP ED TO BLOWOFF SIZE) 

1. BACKFILL WITH GRANULAR BACKFILL. 

BRASS NIPPLE 

LOOP TONER WIRE UP INTO VALVE 
BOX (ROUTE WIRE OUTSIDE OF RISER 
PIPE & INSIDE OF VALVE BOX AS 
SHOWN) 

6" & 8" 
WATER MAIN 

STRADDLE 
BLOCK PER 
DTL 511 

ALL CONCRETE SHALL BE 3300 PSI 0 28 
DAYS, MAX 5• SLUMP, 4.5% AIR ±1.5%. 
LAST REVISION DA TE: COPYRIGHT 1996 

\\£STECH ENGINEERING, INC. 

AUG 2024 

2. ALLOWED ONLY ON PERMANENT DEAD END LINES IN 
CUL-DE-SACS WHICH CANNOT BE EXTENDED IN THE FUTURE. 

STANDARD BLOWOFF 
WITH PLUGGED END 

3. 2" BLOWOFF SIZE ASSUMES 40 PSI STATIC PRESSURE MIN. 
4. BLOWOFFS NOTED ON DWGS AS "TEMPORARY" SHALL BE 

REMOVED BY CONTRACTOR PRIOR TO FINAL SURFACE 
RESTORATION. 

NTS 
DETAIL NO, 

JEFFERSON, OR 507 



FITTING TEE, WYE, 90" BEND ® 45· 22 1/2" 11 1/4" 
SIZE & CD (STRADDLE BLOCKS REQ'D FOR BEND BEND BEND 

(Inches) HYDRANTS PLUGGED CROSS OR PLUGGED TEE) @ @ @ 

2 * * * * * 

4 1.7 2.4 1.3 * * 
6 3.7 5.3 2.9 1.5 * 
8 6.7 9.5 5.1 2.7 1.3 

10 10.5 14.8 8 4.1 2 
12 15.1 21.3 11.6 5.9 2.9 

16 26.8 37.9 20.5 10.4 5.2 

18 33.9 47.9 25.9 12.8 6.7 

LARGER * * * * * * * * * * 

BEARING AREA OF THRUST BLOCKS SQ. ft. J 

* BLOCK TO UNDISTURBED TRENCH WALLS 

* * THRUST BLOCKS FOR PIPES LARGER THAN 18" WILL BE INDIVIDUALLY DESIGNED BY THE 
ENGINEER. 

NOTES: 
1. ALL VALUES ARE BASED ON THE FOLLOWING ASSUMPTIONS: 

AVG. PRESSURE = 100 PS1 x 2 (safety factor); 1500 PSF SOIL BEARING CAPACITY; 
NORMAL DISTRIBUTION SYSTEM DESIGN VELOCITY NOT TO EXCEED 5 FPS. 

2. ALL FlTllNGS SHALL BE WRAPPED IN PLASTIC PRIOR TO PLACEMENT OF CONCRETE. 
3. BEARING SURF ACE OF THRUST BLOCKING SHALL BE AGAINST UNDISTURBED SOIL. 

4. TRUCK-MIXED CONCRETE MIX SHALL HAVE A MIN. 28 DAY STRENGTH OF 3300 PSI (5" MAX SLUMP). USE 

OF HAND-MIXED SACK-CRETE TYPE CONCRETE REQUIRES WRITTEN LOCAL JURISDICTION APPROVAL PRIOR TO 

USE, AND SHALL BE 4000 PSI MIX, MIXED WITH MIN AMOUNT OF WATER NECESSARY FOR WORKABILITY (5" 

MAX SLUMP). USE OF DRY SACK-CRETE MIX (BAGS OR LOOSE MIX) IS PROHIBITED FOR PERMANENT THRUST 

RESTRAINT. 
5. ALL PIPE ZONES SHALL BE BACKFILLED WITH GRANULAR BACKFILL AND COMPACTED. 

6. IF THRUST BLOCKS ARE APPROVED IN WRITING FOR INSTALLATION IN FRONT OF PLUGGED CROSS OR PLUGGED 

TEE, EACH SHALL HAVE A #4 REBAR LIFTING LOOP INSTALLED IN TOP TO ALLOW FOR FUTURE TB REMOVAL. 

7. VERTICAL THRUST RESTRAINT - TYPICALLY USE STRADDLE BLOCK PER DETAIL 511 (RETAINER GLANDS 

REQUIRED ON ALL ADJACENT MJ JOINTS). 
8. STRADDLE BLOCK DETAILS - SEE DETAIL 511. NOTE: PW INSPECTION 

OF THRUST BLOCK 
FORMS & PLASTIC 
REQ'D PRIOR TO 
CONCRETE PLACEMENT 

SEE 

STD. 6" F.H. 

JR 
~FT' 

DETAIL 511 -~~~ 

LAST REVISION DA TE: JO # 

OCT 2024 

RESTRAINED 
JOINT 

STANDARD 

HORIZONTAL 
THRUST BLOCKING 

NTS 
DETAIL NO. 

JEFFERSON, OR 510 



3" CLEAR. 
(TYP ALL 
WAYS) 

TOP 

FLOW 
'W' 

VARIES 

_J 

IO 
f- (/) 
0 
zo 
WW 
_J rn 

. n::: 
~~ 
2 (/) 
-0 
c.o z 
~ 

MATERIALS 
CD CONCRETE STRADDLE BLOCK. 

@-EITHER (2a) ONE SERRATED-LOCK STYLE 
SPLIT-RING RESTRAINT HARNESS (ROMAC 
600 OR EQUAL), OR (2b) TWO RETAINER 
GLAND WEDGE-STYLE RESTRAINTS, SET 
OPPOSED (EBBA MEGA-LUG OR EQUAL). 

-WEDGE STYLE RESlRAINTS SHALL BE 
WRAPPED Wlll-t PLASTIC PRIOR TO 
CONCRElE PLACEMENT. 
s12" PIPE, #4 REBAR @12" O.C. E.W., 
(3a) INSTALL REBAR EACH SIDE OF 
RESTRAINT FITTING INSIDE CONCRETE AS 
SHOWN. (3b) INSTALL 3 MATS OF REBAR 
FOR PIPE LARGER THAN 12" DIAMETER. 

G) RETAINER GLAND, ON ADJACENT FITTING. 

@ MJ FITTING, BEND, VALVE OR BLOWOFF. 

PIPE SIZE 'W' 'D' 'T' 

6" 12" 8" 12" 

8" 16" 1 o" 12" 

1 o" 20" 12" 12" 

12" 24" 18" 18" 

14" &16" 28" 24" 18" 

18" 32~ 30" 18" 
'W' v v 1 VARIES 1 

I 
~-----\--1-i~~::+'"':'.:.f I 

t- il1 
1~ +-+I 

0 

I I 1

1 

I Jtt-tl: 
L + --t_-_-_-_-_+-_±J 

TRENCH WIDTH + 2W 

SUPPORT ALL 
REBAR MATS 
WITH DOBIES OR FRONT VIEW 
EQUAL 

>12" SIZE TO BE VERIFIED BY 
DESIGN ENG (NOTE 1 ). 

NOTES: 
1. STRADDLE BLOCKS FOR >12'' PIPE SHALL 

BE VERIFIED IN DI VU ALLY FOR APPLICATION 
BY THE DESIGN ENGINEER AND SHALL BE 
BASED ON THE FOLLOWING: 
a.) 200 PSI WATER TEST PRESSURE. 

~ b.) SOIL BEARING CAPACITY, REBAR SIZE & 
SPACING VERIFIED BY THE ENGINEER. 

+ 2. BEARING AREA OF BLOCK SHALL BE 
C/l <( AGAINST UNDISTURBED SOIL. 
~ o 3. STRADDLE BLOCK SHALL HAVE A MINIMUM 
<C w OF 18" COVER. 
> o.... 4. CONCRETE SHALL HAVE A MIN. 28 DAY 

o.... STRENGTH OF 3300 PSI. 
+ 
0 

LAST REVISION DATE: COPYRIGHT 1996 
WESTECH ENGINEERING, INC. 

DEC 2021 

STRADDLE BLOCK FOR 
12" AND SMALLER PIPE 

NTS 
DETAIL NO. 

JEFFERSON, OR 511 



NOTICE: ANY GRAVITY VERTICAL THRUST BLOCK PROPOSED IN LIEU OF STRADDLE BLOCKS 

SHALL BE BASED ON A PROJECT SPECIFIC DESIGN BY THE ENGINEER (SEE PLANS) AND 

APPROVED BY THE LOCAL JURISDICTION. AS ADDITIONAL CORROSION PROTECTION, 6 OZ MARS 

ZINC CAP NUTS (SACRIFICIAL ANODES) SHALL BE INSTALLED ON THE END OF ALL BOLTS ON 

ALL JOINTS AT (OR ADJACENT TO) THE GRAVITY VERTICAL THRUST BLOCK LOCATION .. 

NOTES: 
1. KEEP CONCRETE CLEAR OF JOINT AND JOINT ACCESSORIES. FITTINGS SHALL BE WRAPPED 

IN PLASTIC PRIOR TO PLACEMENT OF CONCRETE. 
2. CONCRETE THRUST BLOCKING SHALL BE POURED AGAINST UNDISTURBED EARTH. 

3. CONCRETE MIX SHALL BE 3300 PSI @ 28 DAYS, MAX 5" SLUMP, 4.53 AIR (±1.53). 

4. THRUST BLOCK VOLUMES FOR VERTICAL BENDS HAVING UPWARD RESULTANT THRUSTS ARE 

BASED ON TEST PRESSURE OF 150 P.S.l.G. AND THE WEIGHT OF CONCRETE = 4050 

LBS./CU.YD (150 PCF). 
5. ALL REBAR SHALL BE HOT DIP GALVANIZED IN ACCORDANCE WITH ASTM-123. REBAR 

SHALL BE BENT BEFORE GALVANIZATION, AND LAST 4" OF BAR SHALL BE BENT 90 

DEGREES WITH A 1 /2" RADIUS BEND. REBAR SHALL BE TIGHTLY FIT TO RESTRAINED 

FITTING. 
6. FOR HORIZONTAL THRUST BLOCK DETAILS SEE DETAIL 510. 
7. STRADDLE BLOCK NOTE: FOR VERTICAL BENDS, STRADDLE BLOCKS ARE TYPICALLY REQUIRED 

IN LIEU OF GRAVITY VERTICAL THRUST BLOCKS (SEE NOTE BELOW RIGHT). SEE DETAIL 511 

FOR GENERAL CONFIGURATION OF STRADDLE BLOCKS. 

~GALVANIZED RODS 
----...... / OVER FITTING AND 

EMBEDDED IN CON­
CRETE (SEE TABLE 
FOR SIZES). 

PROFILE 

SIZED SAME AS HORIZONTAL 
THRUST BLOCKS (DTL 510) 

PROFILE 

GRAVITY VERTICAL THRUST BLOCK 
NORMAL VERTICAL 

THRUST BLOCK 

VOLUME OF THRUST BLOCK 
IN CUBIC YARDS 

(VERTICAL BENDS) 

FITTING BEND ANGLE 

SIZE 45 ° 22 1 /2° 11 1 /4° 
4 1.1 0.4 0.2 
6 2.7 1.0 0.4 
8 4.0 1.5 0.6 
10 *** 2.3 0.9 
12 *** 3.2 1.3 
14 *** 4.3 1.8 
16 *** *** 2.3 

FITTING ROD EMBED-
SIZE SIZE MENT 

12" AND LESS #6 30" 

14" - 16" #8 36" 

GRAVITY VERTICAL THRUST BLOCK FOR USE ONLY 
WHERE SPECIFICALLY APPROVED BY PUBLIC 
WORKS DIRECTOR AND CITY ENGINEER {TYPICALLY 
USE DTL 511 W/RETAINER GLANDS ON MJ JOINTS) 

LAST REVISION DA TE: JO # 

MAY 2026 

VERTICLE 
THRUST BLOCKING 

*** VERTICAL BENDS THAT REQUIRE A THRUST BLOCK 
VOLUME EXCEEDING 5 CUBIC YARDS REQUIRE SPECIAL 
BLOCKING DETAILS. SEE PLANS FOR VOLUMES SHOWN NTS 

INSIDE HEAVY LINE IN TABLE. DETAIL NO. 

JEFFERSON, OR 512 



CONCRETE STRADDLE BLOCK 
PER DETAIL 511 (TYP OF 2). 

NEW WATERLINE 
PIPE PER DWGS. 

NEW STORM LINE, SEWER LINE OR 
UTILITY STRUCTURE (SEE DWGS) 

5' MIN TO BEND 
(SEE NOTES BELOW 

FOR SEWER) 

EXTEND NEW PIPE THROUGH 
STRADDLE BLOCK (TYPICAL 
PIPE TYPE PER DWGS, BOTH 
ENDS) 

DI PIPE 

22.5" D.I. BEND (MJxMJ) 
W/ RETAINER GLANDS PER NOTE 2 
(TYP OF 4). NOTE: 45· VERTICAL 
BENDS ARE NOT ALLOWED, TYPICAL MIN CLEARANCE UNLESS 

OTHERWISE SHOWN & NOTED ON 
DWGS AND APPROVED BY PUBLIC 
WORKS. 

FULL STICK OF DI WL PIPE CENTERED AT PIPELINE 
OR STRUCTURE CROSSIN·G, LENGTH AS REO'D TO 
EXTEND 5' MINIMUM BEYOND 0.D. OF STRUCTURE 
BEING CROSSED (SEE NOTES BELOW FOR SEWER 
CROSSING, OR IF JOINTS ARE REQUIRED DUE TO 
LENGTH OF CROSSING). 

NOTES: 
1. THE NEW WATERLINE PIPE BETWEEN THE UPPER VERTICAL BENDS SHALL BE CL 52 DUCTILE IRON. 

2. RETAINER GLANDS (MEGALUG OR APPROVED EQUAL) ARE REQUIRED ON ALL MECHANICAL JOINT 
FITTING SHOWN OR PROPOSED. 

3. PROVIDE FIELD-LOCK GASKETS ON ANY PUSH-ON JOINTS BETWEEN STRADDLE BLOCKS. PIPE 
JOINTS ARE PROHIBITED ON THE LOWER HORIZONTAL PIPE WHICH CROSSES UNDER NEW PIPE OR 
UTILITY STRUCTURE, UNLESS NEW PIPE IS INSTALLED IN CASING PIPE PER NOTE 4. 

4. CROSSING UNDER SANITARY SEWER PIPE REQUIRES A FULL LAST REVISION DATE: 

STICK OF WATERLINE PIPE (18' MIN) CENTERED AT THE 
SEWER CROSSING AND A FULL STICK OF SEWER PIPE 
CENTERED AT THE WATERLINE CROSSING, PER OAR 
333.031.0050(9). 

5. CROSSING WHICH REQUIRE PIPE RUN LONGER THAN 
AVAILABLE SINGLE PIPE SPOOL LENGTHS SHALL BE 
INSTALLED THROUGH A STEEL CASING PIPE PER DTL 308. 

6. CONTRACTOR TO COOR DINA TE PRESSURE TESTING & 
DISINFECTION OF NEW PIPING AS REQUIRED TO MEET AHJ 
& OHA-DWS REQUIREMENTS. 

MAR 2026 

NEW WATERLINE UNDER­
CROSSING (TO ACCOMODATE 
NEW/EXTG UTILITY CONFLICT) 

NTS 
DETAIL NO. 

JEFFERSON, OR 513A 



CONCRETE STRADDLE BLOCK PER DETAIL 511 (TYP OF 2) 
AROUND EXISTING PIPE (VERIFY NO JOINTS EXIST BETWEEN 
STRADDLE BLOCK & VERTICAL BENDS). 
ALLOW STRADDLE BLOCK CONCRETE TO REACH DESIGN 
STRENGTH PRIOR TO CUTTING EXISTING PIPE. EXTG WATERLINE 

PIPE 

5' MIN TO BEND 
(SEE NOTES BELOW 

FOR .SEWER) 

MAINLINE PIPE TYPE 
PER CITY STANDARDS 

NEW STORM LINE, SEWER LINE OR 
UTILITY STRUCTURE (SEE PLANS) 

CONNECT TO EXTG PIPE W/ -~ 
ROMAC ALPHA OR HYMAX GRIP 
COUPLING, SIZE AS REQ'D. 
(TYP OF 2) 

. ·" 
a 

.. 
~-

22.5" D.I. BEND (MJxMJ) 
W/ RETAINER GLANDS PER NOTE 2 
(TYP OF 4). NOTE: 45· VERTICAL 
BENDS ARE NOT ALLOWED, TYPICAL MIN CLEARANCE UNLESS 

OTHERWISE SHOWN & NOTED ON 
DWGS AND APPROVED BY PUBLIC 
WORKS. 

FULL STICK OF DI WL PIPE CENTERED AT PIPELINE 
OR· STRUCTURE CROSSING, LENGTH AS REQ'D TO . 
EXTEND 5' MINIMUM BEYOND O.D. OF STRUCTURE 
BEING CROSSED (SEE NOTES BELOW FOR SEWER 
CROSSING, OR IF JOINTS ARE REQUIRED DUE TO 
LENGTH OF CROSSING). 

NOTES: 
1. THE NEW WATERLINE PIPE BETWEEN UPPER VERTICAL, BENDS SHALL BE CL 52 DUCTILE IRON. 

2. RETAINER GLANDS (MEGALUG OR APPROVED EQUAL) ARE REQUIRED ON ALL MECHANICAL JOINT 
FITTING SHOWN OR PROPOSED. 

3. PROVIDE FIELD-LOCK GASKETS ON ANY PUSH-ON JOINTS BETWEEN STRADDLE BLOCKS. PIPE 
JOINTS ARE PROHIBITED ON THE LOWER HORIZONTAL PIPE WHICH CROSSES UNDER NEW PIPE OR 
UTILITY STRUCTURE, UNLESS NEW PIPE IS INSTALLED IN CASING PIPE PER NOTE 4. 

4. CROSSING UNDER SANITARY SEWER PIPE REQUIRES A FULL LAST REVISION DATE: 

STICK OF WATERLINE PIPE (18' MIN) CENTERED AT THE 
SEWER CROSSING AND A FULL STICK OF SEWER PIPE 
CENTERED AT THE WATERLINE CROSSING, PER OAR 
333.031.0050(9). 

5. CROSSING WHICH REQUIRE PIPE RUN LONGER THAN 
AVAILABLE SINGLE PIPE SPOOL LENGTHS SHALL BE 
INSTALLED THROUGH A STEEL CASING PIPE PER DTL 308. 

6. CONTRACTOR TO COORDINATE PRESSURE TESTING & 
DISINFECTION OF NEW PIPING AS REQUIRED TO MEET AHJ 
& OHA-DWS REQUIREMENTS. 

MAR 2026 

EXT'G WATERLINE LOWERING 
DETAIL (TO ACCOMODATE 

NEW STORM, SEWER, ETC.) 
NTS 

DETAIL NO. 

JEFFERSON, OR 5138 



SEE NOTE 1 FOR "X" CONC STRADDLE BLOCK PER\ 

& ''y'' DES/GNA TIONS DETAIL 511 (INSTALL & CURE . r~~~~~ ~~rpH~O~PLING 
. PRIOR TO STARTING CUT-IN 

1-C-IT_Y_A-PP_R_O_V_A_L_R_E_Q_U-IR_E...._D_P_R_IO_R....., WORK AT CONNECTION) -W900 PVC 

0--
SPOOLS 

TO MAKING FINAL CONNECTION EXTG X"_Jj_LL · 
TO EXTG WATERLINE AT EACH r - - ~ 
LOCATION (SUCH CONNECTION j ~ \ 
TYPICALLY OCCURS AFTER NEW 225• VERTICAL BEND (MJxMJ) 0 

WL IS PLACED IN SERVICE.) W/RETAINER GLANDS \ 

X" go· BEND (MJxMJ) W/TB & RETAINER GLANDS. 

ROLL go· BEND UP OR DOWN (22%" MAXIMUM) 

AS REQ'D FOR VERTICAL ALIGNMENT 90" BEND ROLLED UP 
OR DOWN AS APPLICABLE 

X" C900 PVC SHORT SPOOL SECTION A-A 
X" 22.5" BEND (MJxMJ) VERTICAL (W/RETAINER 

GLANDS) AS REQUIRED FOR VERTICAL ALIGNMENT 

X" ROMAC. ALPHA OR HYMAX GRIP COUPLING? 

r ( EXTG X" W ;'L -8- ----E3-L-rv: 
J(SEE DWGS FOR PIPE y-J[ 

A MATERIAL CALLOUTS) 

TYPICAL CONNECTION/ 
ADDITIONAL WORK LIMITS 

X" GATE VALVE (FLxMJ) 
W/ RETAINER GLAND 

Y" FLxMJ VALVE (GV OR BFV) 
FOR FUTURE WL EXTENSION, 

PROVIDE RESTRAINED MJ PLUG. AT GV 
OR SHORT SPOOL & RESTRAINED MJ CAP AT BFV 

FLxMJ ADAPTER W/ RETAINER GLAND 

X" cgoo PVC SPOOL 
(LENGTH AS REQ'D, 
SEE NOTE 6) 

l EXTG _x" W /L ---s 
~INSTALL MJ CAP & 

ABANDON EXTG W/L 
IN PLACE AS 
INDICATED ON DWGS 

Y" cgoo PVC PIPE 

(NEW WATERLINE) 

CONC STRADDLE BLOCK 
PER DETAIL 511 

TYPICAL PARALLEL RECONNECTION DETAIL 
N.T.S. 

NOTES: 
1. X" REFERS TO EXISTING WATERLINE DIAMETER, WHILE Y" REFERS TO THE NEW WATERLINE DIA. 

2. THIS DETAIL REPRESENTS TYPICAL MINIMUM REQUIREMENTS FOR CONNECTION OF A NEW 

WATERLINE TO AN EXISTING PARALLEL WATERLINE (IE. FOR CASES WHERE THE NEW WATERLINE 

WILL BE EXTENDED IN THE FUTURE). 

3. MODIFICATIONS MAY BE REQUIRED BY THE CITY ENGINEER AND /OR PUBLIC WORKS DIRECTOR ON 

A CASE-BY-CASE BASIS, PARTICULARLY FOR WATERLINES GREATER THAN 12-INCH DIAMETER. 

4. THE CONFIGURATION SHOWN ABOVE SHALL MIRRORED OR ROTATED AS REQUIRED TO MATCH 

SPECIFIC CONNECTION ORIENTATIONS ON APPROVED DWGS. 
5. RETAINER GLANDS (MEGALUG OR APPROVED EQUAL) ARE LAST REVISION DATE: 

REQUIRED ON ALL MECHANICAL JOINT FITTING SHOWN OR 
PROPOSED. 

6. PROVIDE JOINT RESTRAINTS (FIELD-LOK GASKETS FOR DI) 
AT ANY PUSH-ON JOINTS ON CONNECTION PIPE RUNS 
WHICH ARE LONGER THAN A SINGLE STICK OF PIPE. 

7. CONTRACTOR SHALL COOR DINA TE PRESSURE TESTING & 
DISINFECTION OF NEW PIPING AS REQUIRED TO MEET 
OHA-DWS AND AHJ REQUIREMENTS. 

8. CONTRACTOR TO COORDINATE WITH CITY FOR ADVANCE 
NOTIFICATION OF EXISTING USERS. 

MAR 2026 

TYP RECONNECTION DETAIL 
(NEW WATERLINE TO EXISTING 

PARALLEL WATERLINE) 
NTS 

DETAIL NO. 

JEFFERSON, OR 514A 



NOTE: WATER SERVICE LINE TO 
BE PERPENDICULAR TO STREET SEE NOTE 6: L 

(/) 
o_~-·-~ 

<(~-11-~ 

I-

FROM METER BOX TO MAINLINE. 

MIN. 18" BETWEEN ADJACENT WATER 
LINE TAPS (12" MIN TYPICAL FROM 
BELL, FITTING OR COUPLING). 

30" MIN. COVER 

ROT A TE IF REQ'D TO 
CENTER METER STOP 

& AVOID OBSTRUCTIONS 

2 SEE NOTE 6 

SERVICE SADDLES REQUIRED FOR ALL TAPS 
ON ALL MAINLINES. (ROMAC 202NS, 
FORD FC202, OR EQUAL) 

@ DFW POLYMER H20 RATED METER BOX (11"x18" ID) 
(GRAY BODY) W/CI FLIP READER: 
-DFW486WBC4-12-BODY WITH DFW486C-4C-LID 
PROVIDE ALL METER BOXES CONFIGURED FOR TOP-MOUNT 

.• :::<'.'.'. 
._j 
<( . 

. :S:Ll·· 
"1 »W 

0 -. . en 
<J 

SECTION A-A 
RADIO-READ .AMR SENSORS & CONTAINING EMBEDDED LOCATOR MAGNET. 

NOTES: 
1. SUBSTITUTES FOR ANY MATERIALS SHOWN SHALL BE 

APPROVED BY THE PUBLIC WORKS DIRECTOR. 
2. ALL PIPE AND BACKFILL ZONES SHALL BE BACKFILLED USING 

3/4" MINUS GRANULAR MATERIAL AND COMPACTED TO 923 
MAX. DENSITY DETERMINED BY AASHTO T-180. 

3. SET FRONT OF METER BOX BEHIND BACK OF CURBLINE 
SIDEWALK LOCATION AS SHOWN (IN PLANTER STRIP 
OTHERWISE). 

4. METER BOX SHALL BE CENTERED OVER THE COMPLETED METER 
ASSEMBLY. 

5. 1 %-INCH MIN. PIPE SIZE FOR COMMERCIAL SERVICES. 
6. FAR SIDE COMMERCIAL SERVICES SHALL BE INSTALLED IN A 4" 

MIN DIA SCHED 40 PVC SLEEVE WHICH BEGINS 2' FROM MAIN 
AND EXTENDS TO BACK OF FAR SIDE SIDEWALK. 

7. TRACER WIRE SPLICES SHALL USE USE WATERTIGHT 
CONNECTION, TYPE DBR DIRECT BURY SPLICE KIT BY 3M 
COMPANY (OR EQUAL). 

METER COUPLING (TAIL), BALL 
VALVE W/HANDLE (NO PADLOCK 
TABS), COMPRESSION OUTLET & 
90" ELBOW. PROVIDE PRIOR TO 
WATER METER INSTALLATION. 

LAST REVISION DA TE: . COPYRIGHT 1996 

WESTECH ENGINEERING, INC. 

MAR 2026 

TYPICAL 1" 
WATER SERVICE 

(HOPE SERVICE PIPE) 
· NTS 

DETAIL NO. 

JEFFERSON, OR 515 



LOCK WING ANGLE 
BALL VALVE 

USE 2-3/8" LONG INSERTS 
FOR HDPE W/COMPRESSION 
FITTINGS (McDONALD 6133T 
OR EQUAL) 

ANGLE BALL VALVE 

W/ HANDLE 13"x24" METER BOX 
(2 REQ'D, STACKED) 
SEE NOTE 4 & 5 

. ·n.d . . .d 
. . : . 

<(I 

***VERIFY SPACING 
· BASED ON ACTUAL 

METER TO BE 
INSTALLED 

LOCK WING 
BALL VALVE 

1" HIGH BY-PASS-

. ·4 

:· . .. · 
.. ; : ~-· . 

4. . ..... 
• ':' .. •• .d .. 
. ... ·". 

..s.' . 
. :· .. 
.... •, 

= z 
"<!- -
N LL 

7 1/4" 

GRANULAR 
BACKFILL TO 
BE BELOW 
LOCK WING 
BYPASS VALVE 

USE OF PURPLE PVC 
PRIMER ON ALL PVC 
SOL VEN CEMENT JOINlS 
IS (SEE 
ALSO SC 605.12.2). 

SECTION A-A 
NOTE: PER ORS 92.044(7), METER 
BOXES MUST BE SET 1' MINIMUM CLEAR 
FROM ANY SURVEY MONUMENT 

<( 
TONING WIRE 
(CONNECT MIPxSLIP 
TO MAINLINE ADAPTER & 

PVC PIPE TO PROPERTY LINE, THEN 
PER PLUMBING CODE FROM 

r--"<r-.--~- PROPERTY LINE TO BUILDING 

WIRE) PVC BEND FLOW 

RISCOPIPE 5100 ULTRA-LINE HPDE (CTS, DR 9, ***TYPICAL METER LENGTHS (VERIFY) 

200 PSI), SWEEP INTO MIPxCOMPRESSION FITTING AT 1%" COMPOUND - 13" TYP, 

BOTTOM OF METER SETTER AS SHOWN (CITY SIDE) 2" COMPOUND - 15%" TYP, 

NOTES: 2" TURBINE - 17" TYP. 

1. METERSET TO BE FORD BOTTOM INLET COPPERSETTER, #VBB86-15HB-11-66 (1}~") OR 

#VBB87-15HB-11- 77 (2") WITH RAISED HIGH LOCKING BYPASS OR APPROVED EQUAL. 
2. SUBSTITUTES FOR ANY MATERIALS SHOWN SHALL BE APPROVED BY THE CITY ENGINEER. 

3. ALL PIPE AND BACKFILL ZONES SHALL BE BACKFILLED USING 3/ 4" MINUS GRANULAR MATERIAL 
AND COMP ACTED TO 923 OPTIMUM DENSITY PER AASHTO T-180. 

4. SET FRONT OF METER BOX 3-INCHES BEHIND SIDEWALK (TYPICAL) FOR CURBLINE WALKS. NO 
METERS ON PRIVATE PROPERTY WITHOUT A RECORDED EASEMENT. 

5. METER BOX SHALL BE CENTERED OVER THE COMPLETED METER ASSEMBLY. METER BOX TO BE 

DFW POLYMER H20 RATED METER BOX (13"x24" ID) (GRAY BODY) W/CI FLIP READER: 
-DFW1324WBC4-12-BODY WITH DFW1324C-4C-LID. 
PROVIDE ALL METER BOXES CONFIGURED FOR TOP-MOUNT LAST REVISION DATE: 

COP'tRIGHT 
Y.ESTECH ENGINEERING, INC, 

RADIO-READ AMR SENSORS & CONTAINING EMBEDDED 
LOCATOR MAGNET. 

6. COPPERSETTER, METER BOX, & ALL FITTINGS PROVIDED BY 
CONTRACTOR. CONTRACTOR TO VERIFY DIMENSIONS & 
CLEARANCE BASED ON ACTUAL METER TO BE PROVIDED BY 
THE CITY. WATER METER INSTALLED BY CONTRACTOR UNDER 
CITY INSPECTION & APPROVAL. 

7. SEE DETAIL 517 FOR TAPPING REQUIREMENTS. 
8. THREADED FEMALE PVC FITTINGS ARE NOT ALLOWED. 

JUNE 2024 

1-1/2" AND 2" METER SET 
W/OFFSET 1" HIGH BY-PASS 

(HOPE SERVICE LINE) 

DETAIL NO. 

JEFFERSON, OR 516 
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STANDARD VALVE BOX & LID STAMP 2" TALL "W" IN TOP OF CURB & 

: ··.'.· .. , .. ',. '. (PE~ ;·D·E~Al·L,.~01)·-..-·· '.· ~ GUTTERPAN AT POINT OF CROSSING (TYP) 

6" TAPE .. .., • r.\ I . TX-:-. ----,=;:=====:;::r-=-=-~:........::...:....:..::..... 
"WARNING, LOOP TONING -~·:".. : .. ' .•.. ·. -~ .·. ~ <!'. 6" UNDERGROUND 

WATER LINE WIRE UP INTO .,::.· -~· =.· · ·.:: 
2 2 WARNING TAPE 

BELOW" (;~~E5~)X '-.'::.-·-<·. ·.}·",- :'. :·. ~ ~ ~ ~~~~l~L~W~ATER 

TONING WIRE,:: 
(CONNECT 
TO MAINLINE II 
WIRE W/DBR t'I LJ 11 , 
WP SPLICE 
KIT BY 3M) 

NOTE: WATER SERVICE LINE TO 
BE PERPENDICULAR TO STREET 
FROM METER BOX TO MAINLINE. 

MAIN LINE TEE, SIDE 
OUTLET FLANGED 

BRASS ADAPTER,-----, 
MIPxCOMPRESSION 
(PACK JOINT), FORD 
C84/C87-77-NL OR 
EQUAL (C87 FOR PVC). 

2" TAPPING 
SADDLE 
(JCM 406 OR 
EQUAL) 

MIPxCOMPRESSION I lt ..__ ~ · .. .: .. 

FAR SIDE 
SLEEVE (SEE 
NOTE 5) ADAPTER 

RESTRAINED MJ PLUG~ 
TAPPED TO SERVICE 
SIZE, 2"cji. NEW MAINLINE 

MATERIALS 

~--~1~T-=-~,r-~t..-~IT1~( 

THRUST BLOCK 

WATER MAIN BRASS 2"x 1 ;,f' REDUCER 
(MIP X FIP) FOR 1 :h" 

USE 2-3/8" LONG INSERTS FOR 

HDPE W/COMPRESSION FITTINGS 
(McDONALD 6133T OR EQUAL) 

WATER SERVICE PIPE. 

TAP ON EXISTING 
NO-TES 

MAINLINE 

0 r 
1---.------.----. (}) FLG X MJ RESILIENT WEDGE GATE VALVE PER AWWA 

1. SUBSTITUTES FOR ANY MATERIAL SHOWN SHALL BE 
APPROVED BY THE CITY ENGINEER. 

2. ALL PIPE AND STRUCTURE ZONES SHALL BE BACKFILLED 

USING 3/4" MINUS GRANULAR MATERIAL AND 
COMPACTED TO 95% MAX DENSITY AS DETERMINED BY 
ASHTO T-180. 
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C-509. EPOXY COATED PER AWWA C-550. 

@DRISCOPIPE 5100 ULTRA-LINE HDPE (CTS, DR 9, 200 

PSI, :o;;:2"qi) W/OUT JOINTS or SCHEDULE 80 PVC PIPE 

& FITTINGS PER DETAIL 516 (30" MIN COVER TO 

METER). 

@) METER STOP ASSEMBLY W/BYPASS PER PUBLIC 

WORKS REQUIREMENTS. SEE DETAIL 516 FOR 1-1/2" 

& 2" SERVICES. 

@) METER BOX FOR 1-1 /2" AND 2" SHALL BE PER 
DETAIL 516. USE TRAFFIC RATED VERSION OF 

BOX/LID FOR TRAFFIC AREAS. 

3. METER BOX SHALL BE CENTERED OVER THE 
COMPLETED METER AND FITTING ASSEMBLY. 

4. CUSTOMER SHALL INSTALL AN APPROVED BACKFLOW 
PREVENTION DEVICE ON PRIVATE PROPERTY 
IMMEDIATELY DOWNSTREAM OF WATER METER IF 
REQUIRED BY PUBLIC WORKS. 

5. UNLESS OTHERWISE APPROVED BY THE PUBLIC WORKS 
DIRECTOR ON A CASE-BY-CASE BASIS, FAR SIDE 
COMMERCIAL SERVICES SHALL BE INSTALLED IN A 4" 

MIN DIA SCHED 40 PVC SLEEVE WHICH BEGINS 6" FROM 
MAINLINE VALVE & EXTENDS TO EDGE OF FAR SIDE 
METER BOX. 

6. COLLAR: METER BOXES IN TRAFFIC OR GRAVEL AREAS 

SHALL PROVIDED WITH A 12" WIDE x 6'.' MIN. THICK 
CONCRETE COLLAR ALL AROUND THE METER BOX. 
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STAMP 2" TALL "W" IN TOP OF CURB 
& GUTTERPAN AT POINT OF 

CROSSING (TYP) 

STD. VALVE BOX 
VANCOUVER '910 

STYLE) W /VC212 VB 
BASE & PVC RISER 

DUCTILE IRON 
SERVICE LINE TO 
METER VAULT 

STANDARD VALVE BOX & LID 
(PER DETAIL 501) 

LOOP TONING 
WIRE UP INTO 
VALVE BOX 
(DTL 501) 

NOTE: WATER SERVICE LINE 
TO BE PERPENDICULAR TO 
STREET FROM MAINLINE TO 
METER VAULT. 

MAIN LINE TEE, 
FLANGED 
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THRUST BLOCK 

4" MIN SIZE SERVICE LINE 
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MATERIALS 

CD FLG x MJ RESILIENT WEDGE GA TE VALVE PER 

AWWA C-509. 4" MIN OR SERVICE SIZE, 
WHICHEVER IS LARGER. EPOXY COATED PER 
AWWA C-550. 

@ SERVICE PIPE TO BE CL 52 DI PIPE TO METER 
VAULT. 

@) SEE DETAILS 523-526 FOR CONFIGURATION AT 
METER VAULT. 

NOTES 
1. SUBSTITUTES FOR ANY MATERIAL SHOWN SHALL BE 

APPROVED BY THE CITY ENGINEER. 
2. ALL PIPE AND STRUCTURE ZONES SHALL BE 

BACKFILLED USING 3/4" MINUS GRANULAR MATERIAL 
AND COMPACTED TO 95% MAX DENSITY AS 
DETERMINED BY ASHTO T-180. 

3. METER BOX SHALL BE CENTERED OVER THE 
COMPLETED METER AND FITTING ASSEMBLY. 

4. CUSTOMER SHALL INSTALL AN APPROVED 
BACKFLOW PREVENTION DEVICE ON PRIVATE 
PROPERTY IMMEDIATELY DOWNSTREAM OF WATER 
METER IF REQUIRED BY PUBLIC WORl<S . 

5. FOR EXISTING MAINLINES, INSTALL APPLICABLE SIZE 
HOT TAP PER DETAIL 505. 



1" ALUMINUM SCREENED TEE VENT----___, 
(DOWN ORIENTED DOUBLE OUTLET) 
(MORRISON MR 155 OR EQUAL), 
MOUNT WITH SCREEN 12" MINIMUM 
ABOVE GRADE. 

4" or 6" cp PIPE BOLLARD 

\ 

PER DTIL 226. LOCATION PER 
PLANS (2 WHERE REQ'D TO 
PROTECT METER BOX, 

PAINT BLUE FOR POTABLE 
WATER, SEE NOTE 2). 

17"X30" DFW METER 
BOX W/LID ---~ 

SECURE TO BOLLARD 
WITH 1''x1 /8" STAINLESS 
STEEL CLAMP & BOLT 
PER DETAIL @ LEFT. 

PYLWOOD FORM & 
PLASTIC AS REQUIRED 
TO AVOID CONCRETE 

1 "x3" BRASS NIPPLE 

~x1" 90' BEND. 'iiilii'-J+-1--/-+--'l<-ENCASEMENT OF RISER 
PIPE. 

~~ 
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::::';·· 
1
: ·f. :;· ORIENTATION OF VENT PIPE 

. :,. t:"(:· THROUGH BOX WALL AS 

1" HOPE PIPE W/OUT 
JOINTS, SEE NOTE BELOW 

5% MIN. 
90' ELL, SLOPE 
BRASS OR 
BRONZE 

1" BALL STYLE 
CORPORATION STOP 
FORD FB-1100 OR 
APPROVED EQUAL (ORIENT 
NUT ON HORIZONTAL CORP 
STOP TO FACE UPWARD) 

PIPE NOTE. DRISCOPIPE 5100 ULTRA-LINE (PE 3408) 
HOPE (CTS OD, SDR 9, 200 PSI) CONFORMING TO 
AWWA C901, USE 2-3/8" LONG INSERTS ON 
COMPRESSION FITTINGS (McDONALD 6133T). 

NOTES: 
1. RISER SHALL BE PROTECTED FROM VEHICULAR OR 

PEDESTRIAN TRAFFIC AS APPROVED BY THE CITY 
ENGINEER & PUBLIC WORKS. 

2. PAINT BOLLARD & TOP SAFETY BLUE FOR POTABLE 
WATER APPLICATIONS. 

3. WHERE ARV ASSEMBLIES ARE INSTALLED ADJACENT 
TO FENCES, BOLLARDS SHALL BE SET 3" MIN CLEAR 
FROM FENCE UNLESS OTHER~SE APPROVED BY 
PROPERTY OWNER. 

4. EXACT LOCATION OF RISER PENTRATION THROUGH 
BOX & BOLLARDS TO BE VERIFIED IN FIELD WITH 
CITY ENGINEER & PUBLIC WORKS PRIOR TO RISER & 
BOLLARD INSTALLATION. 

·:.[:··.1·::1 SHOWN ON PLANS OR AS 

I 
.. .J: 1 .. · DIRECTED (ORIENTATION ON 
. u:; DETAIL IS FOR CLARITY). 

1" BRASS 
90' ELL 

BRASS OR 
COPPER PIPE 

1" BRASS NIPPLE & 
COUPLING 

1" BRASS 90' ELL 

1 "x3" BRASS NIPPLE 

1" BRASS COUPLING 

CONCRETE SUPPORT BLOCK 

COMPACTED 3/4"-0 
GRAVEL, 12" THICK (MIN) 

LAST REVISION DATE: JO # 

MAR 2020 

1" COMBINIATION AIR 
RELEASE VALVE 

(GARV) 
NTS 

DETAIL NO. 

JEFFERSON, OR 518 



STANDARD VALVE & VALVE 
BOX ASSEMBLY, VALVE 
STYLE AS SHOWN ON DWGS 
(GATE VALVE SHOWN FOR 
ILLUSTRATIVE PURPOSES 
ONLY) 

NOTES: 

STANDARD VALVE 
BOX AND LID PER 
CITY DETAILS 

1" x 3/4" BALL STYLE ANGLE 
METER STOP PER CITY 
STANDARDS 

1'' SERVICE PIPE PER DTL 515 
(CTS OD). IF HOPE SERVICE 
PIPE IS UTILIZED, USE 
2-3/8" LONG STIFFNER 
INSERTS AT COMPRESSION 
FITTINGS FOR' HOPE PIPE 
(McDONALD 613BT OR 
EQUAL). 

NEW WA TERMAIN 

SERVICE SADDLE & CORP 
STOP PER DETAIL 515 

1. DISTANCE FROM WATERLINE VALVE TO CHLORINE TAP SHALL BE 12" UNLESS OTHERWISE DIRECTED 
OR APPROVED IN WRITING BY THE PUBLIC WORKS DIRECTOR OR DESIGNEE. 

2. THE VALVE BOX SHOWN (OVER THE CHLORINATION METER STOP) IS NOT REQUIRED IF THE 
CHLORINATION LINE TERMINATES WITH THE METER STOP LOCATED BEHIND THE CURB. 
IF THE CHLORINATION LINE TERMINATES BEHIND THE CURB, THE METER STOP SHALL BE SET 6" 
ABOVE FINISH GRADE AND CLEARLY MARKED WITH ORANGE FLAGGING AND A TRAFFIC CONE. 

3. UNLESS OTHERWISE DIRECTED BY THE CITY, THE CHLORINATION PROCESS SHALL BE COMPLETED B 
THE CONTRACTOR PER CITY STANDARDS, UNDER THE OBSERVATION OF PUBLIC WORKS STAFF. 

4. UNLESS OTHERWISE DIRECTED BY THE CITY, THE CONTRACTOR SHALL NOT REMOVE THE 
CHLORINATION ASSEMBLY UNTIL AFTER RECEIVING NOTICE OF NEGATIVE BACTERIOLOGICAL TEST 
RESULTS AND AFTER APPROVAL FROM PUBLIC WORKS. CONTRACTOR SHALL PROVIDE ALL LABOR, 
MATERIAL, EXCAVATION, BACKFILL, FINAL SURFACE RESTORATION, ETC. 

5. UNLESS OTHERWISE APPROVED OR REQUIRED (IN WRITING) 
BY THE PUBLIC WORKS DIRECTOR, ALL EXTRA PIPE & 
FITTINGS ASSOCIATED WITH THE CHLORINATION TAP 
ASSEMBLY SHALL BE REMOVED AFTER THE NEW 
WATERLINE IS PLACED IN SERVICE. THE CHLORINATION 
TAP SHALL BE CAPPED WITH A BRASS CAP ON THE CORP 
STOP (TO AVOID DEPRESSURIZING THE MAINLINE AFTER 
DISINFECTION). EACH CAPPED CORP STOP SHALL BE 
WRAPPED IN PLASTIC PRIOR TO BACKFILLING. 

6. THE LOCATION OF EACH CAPPED CHLORINATION CORP 
STOP SHALL BE SHOWN ON THE CONTRACTOR'S RECORD 
DRAWINGS AND ALSO ON THE FINAL AS-BUILTS. 

LAST REVISION DA TE: JO # 

JAN 2024 

POTABLE WATERLINE 
CHLORINATION TAP 

ASSEMBLY 
NTS 

DETAIL NO. 

JEFFERSON, OR 519 



NOTES: 2" BYPASS ISOLATION 
1. METER VAULT & PIPING SHALL CONFORM TO REQUIREMENTS OF ALL ANCHOR BLOCK (TYP), SIZE AS GATE VALVE (THRxTHR) 

PUBLIC/PRIVATE AGENCIES HAVING JURISDICTION. 1' SHOWN, WITH FITTING INSIDE WITH PIPE SUPPORT. 

2. METER VAULT SHALL BE PLACED WITHIN RIGHT-OF-WAY UNLESS n · · CON.C.RETt.PE.R .DUA!L ~11 

OTHERWISE APPROVED (RECORDED EASEMENT TO THE CITY REQUIRED .·~:'.·:;:~··· ~~~~·S~· .Pl~~·~· ~l·~~IN·~;~ /__/BYPASS VALVE 
FOR ANY METER ON PRIVATE PROPERTY). ·'.. TO BE 2" LEAD-FREE / /\ LOCK ASSEMBLY ;.... 

· .. ·.•.•. · .. ·.• •. : :: SEA ESS RED-BRASS 
/ -~ \ PER DETAIL 527 

3. ALL MATERIALS (EXCEPT THE METER) SHALL BE FURNISHED & ~ 
INSTALLED BY THE CONTRACTOR. THE CONTRACTOR SHALL INSTALL go· BEND--1----r-:--.' ··~ · .. · . .. 11ROVIDE (2) SADDl6:" STYLE/ 
A TEMPORARY SPACER SPOOL BETWEEN METER ISOLATION VALVES FOR (TYP) · · ... •. · IPE SUPPORTS ON BYP-ASS 
TESTING. THE TEMPORARY SPOOL SHALL MATCH THE LENGTH OF THE 'N ...... ·. ~ . ... IPE 7" 7" 
ACTUAL METER TO BE PROVIDED BY THE CITY. :.~·:~ .... ·~:· ~.~· HAMSTR p JC-----,/'/ 

METER VAULT & LID PER NOTE 10 
(ALSO SEE *** BELOW). 

2" DOUBLE STRAP SERVICE SADDLE 
(ROMAC 202NS) & BRASS BALL 
VALVE W/BRASS PLUG (METER 
TEST PORT, SEE SECTION BELOW). 

2" DOUBLE STRAP SERVICE SADDLE 
(ROMAC 202NS OR EQUAL) & CORP 
STOP W/THREADED END (TYP) 

4. PIPING INSIDE VAULT & THROUGH WALLS TO BE CL 52 DUCTILE IRON, .-----------~---Jl.o...f'~-.1.;....1-~~H'H m--~....i 
EXCEPT AS OTHER WI SE SH OWN. -----i..._-________ ........,. ___ ~-.,.,.....,l:l"h!:1-..--,.,.....,..-...:-'-'-'_..l;-i,H 1--e-++HtflJ€i!Llltt@!ITT-'.i...::..i..L:.J-...,_....,....,~......,.-----------=-4,,...-__, 

5. METER WILL BE SUPPLIED BY THE CITY, BUT SHALL BE INSTALLED BY ..- ·._·; .... ~.··' .. ' I 
THE CONTRACTOR UNDER CITY INSPECTION AND APPROVAL, AFTER -
PRESSURE & OTHER TESTING OF METER VAULT PIPING (SEE **). 

6. ISOLATION VALVES IN METER VAULT SHALL BE NON-RISING STEM GATE 
VALVE (EPOXY COATED) WITH 2-INCH SQUARE OPERATING NUT. 

7. ALL MJ CONNECTIONS (INCLUDING BYPASS LINE FITTINGS) SHALL BE 
ASSEMBLED WITH RETAINER GLANDS (EBBA MEGA-LUGS OR APPROVED 
EQUAL). ROMAC ALPHA FC ALLOWED AS EQUAL FOR HYMAX GRIP FC. 

8. ALL PIPE OPENINGS SHALL BE CORE DRILLED (REGARDLESS OF 
PRESENCE OF 'KNOCKOUTS'), AND SEALED WATERTIGHT WITH 
NON-SHRINK GROUT. 

9. PIPE SUPPORTS SHALL BE HOT DIP GALVANIZED STANDON OR APPR'D 
EQUAL AT ISOLATION VALVES (S89) AND AT BYPASS VALVE (S92). 

10. METER VAULT TO BE UTILITY VAULT 687-WA OR APPROVED EQUAL, 
CONFORMING WITH ASTM C-857. PROVIDE ALUMINUM ANGLE FRAME 
HATCH ( 48"x 72" MIN) BY USF FABRICATION OR APPROVED EQUAL 
(HATCH COVER TOP TO BE SAND BLASTED NON-SLIP). 

(1) TO BE 300 PSF PEDESTRIAN RATED WHERE LID IS SET MIN. OF 
9" ABOVE GRADE. 

(2) TO BE H-20 RATED IF LID IS LESS THAN 9" ABOVE GRADE, OR 
IF LOCATED IN TRAFFIC AREA. 

11. METER VAULT SHALL BE PROVIDED WITH AN OSHA APPROVED 
GALVANIZED STEEL LADDER AND ALUMINUM LADDER SAFETY 
EXTENSION. ATTACH TO VAULT WITH STAINLESS STEEL BOLTS. 

12. CONTRACTOR TO INST ALL SUMP PUMP ( 5 GPM MIN) WITH 120V POWER 
SUPPLY, ALONG WITH PRIVATE POWER SOURCE (RESPONSIBILITY OF 
CONTRACTOR INSTALLING VAULT). SCHED 40 CONDUIT, WIRE, ETC. FOR 
SUMP PUMP POWER SHALL CONFORM WITH NEC REQUIREMENTS. 

13. SUMP PUMP DISCHARGE PIPE SHALL BE 1 %-INCH SCHEDULE 40 PVC, 
PROVIDED WITH UNION (FOR PUMP REMOVAL), CHECK VALVE AND 
ISOLATION BALL VALVE. CONNECT DISCHARGE TO GRAVITY STORM 
DRAIN OR CURB WEEP HOLE (AT LOCATION APPROVED BY PUBLIC 
WORKS). 

14. SUMP TO BE 18" OR 24" <j> CONCRETE PIPE OR EQUAL. PROVIDE FRP 
GRATE (OR SLOTTED MH LID) WITH COPED CUTOUT FOR DISCHARGE 
PIPING (IE. LID TO BE REMOVABLE WITHOUT DISASSEMBLING DISCHARGE 
PIPING). SUMP TO BE LARGE ENOUGH & DEEP ENOUGH TO HOUSE 
PUMP & FLOAT, AND KEEP WATER LEVEL BELOW SLOPED FLOOR. 

SET TOP AT FINISH 
GRADE IN PAVED 
AREAS, SLOPE 
SURFACE AWAY 
FROM VAULT 

13 Ml~ -

6" MIN. COMPACTED 
GRANULAR BASEROCK 
UNDER VAULT 

1' 

LADDER 

3'-9" 

,-4/.-' '.1. ' 'A•' '.t. · ..... ·: ·: .. ! .. 

SUMP & PUMP. SUMP PRECAST OR 
DISCHARGE & FIELD INSTALLED (SEE SECTION & NOTES) 
ELECTRICAL PLAN 
CONDUIT 

NTS 

SECTION 

4' .... .., -~ ~ 

METER PIPE CENTERED 
ON VAULT END 

HATCH (ID SHOWN). 

CONTRACTOR TO PROVIDE 
RESTRAINED CAP AS REQUIRED 
FOR PRESSURE TESTING OF ALL 
PIPING INSIDE METER VAULT, 
INCLUDING BYPASS PIPE (SEE **). 

SET TOP 3" MIN ABOVE FINISH 
,-------- GRADE OUTSIDE PAVED AREAS 

.,A·: • ·. ' ... ~. 

. . . . ·..., .. ·. -~ 

(SLOPE AWAY FROM VAULT). 
USE H-20 RATED HATCH IF 
LID IS LESS THAN 9" ABOVE 
FG ON ALL SIDES. 

SLOPED CONCRETE FLOOR & SUMP SHALL 
ro EITHER BE PLACED PRIOR TO PIPE & 

METER INSTALLATION, OR ELSE ALL PIPE, 
METER & FITTINGS TO BE WRAPPED IN 
PLASTIC PRIOR TO CONCRETE PLACEMENT. 
GROUNDWATER RELIEF HOLE, IF PROVIDED, 

.......--.-SHALL BE AT BOTTOM OF SUMP HOLE. 
LAST REVISION DA TE: COPYRIGHT 2014 

\li£SlECH ENGINEERING, 1NC. 

JAN 2024 

3" DOMESTIC 
WATER METER 

NTS 
DETAIL NO. 

JEFFERSON, OR 523 



NOTES: 
1. METER VAULT & PIPING SHALL CONFORM TO REQUIREMENTS OF ALL 

PUBLIC/PRIVATE AGENCIES HAVING JURISDICTION. 

2. METER VAULT SHALL BE PLACED WITHIN RIGHT-OF-WAY UNLESS 
OTHERWISE APPROVED (RECORDED EASEMENT TO THE CITY REQUIRED 
FOR ANY METER ON PRIVATE PROPERTY). 

3. ALL MATERIALS (EXCEPT THE METER) SHALL BE FURNISHED & 
INSTALLED BY THE CONTRACTOR. THE CONTRACTOR SHALL INST ALL 
A TEMPORARY SPACER SPOOL BETWEEN METER ISOLATION VALVES FOR 
TESTING. THE TEMPORARY SPOOL SHALL MATCH THE LENGTH OF THE 
ACTUAL METER TO BE PROVIDED BY THE CITY. 

4. PIPING INSIDE VAULT & THROUGH WALLS TO BE CL 52 DUCTILE IRON, 
EXCEPT AS OTHERWISE SHOWN. 

5. METER WILL BE SUPPLIED BY THE CITY, BUT SHALL BE INSTALLED BY 
THE CONTRACTOR UNDER CITY INSPECTION AND APPROVAL, AFTER 
PRESSURE & OTHER TESTING OF METER VAULT PIPING {SEE **). 

6. ISOLATION VALVES IN METER VAULT SHALL BE NON-RISING STEM GATE 
VALVE (EPOXY COATED) WITH 2-INCH SQUARE OPERATING NUT. 

7. ALL MJ CONNECTIONS (INCLUDING BYPASS LINE FITTINGS) SHALL BE 
ASSEMBLED WITH RETAINER GLANDS (EBBA MEGA-LUGS OR APPROVED 
EQUAL). ROMAC ALPHA FC ALLOWED AS EQUAL FOR HYMAX GRIP FC. 

8. ALL PIPE OPENINGS SHALL BE CORE DRILLED (REGARDLESS OF 
PRESENCE OF 'KNOCKOUTS'), AND SEALED WATERTIGHT WITH 
NON-SHRINK GROUT. 

9. PIPE SUPPORTS SHALL BE HOT DIP GALVANIZED STANDON OR APPR'D 
EQUAL AT ISOLATION VALVES (S89) AND AT BYPASS VALVE (S92). 

10. METER VAULT TO BE UTILITY VAULT 687-WA OR APPROVED EQUAL, 
CONFORMING WITH ASTM C-857. PROVIDE ALUMINUM ANGLE FRAME 
HATCH ( 48"x 72" MIN) BY USF F AB RICA TION OR APPROVED EQUAL 
(HATCH COVER TOP TO BE SAND BLASTED NON-SLIP). 

(1) TO BE 300 PSF PEDESTRIAN RATED WHERE LID IS SET MIN. OF 
9" ABOVE GRADE. 

(2) TO BE H-20 RATED IF LID IS LESS THAN 9" ABOVE GRADE, OR 
IF LOCATED IN TRAFFIC AREA. 

11. METER VAULT SHALL BE PROVIDED WITH AN OSHA APPROVED 
GALVANIZED STEEL LADDER AND ALUMINUM LADDER SAFETY 
EXTENSION. ATTACH TO VAULT WITH STAINLESS STEEL BOLTS. 

12. CONTRACTOR TO INSTALL SUMP PUMP (5 GPM MIN) WITH 120V POWER 
SUPPLY, ALONG WITH PRIVATE POWER SOURCE (RESPONSIBILITY OF 
CONTRACTOR INSTALLING VAULT). SCHED 40 CONDUIT, WIRE, ETC. FOR 
SUMP PUMP POWER SHALL CONFORM WITH NEC REQUIREMENTS. 

13. SUMP PUMP DISCHARGE PIPE SHALL BE 1 ~-INCH SCHEDULE 40 PVC, 
PROVIDED WITH UNION (FOR PUMP REMOVAL), CHECK VALVE AND 
ISOLATION BALL VALVE. CONNECT DISCHARGE TO GRAVITY STORM 
DRAIN OR CURB WEEP HOLE (AT LOCATION APPROVED BY PUBLIC 
WORKS). 

14. SUMP TO BE 18" OR 24" <j> CONCRETE PIPE OR EQUAL. PROVIDE FRP 
GRATE (OR SLOTTED MH LID) WITH COPED CUTOUT FOR DISCHARGE 
PIPING (IE. LID TO BE REMOVABLE WITHOUT DISASSEMBLING DISCHARGE 
PIPING). SUMP TO BE LARGE ENOUGH & DEEP ENOUGH TO HOUSE 
PUMP & FLOAT, AND KEEP WATER LEVEL BELOW SLOPED FLOOR. 

SET TOP AT FINISH 
GRADE IN PAVED 
AREAS, SLOPE 
SURFACE AWAY 
FROM VAULT 

13 Ml~ -

LADDER 

. ,,, .... 
·• 4 • ..... ' ... 

" ... 
SUMP & PUMP. SUMP PRECAST OR 
FIELD INSTALLED (SEE SECTION & NOTES) 

PLAN 
NTS 

.... . ~.- 4 .~ ! 

METER VAULT & LID PER NOTE 10 
(SEE ALSO *** BELOW). 

2" DOUBLE STRAP SERVICE SADDLE 
(ROMAC 202NS) & BRASS BALL 
VALVE W/BRASS PLUG (METER 
TEST PORT, SEE SECTION BELOW). 

2" DOUBLE STRAP SERVICE SADDLE 
(ROMAC 202NS OR EQUAL) & CORP 
STOP W/COMPRESSION END (TYP) 

METER PIPE CENTERED 
ON VAULT END 

4" 

HATCH (ID SHOWN). 

CONTRACTOR TO PROVIDE 
RESTRAINED CAP AS REQUIRED 
FOR PRESSURE TESTING OF ALL 
PIPING INSIDE METER VAULT, 
INCLUDING BYPASS PIPE (SEE **). 

SET TOP 3" MIN ABOVE FINISH 
GRADE OUTSIDE PAVED AREAS 
(SLOPE AWAY FROM VAULT). 
USE H-20 RATED HATCH IF 
LID IS LESS THAN 9" ABOVE 
FG ON ALL SIDES. 

***CONTRACTOR TO VERIFY VAULT DEPTH 
PRIOR TO ORDERING (BASED ON REQ'D 
CONCRETE FLOOR & SUMP, PIPE DEPTH 
& PIPE CLEARANCES SHOWN) & PROVIDE 
VAULT RISER AS ~EQUIRED. 

4 

SLOPED CONCRETE FLOOR & SUMP SHALL 
EITHER BE PLACED PRIOR TO PIPE & 
METER INSTALLATION, OR ELSE ALL PIPE, 
METER & FITTINGS TO BE WRAPPED IN 
PLASTIC PRIOR TO CONCRETE PLACEMENT. 
GROUNDWATER RELIEF HOLE, IF PROVIDED, 

~~SHALL BE AT BOTTOM OF SUMP HOLE. 
LAST REVISION DA TE: COPYRIGHT 201-4-

WESTECH ENGINEERING, INC. 

APR 2024 

4" DOMESTIC 
WATER METER 

NTS 
DETAIL NO. 

JEFFERSON, OR 524 



NOTES: 
1. METER VAULT & PIPING SHALL CONFORM TO REQUIREMENTS OF ALL 

PUBLIC/PRIVATE AGENCIES HAVING JURISDICTION. 

2. METER VAULT SHALL BE PLACED WITHIN RIGHT-OF-WAY UNLESS 
OTHERWISE APPROVED (RECORDED EASEMENT TO THE CITY REQUIRED 
FOR ANY METER ON PRIVATE PROPERTY). 

3. ALL MATERIALS (EXCEPT THE METER) SHALL BE FURNISHED & 
INSTALLED BY THE CONTRACTOR. THE CONTRACTOR SHALL INSTALL 
A TEMPORARY SPACER SPOOL BETWEEN METER ISOLATION VALVES FOR 
TESTING. THE TEMPORARY SPOOL SHALL MATCH THE LENGTH OF THE 
ACTUAL METER TO BE PROVIDED BY THE CITY. 

4. PIPING INSIDE VAULT & THROUGH WALLS TO BE CL 52 DUCTILE IRON, 
EXCEPT AS OTHERWISE SHOWN. 

5. METER WILL BE SUPPLIED BY THE CITY, BUT SHALL BE INSTALLED BY 
THE CONTRACTOR UNDER CITY INSPECTION AND APPROVAL, AFTER 
PRESSURE & OTHER TESTING OF METER VAULT PIPING {SEE **). 

6. ISOLATION VALVES IN METER VAULT SHALL BE NON-RISING STEM GATE 
VALVE (EPOXY COATED) WITH 2-INCH SQUARE OPERATING NUT. 

7. ALL MJ CONNECTIONS (INCLUDING BYPASS LINE FITTINGS) SHALL BE 
ASSEMBLED WITH RETAINER GLANDS (EBBA MEGA-LUGS OR APPROVED 
EQUAL). ROMAC ALPHA FC ALLOWED AS EQUAL FOR HYMAX GRIP FC. 

8. ALL PIPE OPENINGS SHALL BE CORE DRILLED (REGARDLESS OF 
PRESENCE OF 'KNOCKOUTS'), AND SEALED WATERTIGHT WITH 
NON-SHRINK GROUT. 

9. PIPE SUPPORTS SHALL BE HOT DIP GALVANIZED STANDON OR APPR'D 
EQUAL AT ISOLATION VALVES (S89) AND AT BYPASS VALVE (S92). 

10. METER VAULT TO BE UTILITY VAULT 687-WA OR APPROVED EQUAL, 
CONFORMING WITH ASTM C-857. PROVIDE ALUMINUM ANGLE FRAME 
HATCH ( 48"x 72" MIN) BY USF FABRICATION OR APPROVED EQUAL 
(HATCH COVER TOP TO BE SAND BLASTED NON-SLIP). 

(1) TO BE 300 PSF PEDESTRIAN RATED WHERE LID IS SET MIN. OF 
9" ABOVE GRADE. 

(2) TO BE H-20 RATED IF LID IS LESS THAN 9" ABOVE GRADE, OR 
IF LOCATED IN TRAFFIC AREA. 

11. METER VAULT SHALL BE PROVIDED WITH AN OSHA APPROVED 
GALVANIZED STEEL LADDER AND ALUMINUM LADDER SAFETY 
EXTENSION. ATTACH TO VAULT WITH STAINLESS STEEL BOLTS. 

12. CONTRACTOR TO INSTALL SUMP PUMP (5 GPM MIN) WITH 120V POWER 
SUPPLY. ALONG WITH PRIVATE POWER SOURCE (RESPONSIBILITY OF 
CONTRACTOR INSTALLING VAULT). SCH ED 40 CONDUIT, WIRE. ETC. FOR 
SUMP PUMP POWER SHALL CONFORM WITH NEC REQUIREMENTS. 

13. SUMP PUMP DISCHARGE PIPE SHALL BE 1%-INCH SCHEDULE 40 PVC, 
PROVIDED WITH UNION (FOR PUMP REMOVAL). CHECK VALVE AND 
ISOLATION BALL VALVE. CONNECT DISCHARGE TO GRAVITY STORM 
DRAIN OR CURB WEEP HOLE (AT LOCATION APPROVED BY PUBLIC 
WORKS). 

14. SUMP TO BE 18" OR 24" <jl CONCRETE PIPE OR EQUAL. PROVIDE FRP 
GRATE (OR SLOTTED MH LID) WITH COPED CUTOUT FOR DISCHARGE 
PIPING (IE. LID TO BE REMOVABLE WITHOUT DISASSEMBLING DISCHARGE 
PIPING). SUMP TO BE LARGE ENOUGH & DEEP ENOUGH TO HOUSE 
PUMP & FLOAT. AND KEEP WATER LEVEL BELOW SLOPED FLOOR. 

-r..':· .. , 
I ,. ·· ··I 

L~-;~Ll 

6"x4" MJ TEE 
W/ THRUST 
BLOCK (TYP) 

SET TOP AT FINISH 
GRADE IN PAVED 
AREAS, SLOPE 
SURFACE AWAY 
FROM VAULT 

13 MIN. -

----+Hlll-- . · ...... · ... . . . .. . 
· ..... .,.:·-a.: .. · ,.'!'-

.. : .. '· .. ~ ·f:! . ....... ~ ... -~ . 

l l 
I I 

ANCHOR BLOCK (TYP), SIZE AS 
SHOWN, WITH FITTING INSIDE 
CONCRETE PER DETAIL 511 

4" BYPASS ISOLATION 
GATE VALVE (MJxMJ) 
WITH PIPE SUPPORT. 

METER VAULT & LID PER NOTE 10 
(SEE ALSO *** BELOW). 

4" DI BYPASS 

. .... · .. 

LADDER 

FLxPE S OOL 

__9.ATE VAjVE ·; ... 
(FLxMJ) :. 

Y----------.1\ .. 

. . . . 

3'-3" 

......... . · . .,. 
. \J.4 ;. . . ~ . ·:. '"' . 

METER PIPE OFFSET ± 7" 
FROM VAULT CENTERLINE 

SUMP & PUMP. SUMP PRECAST OR (ID SHOWN). CONTRACTOR TO PROVIDE 
RESTRAINED CAP AS REQUIRED 
FOR PRESSURE TESTING OF ALL 
PIPING INSIDE METER VAULT, 
INCLUDING BYPASS PIPE {SEE **). 

FIELD INSTALLED (SEE SECTION & NOTES) 

PLAN 
NTS 

SET TOP 3" MIN ABOVE FINISH 
~----- GRADE OUTSIDE PAVED AREAS 

x 
Z<( 

t-
.,,A·: · · •.. '!', . Co 
... · ..... '. .~ I 

. .• . 00 

(SLOPE AWAY FROM VAULT). 
USE H-20 RATED HATCH IF 
LID IS LESS THAN 9" ABOVE 
FG ON ALL SIDES. 

***CONTRACTOR TO VERIFY VAULT DEPT 
PRIOR TO ORDERING (BASED ON REQ'D 
CONCRETE FLOOR & SUMP. PIPE DEPTH 
& PIPE CLEARANCES SHOWN) & PROVID 

ULT RISER S REQUIRED. 

! : 8" LONG 
H·/LxFL SPOOL 

PVC U N I 0 N & ..,,.· -,-,-==:,,.--,_,..,....._.,..,_'-t..,-_..,_ ..r ~2 ....... 
SLOPED CONCRETE FLOOR & SUMP SHALL 
EITHER BE PLACED PRIOR TO PIPE & 
METER INSTALLATION, OR ELSE ALL PIPE, 
METER & FITTINGS TO BE WRAPPED IN 
PLASTIC PRIOR TO CONCRETE PLACEMENT. 
GROUNDWATER RELIEF HOLE, IF PROVIDED, 

BALL CHECK 
VALVE 

~~SHALL BE AT BOTTOM OF SUMP HOLE. 
LAST REVISION DATE: COPYRIGHT 2014 

'M::STECH ENGINEERING, 1NC. 

JAN 2024 

6 11 DOMESTIC 
WATER METER 

NTS 
DETAIL NO. 

JEFFERSON, OR 525 



NOTES: 
1. METER VAULT & PIPING SHALL CONFORM TO REQUIREMENTS OF ALL 

PUBLIC/PRIVATE AGENCIES HAVING JURISDICTION. 

2. METER VAULT SHALL BE PLACED WITHIN RIGHT-OF-WAY UNLESS 
OTHERWISE APPROVED (RECORDED EASEMENT TO THE CITY REQUIRED 
FOR ANY METER ON PRIVATE PROPERTY). 

3. ALL MATERIALS (EXCEPT THE METER) SHALL BE FURNISHED & 
INSTALLED BY THE CONTRACTOR. THE CONTRACTOR SHALL INSTALL 
A TEMPORARY SPACER SPOOL BETWEEN METER ISOLATION VALVES FOR 
TESTING. THE TEMPORARY SPOOL SHALL MATCH THE LENGTH OF THE 
ACTUAL METER TO BE PROVIDED BY THE CITY. 

4. PIPING INSIDE VAULT & THROUGH WALLS TO BE CL 52 DUCTILE IRON, 
EXCEPT AS OTHERWISE SHOWN. 

5. METER WILL BE SUPPLIED BY THE CITY, BUT SHALL BE INSTALLED 
THE CONTRACTOR UNDER CITY INSPECTION AND APPROVAL, AFTER 
PRESSURE & OTHER TESTING OF METER VAULT PIPING {SEE **). 

6. ISOLATION VALVES IN METER VAULT SHALL BE NON-RISING STEM GATE 
VALVE (EPOXY COATED) WITH 2-INCH SQUARE OPERATING NUT. 

7. ALL MJ CONNECTIONS (INCLUDING BYPASS LINE FITTINGS) SHALL BE 
ASSEMBLED WITH RETAINER GLANDS (EBBA MEGA-LUGS OR APPROVED 
EQUAL). ROMAC ALPHA FC ALLOWED AS EQUAL FOR HYMAX GRIP FC. 

8. ALL PIPE OPENINGS SHALL BE CORE DRILLED (REGARDLESS OF 
PRESENCE OF 'KNOCKOUTS'), AND SEALED WATERTIGHT WITH 
NON-SHRINK GROUT. 

9. PIPE SUPPORTS SHALL BE HOT DIP GALVANIZED STANDON OR APPR'D 
EQUAL AT ISOLATION VALVES (S89) AND AT BYPASS VALVE (S92). 

10. METER VAULT TO BE UTILITY VAULT 687-WA OR APPROVED EQUAL, 
CONFORMING WITH ASTM C-857. PROVIDE ALUMINUM ANGLE FRAME 
HATCH ( 48"x 72" MIN) BY USF FABRICATION OR APPROVED EQUAL 
(HATCH COVER TOP TO BE SAND BLASTED NON-SLIP). 

(1) TO BE 300 PSF PEDESTRIAN RATED WHERE LID IS SET MIN. OF 
g" ABOVE GRADE. 

(2) TO BE H-20 RATED IF LID IS LESS THAN 9" ABOVE GRADE, OR 
IF LOCATED IN TRAFFIC AREA. 

11. METER VAULT SHALL BE PROVIDED WITH AN OSHA APPROVED 
GALVANIZED STEEL LADDER AND ALUMINUM LADDER SAFETY 
EXTENSION. ATTACH TO VAULT WITH STAINLESS STEEL BOLTS. 

12. CONTRACTOR TO INSTALL SUMP PUMP (5 GPM MIN) WITH 120V POWER 
SUPPLY, ALONG WITH PRIVATE POWER SOURCE (RESPONSIBILITY OF 
CONTRACTOR INSTALLING VAULT). SCHED 40 CONDUIT, WIRE, ETC. FOR 
SUMP PUMP POWER SHALL CONFORM WITH NEC REQUIREMENTS. 

13. SUMP PUMP DISCHARGE PIPE SHALL BE 1 ~-INCH SCHEDULE 40 PVC, 
PROVIDED WITH UNION (FOR PUMP REMOVAL), CHECK VALVE AND 
ISOLATION BALL VALVE. CONNECT DISCHARGE TO GRAVITY STORM 
DRAIN OR CURB WEEP HOLE (AT LOCATION APPROVED BY PUBLIC 
WORKS). 

14. SUMP TO BE 18" OR 24" <J> CONCRETE PIPE OR EQUAL. PROVIDE FRP 
GRATE (OR SLOTTED MH LID) WITH COPED CUTOUT FOR DISCHARGE 
PIPING (IE. LID TO BE REMOVABLE WITHOUT DISASSEMBLING DISCHARGE 
PIPING). SUMP TO BE LARGE ENOUGH & DEEP ENOUGH TO HOUSE 
PUMP & FLOAT, AND KEEP WATER LEVEL BELOW SLOPED FLOOR. 

-
Z 

(,·:·.\ '· , .. ·. : ··.\ 
I .. : '..\ 
I·· .. :·. •I 

8 '"~::·~: 
W/ THRUST 
BLOCK (TYP) 

SET TOP AT FINISH 
GRADE IN PAVED 
AREAS, SLOPE 
SURFACE AWAY 
FROM VAULT 

13 Ml~ -

ANCHOR BLOCK (TYP), SIZE AS 
SHOWN, WITH FITTING INSIDE 
CONCRETE PER DETAIL 511 

6" DI BYPASS 

BYP SS VALVE ' ,,. 
· ··' · . LOCK ASSEMBLY ~-~ 

·,.-' ' .. ~ · .. •• PER DETAIL 527_/ 

-·~·:; .. _··.~:. ~ .. · 10 7 /8' 
2'-6 1/8" 

6" BYPASS ISOLATION 
GATE VALVE (MJxMJ) 
WITH PIPE SUPPORT. 

LADDER l 
FLxPE SfOOL 

11 1 /2" 1' 

"-;l--1--,.--S~~l-~JJ""£_,C"""'.2:---z-1 ·~--t--J----' 

3'-6 1/8" 

METER VAULT & LID PER NOTE 10 
(SEE ALSO *** BELOW). 

.•. 
.. · .......... ·. 

METER PIPE OFFSET ±1 O" 
FROM VAULT CENTERLINE 

.- ..... ... , ..... . . ', .. . . . . . • : . • '·" • .... ~ !' 

CONTRACTOR TO PROVIDE 
RESTRAINED CAP AS REQUIRED 
FOR PRESSURE TESTING OF ALL 
PIPING INSIDE METER VAULT, 
INCLUDING BYPASS PIPE {SEE **). 

SUMP PUMP 
DISCHARGE & 
ELECTRICAL 
CONDUIT 

SUMP & PUMP. SUMP PRECAST OR 
FIELD INSTALLED (SEE SECTION & NOTES) 

PLAN 
NTS 

HATCH (ID SHOWN). 

SET TOP 3" MIN ABOVE FINISH 
.--------GRADE OUTSIDE PAVED AREAS 

(SLOPE AWAY FROM VAULT). 
1% MIN. USE H-20 RATED HATCH IF 

.. ·. ·.·....... .·. '· .... · .. , .... ·: ::·· : •.. · 1~·~··:::....·'_'J__ _ ___,,, ___ -.
1
,.....
1 
------.------__.--··..,·· •. -. l""F~~,;=----::::~ LID IS LESS THAN 9" ABOVE 

···.: ... _·GRANULAR .·. ffi·. ·. ·.· ... :. ·: ·:, :. r PVC BALL MOUN_~ METER ,READ HEAD ON FG ON ALL SIDES . 
. · .. BACKFILL IN .. >,":· ... · . VALVE HINGEJbED.GE_Q# ACCESS HATCH ***CONTRACTOR TO VERIFY VAULT 

·:-.IMPROVED • 8<. .. : .. · .... ·. ·,. AT CljjfY APPR<l9VED LOCATION. DEPTH PRIOR TO ORDERING (BASED ON 
·.~R.E~S ... ~ z:.: ·.s::.:::_::,;:,. ___________ _!!.e_~0_\1_~f: _ _eL:A_t-!_ig1_?PQQ'=.____ ___ -A. REQ'D CONCRETE FLOOR & SUMP, PIPE 
. .... : _"_··,., :- :·: ~: ··:-_:- ". \. · •. ~ FOR PR~:SSJ.JRE::llfSllNG .,-. · ·· ·· DEPTH & PIPE CLEARANCES SHOWN) ·-: :-" ... · ·.. .... · ....... · · ·· Pr PRIOR TO METER·! STALL · • ··~: & PROVIDE VAULT RISER AS REQUIRED. . ... :· . '., ... I I II l 

·. ~- · 8l'61 
I I 
I 
I I 
'' l I 

·. ·" -~ ·. _'·, : ·.~-:· ·. :~ . :·'. · : \ 8" LONG II II •.. i:o SLOPED CONCRETE FLOOR & SUMP SHALL ' .... ._ .' . :.: ;: .,., -~ > ·-: r"!/FLxFL SPOOL ibH~r*'11\'.'X =!RIP EITHER BE PLACED PRIOR TO PIPE & 
PVC UNION & . : ·.· .. ·... . ' .... ·.· .. · .. ·.•• _ ~ II FLANGE !!ADAPTER i:o o METER INSTALLATION, OR ELSE ALL PIPE, 

- n 11 JI ...- t0 . ·. METER & FITTINGS TO BE WRAPPED IN ~~~tECHECK · · .. "':.:· ... :;." .. ·.-: ·:._"• I! 1
'- - - PLASTIC PRIOR TO CONCRETE PLACEMENT. 

-·.·. · .. _;_ < .. · : __ ··.· .. ·.: : ..... •·•.· 1-n_, .;::;:::,.,'...+.-,..,....,.,...,..,...,...,r;==!.~=:S;::...LO,...:~rsl E:..:,..:.:..:.FL.;.....O....:.O~R--J!-.=11 ::...::...c.;:..:...,,.-____,.~"'=="';;;==----,:~;- .• GROUNDWATER RELIEF HOLE, IF PROVIDED, '~, TO fi1RAIN T011SUMP . SHALL BE AT BOTTOM OF SUMP HOLE. 

6" MIN. COMP ACTED •····• :·•······· ~. ~ .. ;•,: .••.. ~f • .··. • ~:l:./;.;~~~;i:.::··'·":;·~./;;~~:f : .. ?~~/· ----...-, ~" "~:~ ~~ ;~~~~~~~~~~ ... 
GRANULAR BASEROCK .·BYPASS' VALVE .PIPE -SUPPOR.j ·OM'ITTED .. FdR . .CLARIJY: .-: ·.'-': · ... :: ·. ~- . 
UNDER VAULT . ·:,_·~:: ··.:.:: .. :· :·. · .. ··_..,_.·_..::.~ ..... ."·: ,_ ...... _ _.::.~:.-:·.··_ .. :·..".:··'.: ......... . 

SECTION 
NTS 

NTS 
DETAIL NO. 

JEFFERSON, OR 526 



LOCK PLATE/STEEL LOOP ASSEMBLY 
SHALL BE HOT DIP GALVANIZED AFTER 2-1/8" SQUARE HOLE 
FABRICATION r 

. ~ 8"¢ x 1/4" STEEL PLATE 

~WELDED STEEL LOOPS 
(TYP OF 2) 

__.....----GALVANIZED CHAIN, LENGTH AS REQUIRED, 
5/8" MIN. CONTRACTOR TO VERIFY STEEL 
LOOP & CHAIN LINK SIZE REQUIRED IN 

TOP VIEW ORDER TO ACCEPT HASP OF STANDARD 
METER BYPASS PADLOCK TO BE PRO~DED 
BY CITY. (VERIFY PRIOR TO FABRICATION & 
CHAIN INSTALLATION) 

WELDED STEEL LOOPS~ 

(TYP OF 2) ' 

NON-REMOVABLE ________.--­
MASTER LINK OR 
LAP LINK, SEE 

CITY 
PADLOCK 

NOTE 3 TYPICAL GATE VALVE ON 
METER BYPASS LINE 

SIDE VIEW 

NOTES: 
1. UNLESS OTHERWISE REQUIRED BY PUBLIC WORKS, 

PROVIDE ONE VALVE LOCK PLATE ASSEMBLY PER 
METER VAULT. 

2. VALVE LOCK PLATE ASSEMBLY TO BE HOT DIP 
GALVANIZED AFTER FABRICATION. 

3. INSTALL CHAIN AFTER VALVE LOCK PLATE ASSEMBLY 
IS GALVANIZED. CONNECT CHAIN TO STEEL LOOP 
WITH NON-REMOVABLE MASTER LINK OR LAP LINK 
(STAINLESS STEEL OR GALVANIZED STEEL). 

LAST REVISION DATE: JO # 

JUNE 2025 

WATER METER VAULT, 
BYPASS VALVE LOCK 

PLATE ASS EMBLY 
NTS 

DETAIL NO. 

JEFFERSON, OR 527 



METER TEST PORT CONSISTING OF 
SHORT BRASS NIPPLE, BRASS BALL 
VALVE PROVISIONS FOR LOCKING 
HANDLE, & BRASS PLUG IN TOP OF 
BALL VALVE (SIZE TO MATCH TEST 
PORT ON METER). 

FLOW METER AS SPECIFIED 
(SEE SEPARATE DETAIL) 

OPTION A (FOR METER W/TEST PORT TAP) 
FOR METERS WITHOUT AN INTEGRAL TEST PORT TAP, 
SEE NOTE 2 BELOW. 

NOTES: 
1. UNLESS OTHERWISE APPROVED IN WRITING- BY THE 

PUBLIC WORKS DIRECTOR AND CITY ENGINEER, ALL 
METERS 3" & LARGER SHALL BE PROVIDED WITH A 
TEST PORT ASSEMBLY IN THE VAULT (DOWNSTREAM 
OF THE METER) CONSISTING OF A BRASS NIPPLE, 
BALL VALVE AND BRASS PLUG AS SHOWN ABOVE. 

2. FOR METERS WITHOUT A BUil T-IN TEST PORT TAP, 
PROVIDE A 2" TEST PORT INSIDE THE VAULT 
(DOWNSTREAM OF METER) ON A 2" DOUBLE STRAP 
SERVICE SADDLE (ROMAC 202NS OR EQUAL), WITH 
BALL VALVE & BRASS PLUG AS SHOWN ABOVE. 

3. METER TESTING. THE CONTRACTOR SHALL PROVIDE 

LAST REVISION DA TE: 

APR 2024 

ALL FITTINGS & HOSES NECESSARY TO TEST FLOW 
WATER THROUGH THE METER AFTER INSTALLATION, IN 
ORDER TO DEMONSTRATE PROPER OPERATION OF THE 
METER WITH PUBLIC WORKS STAFF PRESENT 
(CONTRACTOR SHALL COORDINATE WITH METER 
REPRESENTATIVE AS NECESSARY FOR SUCH TESTING 
& DEMONSTRATION OF PROPER OPERATION). 

WATER METER 
TEST PORT ASS EMBLY 

NTS 
DETAIL NO. 

JEFFERSON, OR 528 



--------STANDON MODEL C92 ADJUSTABLE 

..._,__.......~ PIPE SUPPORT (GALVANIZED STEEL TOP & 

BASE) OR EQUAL (PROVIDE NEOPRENE LINER 

FOR STEEL OR PVC PIPE) 

WHERE FULLY RESTAINED SUPPORTS ARE 
SPECIFIED OR NOTED ON THE DRAWING, FILLET 
TACK WELD SUPPORT PIPE TO BASE AND TOP 

COLLARS AFTER INSTALLATION (E70XX 

ELECTRODES FOR WELDS). COAT WELDS WITH 

HIGH ZINC PAINT (2 COATS), TYP ALL. 

FULL CIRCLE CLAMP STYLE SUPPORT 

I --------STANDON MODEL S92 ADJUSTABLE 

,_______ PIPE SUPPORT (GALVANIZED STEEL TOP & 

BASE) OR EQUAL (PROVIDE NEOPRENE LINER 

FOR STEEL OR PVC PIPE) 

,,.------ SCHEDULE 40 GALVANIZED STEEL PIPE 

(TYP ALL STYLES, LENGTH AS REQUIRED), 

DIA. PER MANUFACTURER'S RECOMMENDATIONS 

INSTALL ( 4) EACH 1 /2" X 4" 
STAINLESS STEEL CONCRETE ANCHORS 

OR STUD ANCHORS WITH NUTS (TYP 

ALL STYLES). 

SADDLE STYLE SUPPORT 
--------STANDON MODEL C89 ADJUSTABLE 

Q ------ PIPE SUPPORT (GALVANIZED STEEL TOP & 

BASE) OR EQUAL 

FLANGE STYLE 
SUPPORT 

12" SQUARE CONCRETE PIER BLOCK 
FOR SUPPORT IN AREAS ~THOUT SLAB 

OR PAVEMENT. ANCHOR BOLTS/STUDS 
AS NOTED ABOVE. 

BASE IN AREA 
W/OUT HARD 

SURFACE 

LAST REVISION DATE: COP'rRIGHT 2018 
v.ESTECH ENGINEERING, INC. 

JAN 2018 

GALVANIZED PIPE SUPPORTS 
W/GALVANIZED EXT: PIPE 

(FLANGE, SADDLE & CLAMP) 

NTS 
DETAIL NO. 

JEFFERSON, OR 529 



l 

3" MIN. 
6" MIN. 3" MIN. 

WATER ] CUSTOMER 
METER[== SYSTEM 
SIDE SIDE 

6" MIN. 

PLAN 3/4"-2" FEBCO MODEL 850 DOUBLE 

PLASTIC OR POLYMER ------< 

CONCRETE BOX, SIZE & 
DEPTH AS REQUIRED FOR 
CLEARANCES LISTED. 

CHECK ASSEMBLY (OR EQUAL) 
(SEE PLANS FOR SPECIFIED SIZE) 

INCREASER ALLOWED ON DOWN 
STREAM SIDE (OPTIONAL) 

12" MIN. CLEAR 

~~ ~~ 
~~~* ~«-« A'-
~) 
~~ SURFACE PER PLAN 

SLOPE TO DRAIN 
SURF ACE FLOWS 
AWAY FROM BOX. 

'--~--OUTLET PIPE 
"'- CONFIGURATION PER 

r-n=~~r "-"-CUSTOMER DESIGN. 

"" "" "" "" 
MIN. 6" THICK PEA ROCK 
OR CLEAN GRANULAR-__, 
ROCK UNDER BOX 
FOOTPRINT. 

ELEVATIDN TO CUSTOMER SYSTEM 
(DEPTH PER CUSTOMER 

USE OF PURPLE PVC PRIMER DESIGN) 
ON ALL PVC SOLVENT CEMENT 
JOINTS IS MANDATORY {SEE 

NOTES: ALSO OPSC 605.12.2 . 

1. VERIFY THE ENCLOSURE/BOX DIMENSIONS & DEPTH ARE ADEQUATE FOR CLEARANCES SHOWN, 
BASED ON THE SIZE OF THE DCA AND FITTINGS ACTUALLY PROVIDED & INSTALLED. 

2. ENCLOSURE/BOX SHALL BE CENTERED OVER THE COMPLETED DOUBLE CHECK ASSEMBLY. 
3. PER OAR 333-61-0071, DCA SHALL NOT BE SUBJECT TO CONTINUOUS IMMERSION. 
4. DCA's SHALL BE INSTALLED ABOVE THE 100 YEAR FLOOD LEVEL UNLESS OTHERWISE APPROVED 

IN WRITING BY THE PUBLIC WORKS DIRECTOR. 
5. BYPASS LINES AROUND DOUBLE CHECK ASSEMBLIES ARE NOT ALLOWED. 
6. DCA's SHALL BE PROVIDED WITH BRASS OR PLASTIC PLUGS IN ALL TEST PORTS. 
7. DCA SHALL BE LOCATED ON PRIVATE PROPERTY, AND SHALL NOT BE INSTALLED IN SIDEWALKS 

OR AREAS SUBJECT TO VEHICULAR TRAFFIC. 
8. THE PROPERTY OWNER IS RESPONSIBLE TO MAINTAIN A 

MINIMUM OF 3 FEET OF MAINTENANCE ACCESS WORKING 
CLEARANCE AROUND DCA ENCLOSURES/BOXES. 

9. PRIOR TO REQUESTING APPROVAL OR FINAL INSPECTION BY 
THE CITY, CONTRACTOR SHALL HAVE DCA TESTED, AND 
COPIES OF TEST REPORTS PROVIDED TO PUBLIC WORKS. 

1 O.PROPERTY OWNER SHALL BE RESPONSIBLE TO PROVIDE 
FREEZE PROTECTION DURING COLD WEATHER PERIODS AS 
NECESSARY. 

LAST REVISION DATE: JO # 

AUG 2022 STANDARD 

2" AND SMALLER 
DOUBLE CHECK VALVE 

ASSEMBLY (DCA) 
NTS 

DETAIL NO. 

JEFFERSON, OR 531 



PAD MOUNTED FIBERGLASS INSULATED 
ENCLOSURE W/HEA TER, HOT BOX MODEL AS 

. SHOWN ON TABLE (OR APPROVED EQUIVALENT). 
ANCHOR ENCLOSURE TO CONCRETE PAD PER 
MANUFACTURER'S REQUIREMENTS. 

RPBA HOT BOX 
DIAMETER MODEL 

1" HB1 

1 ~" HB1 

2" HB1 .5 

. ELECTRICAL RECEPTACLE 
FOR HEAT TAPE (GFI). 
INSTALL HEAT TAPE OR 
ENCLOSURE HEATER FOR 
ALL ABOVE GRADE PIPING. 
MOUNT RECEPTACLE 18" 

NOTE: VERIFY HB SIZE FOR OTHER CONFIGURATION 
OR MODEL OF RPBA DEVICE, TO ENSURE 3" MIN 
CLEARANCE AT EACH END OAR 333-061-0071 

· ABOVE SLAB ON TOP OF 
RIGID CONDUIT OR ON 

REDUCED PRESSURE BACKFLOW 
ASSEMBLY (RPBA) MFR'D BY FEBCO, 
MODEL 825YA (OR APPROVED EQUAL) 

UNI-STRUT. WYE 
/

BRASS UNION & BALL VALVE 
W/HANDLE (TYP BOTH SIDES) 

DO NOT OBSTRUCT 
ENCLOSURE OPENINGS 

SCH 80 PVC PIPE, 
TYPICAL BOTH 
VERTICAL RISERS 

3" PIPE SLEEVE ---­
FIELD LOCATE (TYP 2) 

ELECTRICAL CONDUIT & WIRE 
TO POWER SOURCE. 
COORDINATE AS REQ'D TO 
lt\JSTALL 120V POWER. 

SCHEDULE 40 PVC FROM----r--u-:v-­
WA TER SERVICE, SIZE AS 
SHOWN ON PLANS 

NOTES: 
1. RPBA- REDUCED PRESSURE BACKFLOW ASSEMBLY. 

0 
n 

2. INSTALLATION OF RPBA & ENCLOSURE SHALL MEET 
OREGON HEAL TH AUTHORITY, DRINKNG WATER SERVICES 
REQUIREMENTS. 

3. CONTRACTOR SHALL HAVE RPBA TESTED AND CERTIFIED 
PRIOR TO APPROVAL BY THE CITY, AND COPIES OF TEST 
REPORTS PROVIDED TO CITY. 

4. RPBA & ENCLOSURE SHALL CONFORM TO REQUIREMENTS 
OF PUBLIC/PRIVATE AGENCIES HAVING JURISDICTION. 

5. ENCLOSURES SHALL HAVE A MINIMUM OF 3' CLEARANCE 
FROM ALL OTHER VAULTS OR STRUCTURES. 

6. VERIFY ENCLOSURE DIMENSIONS ARE ADEQUATE FOR 
CLEARANCE BASED ON HEIGHT OF REDUCED PRESSURE 
ASSEMBLY. 

7. ENCLOSURE SHALL BE CENTERED OVER THE COMPLETED 
REDUCED PRESSURE BACKFLOW ASSEMBLY. 

8. POWER SHALL BE INSTALLED IN SCHEDULE 40 RIGID 
CONDUIT PER NEC REQUIREMENTS. 

9. ALL CONCRETE SHALL BE 3,300 PSI @ 28 DAYS, MAX 5" 
'ti<).• 

SLUMP, 4.5% AIR (±1.5%)Jr~fa 
10. HOT BOX DRAINAGE OPENl~i:GS SHALL NOT BE 

OBSTRUCTED BY GRADING OR PLANTINGS. 
11. RPBA SHALL BE INSTALLED A MIN. OF 12 INCHES ABOVE 

THE 100-YEAR FLOOD ELEVATION AS DETERMINED BY 
FEMA. 

(TYP) 
~-- 4" CONCRETE PAD 

SURFACE PER PLAN 
SLOPE TO DRAIN 

MIN. 2" COMPACTED 
GRANULAR BASEROCK 

COMPACTED 
SUBGRADE 

USE OF PURPLE PVC PRIMER 
ON ALL PVC SOLVENT CEMENT 
JOINTS IS MANDATORY (SEE 
ALSO OPSC 605.12.2. 

SCHEDULE 40 PVC TO 
BUILDING. SIZE AS 
SHOWN ON PLANS 

12. FINISH GRADE TO SLOPE AWAY 
FROM ENCLOSURE SLAB AT 2% 
MIN. SLOPE. 

13. AFTER CONSTRUCTION COMPLETION 
& ACCEPTANCE, PROPERTY OWNER 
IS RESPONSIBLE TO ENSURE 
FREEZE PROTECTION IS PLUGGED 
IN & WORKING DURING COLD 
WEATHER PERIODS AS NECESSARY. 

LAST REVISION DATE: JO # 

SEPT 2025 STANDARD 

2" AND SMALLER 
REDUCED PRESSURE 

BACKFLOW ASSEMBLY 
NTS 

DETAIL NO. 

JEFFERSON, OR 541 



FIBERGLASS /~g6E~O~BF\FEM 
...-:===-~~~~~~~~~-===-, ENCLOSURE .---===-~~~~~~~~~~=--. 

53" ID 1~" 53" ID 

13%" 25%" OD 13% 
TYP. 

13%" 26~" OD 

CLR, CLR. CLR. CLR. 

3" FEBCO 

ANCHOR ENCLOSURE 880V RPBA 
TO CONCRETE PAD WITH 2 
PER MANUFACTURER'S OS&Y GATE 
REQUIREMENTS. VALVES 

4" PCC 
SLAB 

12" MIN. 

6" MIN. 
COMPACTED 
GRANULAR 
BASE ROCK 

VERIFY ENCLOSURE 
SIZE FOR OTHER 
MODEL BF DEVICES. 

EXPANSION 
JOINT FILLER 
AT PIPE 
PENETRATIONS 
(TYP) 

6'-8" CONCRETE PAD 

ELECTRICAL RECEPTICAL FOR 

HEAT TAPE (GFI). MOUNT 
RECEPTACLE 18" ABOVE SLAB 
ON TOP OF RIGID CONDUIT OR 
ON UNI-STRUT. 

ELECTRICAL CONDUIT 
TO POWER SOURCE. 
COORDINATE AS REQ'D 
TO INSTALL 120V 
POWER. ELECTRICAL CONDUIT & 

WIRE TO POWER SOURCE. 
COORDINATE AS REQ'D TO 
INST ALL 120V POWER. 

NOTES: 

FRONT VIEW 
NTS 

1. RPBA- REDUCED PRESSURE BACKFLOW ASSEMBLY. 
2. INSTALLATION OF RPBA & ENCLOSURE SHALL MEET 

OREGON HEAL TH AUTHORITY, DRINKING WATER SERVICES 
REQUIREMENTS. 

3. CONTRACTOR SHALL HAVE RPBA TESTED AND CERTIFIED 
PRIOR TO APPROVAL BY THE CITY, AND COPIES OF TEST 
REPORTS PROVIDED TO CITY. 

4. RPBA & ENCLOSURE SHALL CONFORM TO REQUIREMENTS 

OF PUBLIC/PRIVATE AGENCIES HAVING JURISDICTION. 

5. ENCLOSURES SHALL HAVE A MINIMUM OF 3' CLEARANCE 
FROM ALL OTHER VAULTS OR STRUCTURES. 

6. VERIFY ENCLOSURE DIMENSIONS ARE ADE QUA TE FOR 
CLEARANCE BASED ON HEIGHT OF REDUCED PRESSURE 
ASSEMBLY. 

7. ENCLOSURE SHALL BE CENTERED OVER THE COMPLETED 
REDUCED PRESSURE BACKFLOW ASSEMBL~ 

8. POWER SHALL BE INSTALLED IN SCHEDULE 40 RIGID 
CONDUIT PER NEC REQUIREMENTS. 

9. ALL CONCRETE SHALL BE ~.3,90 PSI @ 28 DAYS, MAX 5" 
SLUMP, 4.5% AIR (±1 ,5%).,(~]'.;/ 

10. HOT BOX DRAINAGE OPENIKfGS SHALL NOT BE 
OBSTRUCTED BY GRADING OR PLANTINGS. 

11. RPBA SHALL BE INSTALLED A MIN. OF 12 INCHES ABOVE 
THE 100-YEAR FLOOD ELEVATION AS DETERMINED BY 
FEMA. 

SIDE VIEW 
NTS 

12. FINISH GRADE TO SLOPE AWAY 
FROM ENCLOSURE SLAB AT 2% 
MIN. SLOPE. 

13. RISER PIPES & ABOVE GRADE 
PIPING SHALL BE DUCTILE IRON 
(CL 52 MIN). 

LAST REVISION DA TE: JO # 

JAN 2024 

3" REDUCED PRESSURE 
ASSEMBLY 

NTS 
DETAIL NO. 

JEFFERSON, OR 543 



MODEL NO. HB4E AS 
MANUFACTURED BY HOT BOX 
(1-800-736-0238) 

ELECTRICAL RECEPTICAL (GFI). MOUNT 
RECEPTACLE 18" ABOVE SLAB. 

HOT BOX. 

ANCHOR ENCLOSURE 
TO CONCRETE PAD 4"E 
PER MANUFACTURER'S 
REQUl-REMENTS. ----------

HEATER 
HEATER, # AND 
SIZE PER 
MANUFACTURER 
STANDARD. 

::g 4" 

NOTE: VERIFY ENCLOSURE SIZE '----------.---~=~~-~----__J ACCESS OPENING 

FOR ACTUAL PROVIDED BF DEVICE. (CENTERED ON RP ASSY) 

4" FEBCO 860 REDUCED------~ pN~~N 
PRESSURE ASSEMBLY (OR 

OS&Y GATE VALVE (TYP) 
MEGAFLANGE IF MJ BEN 
USED (TYP EACH END) 

90" VERT BEND APPROVED EQUAL) WITH 2 
OS&Y GATE VALVES (TYP) ,---------'..-----------1-1-----1---.(MJ or MJxFL 

go· VERT MJ BEND 

W/MEGALUGS 
(TYP EACH SIDE) 

STANDON MODEL S8g---+-+--....._1 -..,,--'m--__. 

W/MEGALUGS, A 
REQUIRED TO FIT 
ENCLOSURE (TYP 
EACH END) 

3" MIN. 

FLAN GE SU PP ORT OR ~l!F1!:~.,...,..-"ll~ll!!c--·lJI., 
BOTH ENDS 

12" MIN. 
APPROVED EQUAL (TYP). 

6" MIN. COMPACTED 
GRANULAR BASEROCK 

36" MIN. 
COVER 

ALL WAYS 

PROVIDE EXPANSION 
JOINT FILLER AT .PIPE 
PENETRATIONS (TYP) --ELECTRICAL CONDUIT & 

WIRE TO POWER SOURCE. 

COORDINATE AS REQ'D TO 
INSTALL 120V POWER. 

SECTION 
NTS 

NOTES: 

go· VERT MJ BEND 

W/THRUST BLOCK 
(TYP EACH SIDE) 

FINISH GRADE TO SLOPE 
AWAY FROM VAULT AT 
MIN. SLOPE = 2% 

1. RPA- REDUCED PRESSURE ASSEMBLY 
2. INSTALLATION OF RPA & ENCLOSURE SHALL MEET 

OREGON HEAL TH AUTHORITY, DRINKING WATER 
SERVICES REQUIREMENTS. 

3. CONTRACTOR SHALL HAVE RPA TESTED AND CERTIFIED 
PRIOR TO APPROVAL BY THE CITY, AND COPIES OF 
TEST REPORTS PROVIDED TO CITY. 

4. RPA & ENCLOSURE SHALL CONFORM TO REQUIREMENTS 

OF PUBLIC/PRIVATE AGENCIES HAVING ·JURISDICTION. 

5. ENCLOSURE SHALL HAVE A MINIMUM OF 3' CLEARANCE 
FROM ALL OTHER VAULTS OR STRUCTURES. 

6. VERIFY ENCLOSURE DIMENSIONS ARE ADEQUATE FOR 
CLEARANCE BASED ON DIMENSIONS OF REDUCED 
PRESSURE ASSEMBLY PROVIDED. 

7. ENCLOSURE SHALL BE CENTERED OVER THE COMPLETED 

REDUCED PRESSURE ASSEMBLY (LENGTH-WISE). 
8. POWER SHALL BE INSTALLED IN SCHEDULE 40 RIGID 

CONDUIT PER NEC REQUIREMENTS. 

9. 'E' INDICATES THE ELECTRICAL RECEPTACLE. IT SHALL 

BE MOUNTED A MIN. OF 18" ABOVE THE SLAB. 
10. ALL CONCRETE SHALL BE 3,300 PSI @ 28 DAYS, MAX 

5" SLUMP, 4.5% AIR (±1.5%). · 

11. HOT BOX DRAINAGE OPENINGS SHALL 
NOT BE OBSTRUCTED BY GRADING 
OR PLANTINGS. 

12. RPA SHALL BE INSTALLED A MIN. OF 
12 INCHES ABOVE THE 100-YEAR 
FLOOD ELEVATION AS DETERMINED 
BY FEMA. 

13. RISER PIPES & ABOVE GRADE PIPING 

SHALL BE DUCTILE IRON (CL 52 

MIN). 

LAST REVISION DA TE: JO # 

JAN 2024 STANDARD 

4" REDUCED PRESSURE 
ASSEMBLY 

NTS 
DETAIL NO. 

JEFFERSON, OR 544 



ELECTRICAL RECEPTICAL (GFI). MOUNT HOT BOX 
RECEPTACLE 18" ABOVE SLAB. 

6" MIN. COMPACTED 
GRANULAR BASEROCK 

PROVIDE EXPANSION 36" MIN. 
COVER . JOINT FILLER AT PIPE 

PENETRATIONS (TYP) ---
ELECTRICAL CONDUIT & 
WIRE TO POWER SOURCE. 
COORDINATE AS REQ'D TO 
INSTALL 120V POWER. 

SECTION 
NTS 

NOTES: 

go· VERT MJ BEND 
W/THRUST BLOCK 
(TYP EACH SIDE) 

FINISH GRADE TO SLOPE 
AWAY FROM VAULT AT 
MIN. SLOPE = 2% 

1. RPA- REDUCED PRESSURE ASSEMBLY 
2. INSTALLATION OF RPA & ENCLOSURE SHALL MEET 

OREGON HEAL TH AUTHORITY, DRINKING WATER 
SERVICES REQUIREMENTS. 

3. CONTRACTOR SHALL HAVE RPA TESTED AND CERTIFIED 
PRIOR TO APPROVAL BY THE CITY, AND COPIES OF 
TEST REPORTS PROVIDED TO CITY. 

4. RPA & ENCLOSURE SHALL CONFORM TO REQUIREMENTS 
OF PUBLIC/PRIVATE AGENCIES HAVING JURISDICTION. 

5. ENCLOSURE SHALL HAVE A MINIMUM OF 3' CLEARANCE 
FROM ALL OTHER VAULTS OR STRUCTURES. 

6. VERIFY ENCLOSURE DIMENSIONS ARE ADE QUA TE FOR 
CLEARANCE BASED ON DIMENSIONS OF REDUCED 
PRESSURE ASSEMBLY PROVIDED. 

7. ENCLOSURE SHALL BE CENTERED OVER THE COMPLETED 
REDUCED PRESSURE ASSEMBLY (LENGTH-WISE). 

8. POWER SHALL BE INSTALLED IN SCHEDULE 40 RIGID 
CONDUIT PER NEC REQUIREMENTS. 

9. 'E' INDICATES THE ELECTRICAL RECEPTACLE. IT SHALL 
BE MOUNTED A MIN. OF 18" ABOVE THE SLAB. 

10. ALL CONCRETE SHALL BE 3,300 PSI @ 28 DAYS, MAX 
5" SLUMP, 4.5% AIR (±1.5%). 

11. HOT BOX DRAINAGE OPENINGS SHALL 
NOT BE OBSTRUCTED. BY GRADING 
OR PLANTINGS. 

12. RPA SHALL BE INSTALLED A MIN. OF 
12 INCHES ABOVE THE 100-YEAR 
FLOOD ELEVATION AS DETERMINED 
BY FEMA. 

13. RISER PIPES & ABOVE GRADE PIPING 
SHALL BE DUCTILE IRON (CL 52 
MIN). 

LAST REVISION DA TE: JO # 

JAN 2024 STANDARD 

611 REDUCED PRESSURE 
ASSEMBLY 

NTS 
DETAIL NO. 

JEFFERSON, OR 545 



LOOP TONING 
WIRE UP INTO 
VALVE BOX. TYP 
(DTL 501) 

EASEMENT LINE i/ OR P /L (TYP) 

::~. "·:··. 41 •• 

STANDARD VALVE BOX & 
LID (PER DETAIL 501) 

.. 
:· 1": b.: ~. 

STAMP 2" TALL "W" IN TOP OF CURB & 

GUTTERPAN ·AT POINT OF CROSSING (TYP 

P YL 

MJ CAP W/RETAINER 
GLAND, TAPPED TO FIRE 
SERVICE SMALLER THAN 

.. .. ~· . 
:: .. ~-... ' 'l· ..:· ~.· :~ ". 

6" WARNING TAPE 
PER DTL 301 

MJ CAP W/RETAINER GLAND, TAPPED 
TO FIRE SERVICE SMALLER THAN 4" , I R VVl-'\f'l\lll\l\.;; 

4 · FOR BACKFLow-· -- A'"-

DEVICE INSIDE BUILDING FOR BACKFLOW DEVICE INSIDE 
BUILDING (EXTEND TO BACKFLOW 

DCDA VAULT OTHERWISE). (EXTEND TO BACKFLOWI 
DCDA VAULT 
OTHERWISE). 

NOTE: PER ORS 92.044(7), 
FIRE LINE MUST BE SET 1' . 

tfQIE.; FIRE SERVICE 
LINE TO BE 
PERPENDICULAR FROM 
MAINLINE TO PROPERTY 
LINE OR EASEMENT 
BOUNDARY. 

3 

MINIMUM CLEAR FROM ANY 
SURVEY MONUMENT 

FIRE SERVICE LINE 
TO DCDA DEVICE 
INSIDE BUILDING. 

(_ 
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)> 
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u ;u 

Al ':2 
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N 6 
0 z 
No 
(Jl ~ 

r.i 

\ 
MAIN LINE TEE, SIDE OUTLET FLANGED 

(NEAR SIDE & FAR SIDE TEE & FIRE 
SERVICE CONFIGURATION SHOWN 
TOGETHER FOR ILLUSTRATION ONLY). 
INSTALL THRUST BLOCK BEHIND TEE. 

WATER MAINLINE SHOWN UNDER 
SIDEWALK AS EXAMPLE ONLY. 
USE SAME CONFIGURATION FOR 
WATERLINES ALONG OTHER 
REQUIRED ALIGNMENTS. 

MATERIALS 

G) FLG X MJ RESILIENT WEDGE GATE VALVE (PER AWWA 

C-509), 4" DIA. MINIMUM OR FIRE SERVICE SIZE, 
WHICHEVl~:R IS LARGER. VALVE TO BE EPOXY COATED 
PER AWWA C-550. PROVIDE APPROVED RETAINER 
GLAND ON MJ JOINT. 

@ CLASS 52 DUCTILE IRON PIPE REQUIRED WITHIN 
RIGHT-OF-WAY OR EASEMENT BOUNDARY OR TO DCDA 

VAULT (WHERE DCDA NOT INSTALLED IN BUILDING), TYP. 

4" DIA OR FIRE SERVICE $1ZE, WHICHEVER IS LARGER. 
FIELD-LOK STYLE GASKETS REQUIRED ON ALL PUSH-ON 
JOINTS BETWEEN MAINLINE VALVE ANp DCDA VAULT. 

3 CONTRACTOR SHALL INSTALL .. TEMPORARY BLOWOFF TO 
PROVIDE FOR BLOWOFF, PRESSURE: TESTING, DISINFECTION 

& BACTERIOLOGICAL TESTING PER CITY STANDARDS. 

NOTES 

1. SUBSTITUTES FOR ANY MATERIAL SHOWN SHALL 
BE APPROVED BY THE CITY ENGINEER. 

2. ALL PIPE AND BACKFILL ZONES SHALL BE 

BACKFILLED USING 3/4" MINUS GRANULAR 
MATERIAL AND COMPACTED TO 92% MAX DENSITY 
AS DETERMINED BY ASHTO T-180. 

3. FIRE SERVICE LINE BEYOND PROPERTY OR 

EASEMENT LINE (TO BACKFLOW DEVICE) TO BE 
NFPA & NSF 61 APPROVED. 

4. CUSTOMER SHALL INSTALL AN APPROVED 
BACKFLOW PREVENTION DEVICE ON PRIVATE 
PROPERTY AT A LOCATION APPROVED BY PUBLIC 
WO~KS. 



4" FEBCO 856 DOUBLE CHECK DETECTOR PROVIDE BALL DRIP DRAIN VALVE TO DRAIN FDC, EITHER ON XUTILITY VAULT 676-WA (5'6" x 7'0" ID) W/H-20 RATED 
ASSEMBLY WITH 2 OS&Y GATE VALVES, OR CHECK VALVE OR WITH HORIZONTAL TAPPING SADDLE <{~ _ LID, OR EQUIVALENT. CONTRACTOR TO VERIFY ALL 
APPROVED EQUAL, W/CITY APPR'D METER ON INSTALL "FORWARD FLOW TEST PORT" PER t-1 "" DIMENSIONS PRIOR TO ORDERING & PROVIDE RISER IF 

DETECTOR LO~~" (~~iEo cs::T~l~~~~~~E CONCRETE THRUST DTL 559 UNLESS AL~::. L~~~~~f.N:;~PP~?~~·.:·.-'·: .- .. ~: ... :<; .. : .... ~ i·:.:<.-.:;·><.: ~ glRED. POWER CONDUIT FOR SUMP PUMP & CONTRO 

COLLAR WITH RETAINER GLAND CENTERED IN I ~ CONDUIT TO CONNECT OS&Y VALVE TAMPER 
CONCRETE (TYPICAL BOTH ENDS) . I ~SWITCHES TO FIRE ALARM CONTROL UNIT. 

NOTES: :-. · I F.D.C. PER FIRE DEPT. 

1. DCDA- DOUBLE CHECK DETECTOR ASSEMBL y FDC-FIRE - 4,, Q REQUIREMENTS, LOCATE 
DEPARTMENT CONNECTION. · AS SHOWN ON PLANS. 

2. DCDA SHALL CONFORM TO REQUIREMENTS OF 4" CL. 52 D.I. PIPE TO FINISH GRADE 

PUBLIC/PRIVATE AGENCIES HAVING JURISDICTION. ,. , 4" CL. 52 D.I. FLG X MJ ADAPTER 

CONTRACTOR TO 
PROVIDE FDC SIGNS 
PER OFC 912. 
LOCATION PER FIRE 
CHIEF. 

3. DCDA & VAULT INSTALLATION SHALL MEET 
REQUIREMENTS OF OREGON HEALTH AUTHORITY, W RETAINER GLAND 

DRINKING WATER SERVICES (DWS). ·~:- :./:.:~ ·. 
4. CONTRACTOR SHALL HAVE DCDA TESTED AND ~--+-~,..--c:,--+---4" GLOBE OR WAFER STYLE SILENT 

CERTIFIED PRIOR TO ACCEPTANCE BY OWNER. CHECK VALVE W/BALL DRIP VALVE. 
5. FDC SHALL NOT EXIT THROUGH THE TOP OF THE 

VAULT. 
6. ALL PIPE OPENINGS SHALL BE SEALED WITH 

NON-SHRINK WATERTIGHT GROUT. DOUBLE CHECK CONFIG . . . ..-- 2 

7. BENDS, CROSSES AND TEES SHALL NOT BE REQ'D ON MAINLINE AND ··;'.:. :: . MEGAFLANGE (TYP. BOTH ENDS) 

WHERE OTHER PIPE TYPES ARE SHOWN ON DWGS FOR 
FIRE LINE(S), PROVIDE COUPLINGS AS REQUIRED AT 
TRANSITION OUTSIDE OF VAULT. 

~;~tLLED WITHIN 5 FEET OF THE OUTSIDE VAULT ON DETECTOR LOOP • • .._· _· ~-:·_~· "-:. '.-'-·;.---"'~."'-.·.-"--::~·~· '.;.._'.· .::....·:_;....:...;·, .. _,.~-'--':·.:!....<·_·· .• ~.:...·....:...··._. --=--~··~·..:...c..:.....---1::....,_..:..__,__J •. ·.·.·• ~ 
PLAN 8. ALL VAULTS SHALL MEET OR EXCEED ASTM C-857. 

ALL VAULT CONCRETE TO BE 4500 PSI @ 28 DAYS. 
6" MIN. 

REBAR TO BE ASTM A-615 GRADE 60. ALUMINUM HATCH 
9. SUMP PUMP WITH POWER SUPPLY SHALL BE (SEE NOTE 14) 

INSTALLED UNLESS OTHERWISE APPROVED BY PUBLIC 
WORKS. 

10. SUMP PUMP DISCHARGE PIPE TO BE 1 ;6-INCH SCH ED 
40 PVC SHALL BE PLUMBED TO FACE OF STREET 
CURB OR OTHER DISPOSAL POINT APPROVED BY 
LOCAL JURISDICTION (SEE OAR 333-061-0071.3. f). 

11. CONTRACTOR TO INSTALL SUMP PUMP (5 GPM MIN) 
WITH 120V POWER SUPPLY, ALONG WITH PRIVATE 
POWER SOURCE (RESPONSIBILITY OF CONTRACTOR 
INSTALLING VAULT). SCHED 40 CONDUIT, WIRE, ETC. 
FOR SUMP PUMP POWER SHALL CONFORM WITH NEC 
REQUIREMENTS. 

12. THRUST COLLAR CONCRETE SHALL BE 3300 PSI @ 

28 DAYS. 
13. PROVIDE REMOTE READER (TOUCH READ HEAD) FOR 

DETECTOR LOOP METER PER LOCAL JURISDICTION 
REQUIREMENTS, MOUNTED ON HINGE EDGE OF HATCH. 

14. ALUMINUM ANGLE FRAME HATCH (3'0"x 5'6" MIN) 
SHALL BE BY USF FABRICATION OR APPROVED EQUAL 
(SAND BLASTED NON-SLIP). 

(1) TO BE 300 PSF PEDESTRIAN RATED WHERE LID 
IS SET MIN. OF 9" ABOVE GRADE. 

(2) TO BE H-20 RATED IF LID IS LESS THAN g" 
ABOVE GRADE, OR IF LOCATED IN TRAFFIC 
AREA. 

15. OSHA APPROVED GALVANIZED STEEL LADDER & 
ALUMINUM LADDER SAFETY EXTENSION. 

16. PER OFC 903.4, INSTALL APPROVED TAMPER SWITCH ON BOTH 
OS&Y VALVES IN VAULT, WIRED TO A LISTED FIRE ALARM 
CONTROL UNIT, UNLESS EXEMPTION IS GRANTED BY FIRE DEPT. 

. .. . : ·.· ... 12" 
! . '· · .-·. ·. :~; _.::.< ·: ·"_> MIN. ,..L....,.,-.c:9~::::;:::==:=::f-1~~-J-- ST AND ON MOD EL SS 9 

.:· . ._; :~~:: ... ~:·c.. :·-:-:--. ~:....:...<' :....:...~._._:,· _.~_ .• -. c:::_ .-::;::· ."-_.-.:_....,. ... .,...! ..• ~. :''--JLFT .. -. ···'-'.:_::..: ::'..;. '· .. · . ..:. ... ~. ,_;>. ~> :. _":>:: FLANGE SUPPORT OR 
. . .-.. ·.» .. ' ... .-:-.:~ .... ~· ·:.··· .'. .. ·~ ·.'. -~ ._. ...... ;. . . . .: ...•. ·.· ... ·· •· . APPROVED EQUAL (TYP). 

···>: ·::· -:· ... ·· .'/ ·. ~- ........ · :· .. :· .. > :~ .· .. ,. -~ .... : :; .. ,-,.. · .. :: · .. -.'.,_··. -~:.:.: .· .... ::: :_ ·-~_-_:·. 
6" MIN. 12"cj> PRECAST SUMP & MIN 5 GPM SUMP PUMP W/POWER 

DETECTOR ASSY, WITH CITY 
APPR'D METER & REMOTE 
READ HEAD (BY HATCH OR 
OTHER LOCATION APPR'D BY 
PUBLIC WORKS) 

LAST RE\llSION DATE: JO # 

JAN 2024 STANDARD 

4" DOUBLE CHECK 
DETECTOR ASSEMBLY 

W/FDC COMPACTED SUPPLY (STRAINER BASE PUMP TO START AT 2-1/8" MAX 
GRANULAR SECTION WATER DEPTH & SHUT OFF AT 3/4" OR SHALLOWER DEPTH, NTS 
BASEROCK WAYNE WAPC250 OR EQUAL). CONTRACTOR TO COORDINATE t--------'--..---'--------1 

NTS WITH BUILDING CONTRACTOR TO CONNECT SUMP PUMP TO DETAIL No. 

BUILDING POWER. 554 JEFFERSON, OR 



6" FEBCO 856 DOUBLE CHECK DETECTOR 
ASSEMBLY WITH 2 OS&Y GATE VALVES, OR 
APPROVED EQUAL, W/CITY APPR'D METER ON 
DETECTOR LOOP (ALSO SEE NOTE 13). 

36" WIDE CAST-IN-PLACE CONCRETE THRUST 
COLLAR WITH RETAINER GLAND CENTERED IN 
CONCRETE (TYPICAL BOTH ENDS) 

'.<{ '.d. 
,1,•'4 

24" MIN. 

MEGAFLANGE ..., ". 
,•.<! '4,,. 

· ..... :.:.: .. :·:.···- ....... ·.:-_", .. :-.·.-_...:--: ~" CORE VAULT TO .. ~ _ .. _ .·. · .. ·:'." .: ·: .. :. . .. ... ~· ,, 
·: · .·· .... ·. ·:· .... : :-:·>·: ... :.: ...... PIPE DIA +3 MIN, 

. ·:' ::-._ · .. :·_-.-....... , .. .-: / KOR-N-SEAL BOOT 

,'<:3' 

··=;·_::·:·<::.·:·:. ':.:: ·.:· ...... : ... \:: .. (TYP. BOTH ENDS) 1-----i 
,: ... _:··:. . . .. · .. ··. . . :.. . ~.· . 

. . ..... · .. . 
.. :~·.: .. ~·_::_ ....... ·~· ... ·--.~>~·< .. ":.: .. 

• : •• • •••• • •• ; ........ _ <I 

,=,:::.!,!.1-1'=""""1 

< 

PIPE TO FINISH GRADE 

GROUT 
~---+-'-+----"--+--- 4" GLOBE OR WAFER STYLE SILENT 
IJ.4-_ ___:~..fh;..:.._L _ ___:C::.:_H:.;E;.;::C1rK_',..!..!VA'-'-";LVE W/BALL DRIP VALVE. 

1---...,-,,.11J-;;--r---;:;-;-..-__._.JL~___, _.,.. __ 6" x 8'' REDUCER 
(TYP BOTH ENDS) 

CONTRACTOR TO 
PROVIDE FDC SIGNS 
PER OFC 912. 
LOCATION PER FIRE 
CHIEF. 

• A • 

WHERE OTHER PIPE TYPES ARE SHOWN ON DWGS FOR 
FIRE LINE(S), PROVIDE COUPLINGS AS REQUIRED AT 
TRANSITION OUTSIDE OF VAULT . 

4' 

6" MIN. CLEARANCE WHEN 
O.S.&Y. VALVE IS FULLY OPEN 

FLANGE 

POWER CONDUIT FOR SUMP PUMP & CONTROL CONDUIT TO 
CONNECT OS&Y VALVE TAMPER SWITCHES TO FIRE ALARM 
CONTROL UNIT. (SEE ELEC. PLANS, 3Q" TYP COVER). 

1}f' SCH 40 PVC SUMP PUMP DISCHARGE 
LINE. PLUMB TO FACE OF CURB OR OTHER 
APPROVED DISPOSAL POINT. PROVIDE 30" 
MINIMUM COVER TYP . 

---- 6" DOUBLE CHECK 

BALL CHECK VALVE 

DETECTOR ASSY, WITH CITY 
APPR'D METER. & REMOTE 
READ HEAD (BY HATCH OR 
OTHER LOCATION APPR'D B 

(TYP. BOTH PUBLIC WORKS) 
8" -----=END s) .-L-AS-T -RE-VIS-ION_D_A-TE:---.-J0-#-'-------1 

JAN 2024 STANDARD 
. .:~ .· . 

z JJ;!:;:~=:=======::::::=:i'c· :.,-\· ~"~· ~· -:J· --ST AND ON MOD EL S89 
. • ••••.. · . .4 ' ·.: ·<:. • • . •. <'-'=~ A • FLANGE SUPPORT OR 

611 DOUBLE CHECK 
DETECTOR ASSEMBLY 

W/FDC 
··:.;·.:'::<:·:_::~·-·:_./:~~·.:: .. _·· .. :_':::·~:'.-'.:·:.·.:-·:-_·._._...::: __ ·::·., ..... ·:.:.-· .. :--·: .. '._..;~· ... ·_.:,<·.:.::· .. :·.;._: .. ···.::.·:_::·.:·:.-.:~·:._:.::>=' . .-....... APPROVED EQUAL (TYP). 
6" MIN. 12"<!> PRECAST SUMP & MIN 5 GPM SUMP PUMP W/POWER SUPPLY (STRAINER 
COMPACTED SECTION BASE PUMP TO START AT 2-1/8" MAX WATER DEPTH & SHUT OFF AT 3/4" OR NTS 
GRANULAR NTS SHALLOWER DEPTH, WAYNE WAPC250 OR EQUAL). CONTRACTOR TO COORDINATE 
BASEROCK WITH BUILDING CONTRACTOR TO CONNECT SUMP PUMP TO BUILDING POWER. 

DETAIL NO. 

JEFFERSON, OR 555 



8" FEBCO 856 DOUBLE CHECK DETECTOR 
ASSEMBLY WITH 2 OS&Y GATE VALVES, OR 
APPROVED EQUAL, W/CITY APPR'D METER ON 
DETECTOR LOOP (ALSO SEE NOTE 13). 

NOTES: 

36" WIDE CAST-IN-PLACE CONCRETE THRUST 
COLLAR WITH RETAINER GL'AND CENTERED IN 
CONCRETE ETYPICAL BOTH ENDS) 

1. DCDA- DOUBLE CHECK DETECTOR ASSEMBLY 
FDC-FIRE DEPARTMENT CONNECTION. 

2. DCDA SHALL CONFORM TO REQUIREMENTS OF 
PUBLIC/PRIVATE AGENCIES HAVING JURISDICTION. 

3. DCDA & VAULT INSTALLATION SHALL MEET 
REQUIREMENTS OF OREGON HEALTH AUTHORITY, 
DRINKING WATER SERVICES (DWS). 

4. CONTRACTOR SHALL HAVE DCDA TESTED AND 
CERTIFIED PRIOR TO ACCEPTANCE BY OWNER. 

5. FDC SHALL NOT EXIT THROUGH THE TOP OF THE 
~uu . 

PROVIDE BALL DRIP DRAIN VALVE TO DRAIN FDC, EITHER ON 
CHECK VALVE OR WITH HORIZONTAL TAPPING SADDLE 

,o-~ OR EQUIVALENT. CONTRACTOR TO VERIFY ALL DIMENSIONS 
\"1 --\'V PRIOR TO ORDERING & PROVIDE RISER- IF REQUIRED. 
~~( 

4" SCH. 80 GALV. STEEL PIPE---
(

UTILITY VAULT 5106-WA 5 0 x 10 6 ID W H-20 RATED LID, 

__ ..,.__...
1 

I POWER CONDUIT FOR SUMP PUMP & CONTROL 
,..-,-~-~-.,.--~~~-. ---... -., .-,......,...-~-:.-· .. -. ,.---~.1---,,,---"---,-,. CONDUIT TO CONNECT OS& Y: VAL VE TAM PER 

•. ~ .. ·f . . ,9 SWITCHES TO FIRE ALARM CONTROL UNIT. 

.· .. · : <1.' . 

--~S"DI 

·"'· 

GROUT 

6" · ... 4 <,.. ;4 .. 

. : 4·. <i 

CONTRACTOR TO PROVIDE FDC 
SIGNS PER OFC 912. LOCATION 
PER FIRE CHIEF. 

CL. 52 D.I. PIPE TO FINISH GRADE 
4" CL. 52 D.I. FLG X MJ ADAPTER 
W/RETAINER GLAND 

<1 ': 6. ALL PIPE OPENINGS SHALL BE SEALED WITH DOUBLE CHECK CONFIG--t.==~-r---r-~ (TYP. 
NON-SHRINK WATERTIGHT GROUT. REQ'D ON MAINLINE AND · •. .___,,_~ • ...--.. -•. -. -. -.-• ..,-.-.-... -~·..,-.:-.~~-.. -.-.. -,..-. ---~~ .. :-:.-:-.• -..,:-... -~~. ·~. 

MIN. , 
4" GLOBE OR WAFER STYLE SILENT 
CHECK VALVE W/BALL DRIP VALVE. 

7. BENDS, CROSSES AND TEES SHALL NOT BE ON DETECTOR LOOP 
INSTALLED WITHIN 5 FEET OF THE OUTSIDE VAULT 
WALL. 

8. ALL VAULTS SHALL MEET OR EXCEED ASTM C-857. 
ALL VAULT CONCRETE TO BE 4500 PSI @ 28 DAYS. 
REBAR TO BE ASTM A-615 GRADE 60. 

9. SUMP PUMP WITH POWER SUPPLY SHALL BE 
INSTALLED UNLESS OTHERWISE APPROVED BY 
PUBLIC WORKS. 

10. SUMP PUMP DISCH-AR GE PIPE TO. BE 1 Y2-INCH 
SCHED 40 PVC SHALL BE PLUMBED TO FACE OF 
STREET CURB OR OTHER DISPOSAL POINT 
APPROVED BY LOCAL JURISDICTION (SEE OAR 
333-061-0071.3. f). 

11. CONTRACTOR TO INSTALL SUMP PUMP (5 GPM MIN) 
WITH 120V POWER SUPPLY, ALONG WITH PRIVATE 
POWER SOURCE (RESPONSIBILITY OF GONTRACTOR 
INSTALLING VAULT). SCHED 40 CONDUIT, WIRE, ETC. 
FOR SUMP PUMP POWER SHALL CONFORM WITH NEC 
REQUIREMENTS. 

12. THRUST COLLAR CONCRETE SHALi:. BE 3-300 PSI @ 
28 DAYS. 

13. PROVIDE REMOTE READER (TOUCH READ HEAD) FOR 
DETECTOR LOOP METER PER LOCAL JURISDICTION 
REQUIREMENTS, MOUNTED ON HINGE EDGE OF 
HATCH. 

14. ALUMINUM ANGLE FRAME HATCH (3'0"x 5'6" MIN) 
SHALL BE BY USF FABRICATION OR APPROVED 
EQUAL (SAND BLASTED NON-SLIP). 

(1) TO BE 300 PSF PEDESTRIAN RATED WHERE LID 
IS SET MIN. OF 9" ABOVE GRADE. 

(2) TO BE H-20 RATED IF LID IS LESS THAN 9" 
ABOVE GRADE, OR IF LOCATED IN TRAFFIC 
AREA. 

15. OSHA APPROVED GALVANIZED STEEL LADDER & 
ALUMINUM LADDER SAFETY EXTENSION. 

ALUMINUM HATCH 
(SEE NOTE 14) 

.... 
. .d·· 

: ··. . . ··~. . .. ·. . ··. 
. ~ . .. . . 

. . . . . . . ' 
" .. .. : .. '..os&'r' ... : .. :· .... -.:. 

·:·.· "·G-.ATE"" . 
. "· · VAL VE '· .· .· 

""" .. (TYP}:" ... . ·· ... 

·.·." . 

8"DI 

~·· 
·.~· 

16. PER OFC 903.4, INSTALL APPROVED TAMPER SWITCH ON BOTH 
OS&Y VALVES IN VAULT, WIRED TO A LISTED FIRE ALARM 
CONTROL UNIT, UNLESS EXEMPTION IS GRANTED BY FIRE DEPT. 

6" MIN. 
COMPACTED 
GRANULAR 
BASEROCK 

PLAN 
NTS 

LADDER 
SAFETY EXT 

~i=;-+5EE NOTE 
15) 

SECTION 
NTS 

-s" DOUBLE CHECK 

~~-+---1BALL CHECK VALVE 
8-j;o....:-fo'~--+-UNION 

MEGAFLANGE 
YP. BOTH ENDS) 

DETECTOR ASSY, WITH CITY 
APPR'D METER & REMOTE 
READ HEAD (BY HATCH OR 
OTHER LOCATION APPR'D BY 
PUBLIC WORKS) 

STANDARD 

8" DOUBLE CHECK 
12"<ji PRECAST SUMP & MIN 5 GPM SUMP PUMP W/POWER DETECT RA EMB 
SUPPLY (STRAINER BASE PUMP TO ST ART AT 2-1 /8" MAX Q SS l y 
WATER DEPTH & SHUT OFF AT 3/4" OR SHALLOWER DEPTH, W/FDC 
WAYNE WAPC250 OR EQUAL). CONTRACTOR TO COORDINATE WITH NTS 
BUILDING CONTRACTOR TO CONNECT SUMP PUMP TO BUILDING 1-------............ --------1 
POWER. DETAIL NO. 

JEFFERSON, OR 556 



FDC RISER WHERE REQUIRED. -...if~ PROVIDE ADDITIONAL PIPE 
SUPPORT UNDER VALVE IF FDC 
IS NOT INSTALLED AT VAULT. 

,l : ~ •• •• ~ ~ ••• 

. . 

:·· .ADAPTER W/4}6'' HYDRANT THREAD 
· ... ·. (NST) TO CONNECT HOSE FOR 
.,; FORWARD FLOW TEST PER NFPA 
.:. 13.10.10.2.5.1 (INITIAL ACCEPTANCE 
.:.: TEST) & NFPA 25.13.6.2.1 (REQ'D 
·; .. SUBSEQUENT ANNUAL TESTING), 

FIRE LINE FROM . · SEE SECTION A-A. 
CITY WATER :. 

f 
SU.P~L·Y. : ... :. VERTICAL NRS GATE VALVE 

.• .•..• .• (FLxFL) W/ HANDWHEEL 
·~.A·." ':"'. '>~ '-------~~~ 

. : .. "'" ·.".: ': 
: .: . . . ... : .· 

' . 

1--q 

.. :..· 

FIRE SPRINKLER 
. .i SYSTEM SUPPLY 

·.- PIPEf\ 
. . . 
-~ '.· :,,. · ... : .. ~ : .. 
·~A \A· •. · ... 
.· .· . ··--.:. ; .. ., .. ·:'.: 

.· .· .' .: ...... 

tA 6" ·• ._,. 

:· :· ... 
DOUBLE CHECK CONFIG RE 'D MIN ·' ":: . .• 
ON MAINLINE 8t:l.Q.. ON • . •... 

_ .... ·.·.'.· .... · : .. : .. · ··i .... ;. - :~~~E~:~OR: l_. op.· .. ·· ...... __ : '.· ~ .. ~·~., " ~ _ 
. . . 

PLAN ADAPTER W/4W' HYDRANT THREAD 
NTS . ~ (NST). PROVIDE STORZ ADAPTER & 

~ CAP W/CABLE PER FD STANDARD VERTICAL RESILIENT WEDGE GATE 
VALVE TO FORWARD FLOW TEST PORT 

SINGLE CHECK VALVE W/BALL DRIP & PIPE~­
FROM FDC (IF FDC REQUIRED AT VAULT). ' 

INSTALL BLIND FLANGE ON TEE OUTLET 
IF FDC NOT INSTALLED AT VAULT. 

PIPE SUPPORT UNDER VALVE IF 
FDC NOT INSTALLED AT VAULT. 

SECTION A-A 
NOTES: NTS 

(SAME SIZE AS NOTED ON DTL 503) 

FDC TEE (FLxFL) 
ON FIRE LINE THROUGH VAULT 

VERTICAL TEE (FLxFL) FOR "FORWARD 
FLOW TEST PORT" (OMIT TEE & 
VALVE IF APPROVED "FORWARD FLOW 
TEST PORT" INSTALLED ELSEWHERE). 

1. THE "FORWARD FLOW TEST PORT" SHALL BE INSTALLED IN THE DCDA VAULT AS SHOWN AND 
SPECIFIED BY THIS DETAIL, .UNLESS AN ALTERNATE PERMANENT "FORWARD FLOW TEST PORT" 
LOCATION IS APPROVED IN WRITING BY THE OWNER'S REPRESENTATIVE AND AN AUTHORIZED FIRE 
DEPT REPRESENTATIVE, OR IF A PRIVATE FIRE HYDRANT DOWNSTREAM OF THE DCDA VAULT IS 
DESIGNATED AS THE REQUIRED "FORWARD FLOW TEST PORT". 

2. CONTRACTOR IS RESPONSIBLE FOR COORDINATING WITH THE FIRE SPRINKLER SYSTEM DESIGNER/ 
INSTALLER TO VERIFY THE FLOWRATE REQUIRED FOR THE "FORWARD FLOW TEST" OF THE 
BACKFLOW DEVICE, AND SHALL COORDINATE TO ENSURE THAT ALL HOSE & FLOW MEASUREMENT 
EQUIPMENT (HOSE MONSTER OR EQUAL) IS PROVIDED AS REQUIRED TO CONDUCT THE ACCEPTANCE 
"FORWARD FLOW TEST" AS REQUIRED BY NFPA 13, 6.10.2.5.1·.--------..-----------1 

3. ALL COMPONENTS OF THE FORWARD FLOW TEST PORT 
(EXCLUDING THE FIRE HOSES & FLOW MEASUREMENT 
EQUIPMENT) SHALL REMAIN IN PLACE TO ALLOW SUBSEQUEN 
"FORWARD FLOW TESTS" TO BE CONDUCTED WITHOUT ANY 
SYSTEM MODIFICATIONS (IE. ANNUAL FLOW TESTS AS 
REQUIRED PER NFPA 25, 13.7.2.1). 

4. CONFORM TO ALL OTHER REQUIREMENTS OF APPLICABLE 
DOUBLE CHECK DETECTOR ASSEMBLY DETAIL(S), NOTES & 
SPECIFICATIONS. 

LAST REVISION DA TE: JO # 

JAN 2024 

4" FORWARD FLOW TEST 
PORT INSIDE DCDA VAULT 
(FOR NFPA 13 & 25 TESTS) 

NTS 
DETAIL NO. 

JEFFERSON, OR 559 



FIRE CONTRACTOR TO PROVIDE FDC SIGNS 
PER OFC 912, LOCATION PER FIRE CHIEF. 

FIRE DEPT. CONNECTION SET MIN. 36" 
ABOVE GRADE UNLESS OTHERWISE 
REQUIRED BY FIRE DEPT. (THREADS PER 
FIRE DEPT REQUIRMENTS). LOCATE AS 
SHOWN ON PLANS. 

-FDC LINE CHECK VALVE & BALL DRIP VALVE 
TO BE INSTALLED IN AN ACCESSIBLE 
LOCATION (NFPA 13, 16.12.6.1 & NFPA 13, 
16.12.7). 

-CONTRACTOR TO VERIFY THAT BALL DRIP 
VALVE INSTALLED IS DESIGNED & LISTED 
FOR THE ORIENTATION USED (VERTICAL OR 
HORIZONTAL). 

---- SCH 80 GAL V. 
STEEL FDC RISER 

FDC LINE PER OFC 

MH, VAULT OR BOX STRUCTURE OVER CHECK 
VALVE OR BALL-DRIP VALVE, SEE NOTE 1. 
CHECK VALVE AND/OR BALL DRIP VALVE TO BE 
EXPOSED & ACCESSIBLE FOR INSPECTION & 
MAINTENANCE. 

MANHOLE FRAME 
AND COVER 

PROVIDE BALL DRIP 
DRAIN VALVE, 

CONNECTED TO 
CHECK VALVE 

(UNLESS CHECK 
VALVE IS INSIDE 

BUILDING), OR TO 
SERVICE SADDLE ON . 

FD C LIN E-2--1--.--l-~ 

FDC LINE 
PER OFC 

SLOPE SHELF 
TO DRAIN 

2 

DRAIN LINE TO STORM 
SYSTEM OR TO DAYLIGHT 

NOTES: 

GLOBE OR WAFER STYLE 
SILENT CHECK VALVE OR 
APPROVED EQUAL. 

MEGA FLANGE ADAPTER 
OR EQUAL (2 PL) 

FDC LINE PER OFC 

FDC LINE 
TO BLDG 

CONCRETE THRUST 
COLLAR W/ RETAINER 
GLAND (PLASTIC 
WRAPPED) CENTERED IN 
CONCRETE, UNLESS FDC 
PIPE FULLY RESTRAINED. 

1. INSTALL 48" PRECAST MANHOLE PER DETAIL 402, UNLESS OTHER APPROVED VAULT OR BOX IS 
SHOWN OR NOTED ON DWGS. 

2. ALL PIPE OPENINGS SHALL BE SEALED WITH NON-SHRINK WATERTIGHT GROUT. 
3. WHERE REQUIRED, THRUST COLLAR CONCRETE SHALL BE 3300 PSI @ 28 DAYS. 
4. IF AN FDC LINE CHECK VALVE IS PROVIDED INSIDE BUILDING, AN EXTERIOR FDC LINE CHECK VALVE 

IS NOT REQUIRED UNLESS OTHERWISE DIRECTED IN WRITING BY FIRE CODE OFFICIAL. A BALL DRIP 
AUTOMATIC DRAIN VALVE SHALL BE INSTALLED ON CHECK VALVE OR AT THE LOW POINT ON FDC 
LINE (DETAIL 562), TO DRAIN HORIZONTAL FDC LINE BETWEEN CHECK VALVE & FDC RISER. 

5. PER NFPA 13, A10.4.2, 40" MIN COVER IS REQUIRED FOR "WET" FIRE LINES & FDC LINES (ANY 
PORTION OF LINES WHICH REMAIN FILLED WHEN NOT IN USE ~--------------1 

LAST REVISION DA TE: JO # 
AND SUBJECT TO FREEZING). COVER DEPTH MAY BE 
REDUCED TO 30" MIN ON "DRY" FDC LINE WHICH IS DRAINED1--__ A_U_G_2_0_2_2 ____ ST_A_N_D_A_R_D---t 

COMPLETELY WHEN NOT IN USE (NFPA 13, 6.4.2.2.2 & 

NFPA 24, 10.4.2.2.2). 
6. THIS DETAIL PROVIDES GUIDANCE ONLY, AND DOES NOT 

SUPERCEDE REQUIREMENTS UNDER THE OREGON FIRE CODE, 
NFPA STANDARDS OR DIRECTION FROM FIRE CODE OFFICIAL. 

BELOW GRADE CHECK VALVE 
& BALL DRIP VALVE, IN 

LOSE BOTTOM DRAIN STRUCT 
NTS 

DETAIL NO. 

JEFFERSON, OR 560 



FIRE CONTRACTOR TO PROVIDE FDC SIGNS 
PER OFC 912, LOCATION PER FIRE CHIEF. -FDC LINE CHECK VALVE & BALL DRIP VALVE 

TO BE INSTALLED IN AN ACCESSIBLE 
LOCATION (NFPA 13, 16.12.6.1 & NFPA 13, 
16.12.7). 

FIRE DEPT. CONNECTION SET MIN. 36" 
ABOVE GRADE UNLESS OTHERWISE 
REQUIRED BY FIRE DEPT. (lHREADS PER 

-CONTRACTOR TO VERIFY THAT BALL DRIP 
VALVE INSTALLED IS DESIGNED & LISTED 
FOR THE ORIENTATION USED (VERTICAL OR 
HORIZONTAL). · FIRE DEPT REQUIRMENTS). LOCATE AS 

SHOWN ON PLANS. 

------ SCH 80 GAL V. 
STEEL FDC RISER 

FDC LINE PER OFC 

MANHOLE FRAME 
AND COVER 

PROVIDE BALL DRIP w 

MH, VAULT OR BOX STRUCTURE OVER CHECK 
VALVE OR BALL-DRIP VALVE, SEE NOTE 1. 
CHECK VALVE AND/OR BALL DRIP VALVE TO BE 
EXPOSED & ACCESSIBLE FOR INSPECTION & 
MAINTENANCE. 

GLOBE OR WAFER STYLE 
SILENT CHECK VAL VE OR 
APPROVED EQUAL. 

I DRAIN VALVE, w "--·.-· 

' CONNECTED TO ci E··S;:~~=====!~d~,,.--,-,<-~ 
MEGA FLANGE ADAPTER 
OR EQUAL (2 PL) 

CHECK VALVE z 
(UNLESS CHECK 
VALVE IS INSIDE 

BUILDING), OR TO u ,. 
SERVICE SADDLE ON . 

FDC LINE 
PER OFC 

FDC LINE-Z--i--.--+-~ 
2 

12" MIN COMPACTED OPEN 
GRADED GRANULAR BEDDING 
OVER GEOTEXTILE DRAINAGE FABRIC 

NOTES: 

FDC PER OFC 

FDC LINE 
TO BLDG 

CONCRETE THRUST 
COLLAR W/ RETAINER 
GLAND (PLASTIC 
WRAPPED) CENTERED IN 
CONCRETE, UNLESS FDC 
PIPE FULLY RESTRAINED 

1. INSTALL 48" PRECAST MANHOLE PER DETAIL 402, UNLESS OTHER APPROVED VAULT OR BOX IS 
SHOWN OR NOTED ON DWGS. 

2. ALL PIPE OPENINGS SHALL BE SEALED WITH NON-SHRINK WATERTIGHT GROUT. 
3. WHERE REQUIRED, THRUST COLLAR CONCRETE SHALL BE 3300 PSI @ 28 DAYS. 
4. IF AN FDC LINE CHECK VALVE IS PROVIDED INSIDE BUILDING, AN EXTERIOR FDC LINE CHECK VALVE 

IS NOT REQUIRED UNLESS OTHERWISE DIRECTED IN WRITING BY FIRE CODE OFFICIAL. A BALL DRIP 
AUTOMATIC DRAIN VALVE SHALL BE INSTALLED ON CHECK VALVE OR AT THE LOW POINT ON FDC 

LINE (DETAIL 562), TO DRAIN HORIZONTAL FDC LINE BETWEEN CHECK VALVE & FDC RISER. 

5. PER NFPA 13, A10.4.2, 40" MIN COVER IS REQUIRED FOR "WET" FIRE LINES & FDC LINES (ANY 
PORTION OF LINES WHICH REMAIN FILLED WHEN NOT IN USE ~--------.---------1 

LAST REVISION DA TE: JO # 
AND SUBJECT TO FREEZING). COVER DEPTH MAY BE 
REDUCED TO 30" MIN ON "DRY" FDC LINE WHICH IS DRAINED1--__ A_PR_2_0_2_5 _..___ __ s_T A_N_D_A_R_D--1 

COMPLETELY WHEN NOT IN USE (NFPA 13, 6.4.2.2.2 & 
NFPA 24, 10.4.2.2.2), 

6. THIS DETAIL PROVIDES GUIDANCE ONLY, AND DOES NOT 
SUPERCEDE REQUIREMENTS UNDER THE OREGON FIRE CODE, 
NFPA STANDARDS OR DIRECTION FROM FIRE CODE OFFICIAL. 

BELOW GRADE CHECK VALVE 
& BALL DRIP VALVE, IN OPEN 
BOTTOM DRAIN STRUCTURE 

NTS 
DETAIL NO. 

JEFFERSON, OR 561 



FIRE CONTRACTOR TO PROVIDE FDC SIGNS 
PER OFC 912, LOCATION PER FIRE CHIEF. 

FIRE DEPT. CONNECTION SET MIN. 36" 
ABOVE GRADE UNLESS OTHERWISE 
REQUIRED BY FIRE DEPT. {THREADS PER 
FIRE DEPT REQUIRMENTS). LOCATE AS 
SHOWN ON PLANS. 

----- SCH 80 GAL V. 
STEEL FDC RISER 

-FDC LINE CHECK VALVE & BALL DRIP VALVE 
TO BE INSTALLED IN AN ACCESSIBLE 
LOCATION (NFPA 13, 16.12.6.1 & NFPA 13, 
16.12.7). 

-CONTRACTOR TO VERIFY THAT BALL DRIP 
VALVE INSTALLED IS DESIGNED & LISTED 
FOR THE ORIENTATION USED (VERTICAL OR 
HORIZONTAL). 

SERVICE SADDLE WITH BALL DRIP VALVE (AT LOW 
POINT ON FDC SUPPLY LINE), ANGLE DOWN TO 
COMPLETELY DRAIN FDC LINE 

FDC LINE PER OFC 
METER BOX OR IRRIGATION CONTROL 
BOX (# REQ'D DEPENDS ON BOX 

SIZE) 

FDC SUPPLY 
LINE PER OFC 

FDC LINE 
TO BLDG --- ---~ · SLOPE FROM BLDG 

:r TO BALL DRIP DRAIN 

12" MIN OPEN GRADED __ ':.'.:/tll~u~u~~~d~ 
GRANULAR DRAIN ROCK 
OVER GEOTEXTILE 
DRAINAGE FABRIC 

NOTES: 

1. INSTALL BALL-DRIP DRAIN VALVE & BOX AT LOW POINT IN FDC LINE PROFILE (IE. BALL DRIP 
VALVE SHALL BE CONFIGURED TO DRAIN ENTIRE HORIZONTAL FDC PIPE BETWEEN FDC RISER & 

BUILDING WHEN FDC IS NOT IN USE). 
2. CONFIGURATION SHOWN IS BASED ON FDC LINE CHECK VALVE INSIDE BUILDING (IE. FDC LINE "DRY" 

WHEN NOT IN USE). 
3. UNLESS DEEPER DEPTH REQUIRED TO ADDRESS UTILITY CONFLICTS OR OTHER ISSUES, COVER 

DEPTH FOR "DRY" FDC LINE SHALL BE 30" MIN AT ALL LOCATIONS (NFPA 13, 6.4.2.2.2 & NFPA 
24, 10.4.2.2.2). 

4. BALL DRIP VALVE SHALL BE ACCESSIBLE IN BOX FOR 
INSPECTION & MAINTENANCE AS SHOWN (PROVIDE 
LARGER BOXES AS NECESSARY TO ACCOMPLISH THIS). 

5. THIS DETAIL PROVIDES GUIDANCE ONLY, AND DOES NOT 
SUPERCEDE REQUIREMENTS UNDER THE OREGON FIRE CODE, 
NFPA STANDARDS OR DIRECTION FROM FIRE CODE OFFICIAL. 

LAST REVISION DA TE: JO # 

APR 2025 STANDARD 

FDC LINE BALL DRIP DRAIN 
ALVE (CHECK VALVE IN BLDG) 

OPEN BOTTOM DRAIN STRUCT 
NTS 

DETAIL NO. 

JEFFERSON, OR 562 



FOC LOCATION & CONFIGURATION MUST BE SIGNS. ETC.: FIRE CONTRACTOR TO PROVIDE FDC SIGNS 
APPROVED IN WRITING BY THE LOCAL FIRE PER OFC 912, LOCATION PER FIRE CHIEF. PROVIDE CURB 
CODE OFFICIAL (OFC 912.2). PAINTING IN FRONT OF FDC IF REQUIRED BY FIRE CODE 
i--------------_._ ______ __. OFFICIAL. 

SINGLE CHECK VALVE 
INSIDE BUILDING (SEE 
FIRE SPRINKLER DESIGN). 

DCDA & DETECTOR LOOP METER NOTES: 

THREADED 
GALV BEND 

CONFORM TO ALL REQUIREMENTS OF APPLICABLE DOUBLE CHECK 
DETECTOR ASSEMBLY DETAIL(S), NOTES & SPECS ON CITY DETAILS 
OR STANDARDS (INCLUDING INSTALLATION OF A CITY APPROVED 
WATER METER & DOUBLE CHECK FOR DCDA DETECTOR LOOP, AT 
AN ACCESSIBLE LOCATION ACCEPTABLE TO PUBLIC WORKS). 

FIRE DEPT. CONNECTION SET MIN. 36" ABOVE GRADE UNLESS OTHERWISE REQUIRED 
BY FIRE DEPT. {COORDINATE WllH FIRE DEPT FOR SIZE & STYLE OF FDC 
CONNECTION). VERIFY FDC HEIGHT & ACCESSIBLE LOCATION AS APPROVED BY FIRE 

t ~ CODE OFFICIAL. 

~ FORWARD FLOW TEST PORT NOJES: 
SCH 80 GALV. STEEL FDC 1. A PERMANENT VALVED "FORWARD FLOW 
PIPE THROUGH BUILDING TEST PORT" SHALL BE INSTALLED ON 

~ALL. SPRINKLER SIDE OF DCDA ASSEMBLY, AT A 
BUILDING EXERIOR WALL LOCATION AS APPROVED IN WRITING BY THE 
(HEATED INSIDE). FIRE CODE OFFICIAL, UNLESS A PRIVATE 

PROVIDE BALL DRIP DRAIN VALVE 
(SEE BALL DRIP NOTE BELOW). 

FDC SUPPLY LINE TO SPRINKLER SYSTEM 
PER OFC & NFPA STANDARDS (CONNECT 
ON SPRINKLER SIDE OF DCDA) 

FDC ON BLDG WALL EXAMPLE 
NTS 

RESILIENT WEDGE GATE 
VALVE ON FORWARD FLOW 

TEST PORT TEE 
FIRE LINE TO 
FIRE SPRINKLERS 

FIRE HYDRANT DOWNSTREAM OF THE DCDA 
JS DESIGNATED AS THE REQUIRED "FORWARD 
FLOW TEST PORT''. 

2. CONTRACTOR IS RESPONSIBLE FOR 
COORDINATING WITH THE FIRE SPRINKLER 
SYSTEM DESIGNER/ INST ALLER TO VERIFY 
THE FLOWRA TE REQUIRED FOR THE 
"FORWARD FLOW TEST" OF THE BACKFLOW 
DEVICE, AND SHALL COORDINATE TO 
ENSURE THAT ALL HOSE & FLOW 
MEASUREMENT EQUIPMENT (HOSE MONSTER 
OR EQUAL) IS PROVIDED AS REQUIRED TO 
CONDUCT THE ACCEPTANCE "FORWARD 
FLOW TEST" AS REQUIRED BY NFPA 13, 

FORWARD FLOW 6.10.2.5.1. 
TEST PORT TEE 3. ALL COMPONENTS OF THE FORWARD FLOW 

2)6" OR LARGER 
ADAPTER & CAP 

FIRE LINE FROM 
DCDA ASSEMBLY 

WITH HYDRANT HOSE THREAD (NST). 

FORWARD FLOW TEST PORT EXAMPLE 
NTS 

FORWARD FLOW TEST DRAIN NO!E: 
IF THE FORWARD FLOW TEST PORT IS INSTALLED 
INSIDE A BUILDING, DRAINS ADEQUATE TO HANDLE 
THE FULL TEST FLOWS SHALL BE PROVIDED, UNLESS 
PROVISIONS ARE INCLUDED TO DIRECT THE TEST 
FLOWS TO THE EXTERIOR OF THE BUILDING IN A 
LOCATION WHICH WILL NOT CAUSE DAMAGE TO 
PUBLIC OR PRIVATE PROPERTY 

GENERAL BALL DRIP NOTES: 
1. FDC LINE CHECK VALVE & BALL DRIP VALVE TO BE 

INSTALLED IN AN ACCESSIBLE LOCATION (NFPA 13, 
16.12.6.1 & NFPA 13, 16.12.7). 

TEST PORT (EXCLUDING THE FIRE HOSES & 
FLOW MEASUREMENT EQUIPMENT) SHALL 
REMAIN IN PLACE TO. ALLOW SUBSEQUENT 
"FORWARD FLOW TESTS" TO BE CONDUCTED 
WITHOUT ANY SYSTEM MODIFICATIONS (IE. 
ANNUAL FLOW TESTS AS REQUIRED PER 
NFPA 25, 13.7.2.1). 

GENERAL OFC & NFPA NO!E: 
THIS DETAIL PROVIDES GUIDANCE ONLY, AND 
DOES NOT SUPERCEDE REQUIREMENTS UNDER 
THE OREGON FIRE CODE (OFC), NFPA 
STANDARDS OR DIRECTION FROM LOCAL FIRE 
CODE OFFICIAL OR FIRE CHIEF. 

LAST REVISION DA TE: JO # 

SEPT 2025 STANDARD 

2. INSTALL BALL-DRIP DRAIN VALVE AT LOW POINT IN FDC 
LINE PROFILE (UNLESS FDC LINE IS SLOPED TO DRAIN OUT 
COMPLETELY FROM CHECK VALVE TO BUILDING EXTERIOR 
WHEN FDC IS NOT IN USE). SEE FDC LOW POINT DRAIN · 
DETAILS FOR FDC LINE LOCATED OUTSIDE OF BUILDING. 

GENERAL NOTES, DCDA INSIDE 
BLDG, FDC OUTSIDE BLDG OR 
N BLDG WALL, FORWARD FLOW 
TEST PORT REQ'MENTS, ETC. 3, CONTRACTOR TO VERIFY THAT BALL DRIP VALVE 

INSTALLED IS DESIGNED & LISTED FOR THE ORIENTATION 
USED (VERTICAL OR HORIZONTAL). JEFFERSON, OR 

DETAIL NO. 

563 



WATERLINE PRESSURE TEST REPORT 
Project Location: Project Name: Date: 

Inspector: Waterline to be tested. 
(Print) From Station: To Station: 

Verify that all in-line valves, including hydrant mainline valves, are open? Yes /No 

Verify that all corp stops are open? Yes/No 

Verify that pressure gauge is mounted at high point of line to be tested? Yes /No 
If no, correct for elevation difference (ie. add 0.433 psi per foot elevation tlifference). 

System Static Pressure (psi): Starting Pressure (psi): Ending Pressure (psi): 
(greater of 150 psi or 1.5 times static) 

Pipe Lengths & <p's: Starting Time: Ending Time (2 hours millinu1m): 

Volume Required to Reach Initial Test Pressure Allowable Leakage (gal): Measured Leakage (gal): 
(gal): (2 times table or calculated value below) 

I TEST RESULTS: Pass I Fail 

ALLOW ABLE LEAKAGE PER i,000 FEET OF PIPELINE - f!Dlt (N_OTE: double the values from table belowfor a 2 hour test) 

Test Pressure NOMINAL PIPE DIAMETER - in 
psi 

3 4 6 8 10 12 14 16 18 20 

200 0.32 0.43 0.64 0.85 1.06 1.28 1.48 1.70 1.91 2.12 

175 0.30 0.40 0.59 0.80 0.99 1.19 1.39 1.59 1.79 1.98 

150 0.28 0.37 0.55 0.74 0.92 1.10 1.29 1.47 1.66 1.84 

If the pipeline under test contains various diameters, the allowable leakage shall be the sum of the allowable leakage for each size. 
No additional leakage allowance will be given for fire hydrant assemblies or valves. 

Sample: 700' 8" and 55' 6" pipe.--->---> 0.74 gph I 1,000' * 700') + (0.55 gph I 1,000' * 55') = 0.548 gph * 2 hours= -1.1 gallon allowable leakage loss. 

Allowable leakage based on: L = SD(P)\12/133,200 
Where: 

L = allowable leakage, in gallons per hour D = nominal diameter of the pipe, in inches 
S = length of pipe tested, in feet P = test pressure during the leakage test, in psig 

Regardless of leakage, maximum pressure drop during test period shall not exceed 5 psi over the 2 hour test period . 

Any visible leaks shall be reQaired regardless of the whether or not the QiQeline meets leakage allowance. 

TEST PROCEDURE 
1. Apply hydrostatic pressure by pumping water from an auxiliary supply basin. Accurately determine the amount 

of water required to reach the initial test pressure by refilling the supply basin with a calibrated container 
following pressurization of pipeline. 

2. Monitor test pressure for 2 hour period. 
3. At the completion of the test period, re-pressurize the pipeline by pumping water from the auxiliary supply basin 

(mark the water swface level in the auxilimy supply basin prior to re-pressurization). 
4. Accurately determine the amount of water required to reach the test pressure by refilling the supply basin 

to the marked line with a calibrated container following re-pressurization of pipeline. If the measured 
leakage is less than the allowable leakage, the test is successful. 

Reference: For summary of disinfection & bacteriological testing procedures, see construction notes under Appendix B. 

PWDS (6/2026) 
Jefferson, Oregon 

Copyright 2006 

Westech Engineering, Inc 

I 



EXIST. PUBLIC ROAD OR 
APPROVED ACCESS POINT 

GRADE 25' MINIMUM OF 
CONSTRUCTION ENTRANCE TO DRAIN 
AWAY FROM STREET. GRADE ADJACENT 
AREAS TO DRAIN AWAY FROM TEMPORARY 
CONSTRUCTION ENTRANCE. 

PLACE 3"-6" GRANULAR MATERIAL OVER-~ 
8-0UNCE NON-WOVEN GEOTEXTILE FABRIC 
AS FOLLOWS: 

DRY WEATHER ACCESS 

RADIUS 

FULL WIDTH OF 
PROPOSED STREET 
OR ACCESS 
(25' MINIMUM) 

14-INCH MIN. DEPTH OVER COMPACTED SUBGRADE & FABRIC 

WET WEATHER ACCESS 
24-INCH MIN. DEPTH OVER UNDISTURBED SUBGRADE & FABRIC 

CONSTRUCTION NOTES: 

1. THE AREA OF THE CONSTRUCTION ENTRANCE SHALL BE STRIPPED OF ALL TOPSOIL, 
VEGETATION, ROOTS, AND OTHER NON-COMPACTABLE MATERIAL. 

2. SUBGRADE SHALL BE COMPACTED AND PROOFROLLED PRIOR TO PLACEMENT OF 
GRANULAR MATERIAL. FAILURE TO PASS PROOFROLL WILL REQUIRE USE OF WET 
WEATHER SECTION. 

3. FAILURE OR PUMPING OF THE DRY WEATHER SECTION WILL REQUIRE REMOVAL OF 
THE GRANULAR MATERIAL AND INSTALLATION OF THE WET WEATHER SECTION. 

MAINTENANCE' NOTES: 

1. THE ENTRANCE SHALL BE MAINTAINED IN A CONDITION THAT WILL PREVENT TRACKING 
OR FLOW OF SEDIMENT ONTO PUBLIC RIGHT-OF-WAY. THIS MAY REQUIRE PERIODIC 
TOP DRESSING WITH 3"-6" INCH STONE AS 
CONDITIONS DEMAND, AND REPAIR AND/OR CLEAN- LAST REVISION DATE: 

OUT OF STRUCTURES USED TO TRAP SEDIMENT. i---M_A_Y_2_01_3 _ _.__ __ s_TA_N_D_A_RD_ ..... 

JO # 

2. ALL MATERIALS SPILLED, DROPPED, WASHED OR 
TRACKED FROM VEHICLES ONTO ROADWAYS OR 
INTO STORM DRAINS MUST BE REMOVED IMMEDIATELY. 

3. ALL TRUCKS TRANSPORTING SATURATED SOILS 

TEMPORARY 
CONSTRUCTION 

ENTRANCE 
SHALL BE WELL SEALED. WATER DRIPPAGE FROM 
TRUCKS MUST BE REDUCED TO 1 GALLON PER HOUR i-------N...,..T ..... s _____ ..... 
PRIOR TO LEAVING THE SITE. DETAIL NO. 

JEFFERSON, OR 610 



ANGLE BOTH ENDS OF FILTER FABRIC 
FENCE TO ASSURE SOIL IS TRAPPED. 

SILT FENCE NOTES: 

1. BURY BOTTOM OF FILTER FABRIC 6
11 

VERTICALLY BELOW FINISHED GRADE. 

2. TRENCH TO BE DUG WITH DITCH-WITCH, 
BY HAND OR OTHER METHOD AS 
REQUIRED TO MINIMIZE WIDTH. 

3. BACKFILL & COMPACT NATIVE SOIL 
IN TRENCH AFTER FENCE INSTALLATION. 

TOP VIEW 
4. STITCHED LOOPS TO BE INSTALLED 

TO THE UPHILL SIDE OF THE FENCE. 
INTERLOCK 2"x2" 
POSTS AND ATTACH. 

FILTER FABRIC MATERIAL 
36" WIDE ROLLS. 

USE STITCHED LOOPS 
OVER 2"x2" POSTS 

FILTER FABRIC 
MATERIAL 

(.() 

I 
N 

~ 

ro 

"'I 
SPACING 

II 

LJ 

FRONT VIEW 6" SIDE 

MAINTENANCE NOTES: 
1. SEDIMENT BARRIERS SHALL BE MAINTAINED UNTIL 

UP-SLOPE AREA IS PERMANENTLY STABILIZED. 
2. AT NO TIME SHALL MORE THAN ONE FOOT OF 

SEDIMENT BE ALLOWED TO ACCUMULATE BEHIND 
SEDIMENT FENCES OR BIOFIL TER BAGS. 

3. NEW SEDIMENT BARRIERS SHALL BE INSTALLED UPHILL 
AS REQUIRED TO CONTROL SEDIMENT TRANSPORT. 

(.() 

I 
'N 

~ 

VIEW 

LAST REVISION DATE: JO # 

~ 

APRIL 2014 STANDARD 

SEDIMENT BARRIERS 

NTS 
DETAIL NO. 

JEFFERSON, OR 611 



PROFILE 

PLACE STRAW WATTLES PARALLEL TO 
SLOPE CONTOURS 

[J 

I 

WOOD STAKE 

l 1"X1"X24" 

SECTION 

STAKE SPACING 
4' MAX. 

RICE OR 
COCONUT 
STRAW ROLLS, 
8"¢ - 10"¢ 

FLOW FLOW FLOW 

BARRIER SPACING 
FOR GENERAL APPLICATION 

INSTALL PARALLEL TO CONTOURS AS FOLLOWS 

I SLOPE RATIO MAXIMUM SPACING ON 
SLOPE BETWEEN WATTLES 9 

I 
D 10.0% OR FLATTER 50' o.c. 

10.13 TO 20.0% 25' o.c. 

~ 
20.1% TO 30.0% 10' o.c. 
30.13 OR STEEPER 5' o.c. 

TIGHTLY ABUT 
ADJACENT WATTLES 

NOTES: 

STAGGER 
JOINTS 

1. ALL MATERIAL SHALL CONFORM TO OSSC (ODOT/APWA) 
SPECIFICATIONS, CURRENT EDITION. 

2. SEDIMENT BARRIERS SHALL BE MAINTAINED UNTIL 
UP-SLOPE AREA IS PERMANENTLY STABILIZED. 

3. AT NO TIME SHALL SEDIMENT BE ALLOWED TO 
ACCUMULATE ABOVE THE TOP OF THE STRAW WATTLE. 

4. NEW SEDIMENT BARRIERS SHALL BE INSTALLED UPHILL 
AS REQUIRED TO CONTROL SEDIMENT TRANSPORT. 

LAST REVISION DA TE: JO # 

JUNE 2015 STANDARD 

STRAW WATTLE 
SEDIMENT BARRIER 

JEFFERSON, OR 612 



A 

MAY BE USED SHORT TERM 
W/UTILITY WORK AND WITH 
PHASING OF DEVELOPMENT. 

CURB INLET C.B. 

FLOW ... 

AREA DRAIN 

.. 
' . 

FLOW 

DITCH 
BOTTOM ··o 

'----I '<II • .::! 
.. ~· 

. 
' •...,____,._..,.,.,---__.4 ... : 

: '."·E ~ '• :. • .~·: ';:.~.·: 

PLAN 
SECTION A-A 

DITCH INLET C.8. 

MAINTENANCE NOTES: 

1. SEDIMENT BARRIERS SHALL BE MAINTAINED UNTIL 
UP-SLOPE AREA IS PERMANENTLY STABILIZED. 

2. AT NO TIME SHALL MORE THAN ONE FOOT OF 
SEDIMENT BE ALLOWED TO ACCUMULATE BEHIND 
SEDIMENT FENCES OR BIOFILTER BAGS. 

3. NEW SEDIMENT BARRIERS SHALL BE INSTALLED 
UPHILL AS REQUIRED TO CONTROL SEDIMENT 
TRANSPORT. 

LAST REVISION DA TE: JO # 

APRIL 2014 STANDARD 

INLET SEDIMENT 
CONTROL 

DETAIL NO. 

JEFFERSON, OR 613 



BAGS SHALL BE 
STAKED USING (2) 1 "x2"x3' 
WOOD STAKES PER BAG OR 
APPROVED EQUAL. 

PLAN VIEW 

6" OVERLAP (TYP.) 

PT. 'A'\ 

MAINTENANCE NOTES: SECTION A-A 

1. SEDIMENT BARRIERS SHALL BE MAINTAINED UNTIL 
UP-SLOPE AREA IS PERMANENTLY STABILIZED. 

2. AT NO TIME SHALL MORE THAN ONE FOOT OF 
SEDIMENT BE ALLOWED TO ACCUMULATE BEHIND 
BIOFIL TER BAGS. 

3. NEW SEDIMENT BARRIERS SHALL BE INSTALLED 
UPHILL AS REQUIRED TO CONTROL SEDIMENT 
TRANSPORT. 

4. PT. 'A' SHALL BE 6" MIN. HIGHER THAN PT. 'B'. 

LAST REVISION DATE: JO # 

APRIL 2014 STANDARD 

DITCH AND SWALE 
EROSION PROTECTION 

NTS 
DETAIL NO. 

JEFFERSON, OR 614 



CURB & 
GUTTER 

1" REBAR FOR BAG -­
REMOVAL FROM INLET 

MATCH 

CATCH BASIN WIDTH 

SILT SACK~ 
.f·· .: ; ... 
....... ... . , 

•• ...i ·~, •• • 
-.(' ·~ ..... '. ... ,;. 

·..;:·· . 
. . . 

EXPANSION RESTRAINT 

CATCH 
BASIN 

2" x 2" x 3/4" 
RUBBER BLOCK 

1/4" NYLON ROPE 

.. ·. 4· 

~ ... 
. ·. d . . ,. . ~ 

INSTALLATION DETAIL 

NOTES: 

1. EMPTY SILT SACK AS NECESSARY. 

2. SIL TSACK SEDIMENT CONTROL DEVICE AS 
MANUFACTURED BY ACF ENVIRONMENTAL AND SUPPLIED 
BY ACF WEST (503) 771-5115 OR APPROVED EQUAL. 

BAG DETAIL 

LAST REVISION DATE: 

OCT 2007 

SILT SACK INLET 
DETAIL 

NTS 
DETAIL NO. 

JEFFERSON, OR 615 
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SECTION B-B 
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CWA INSTALLATION NOTES: 

1. SEE DRAWINGS FOR CWA 
INSTALLATION LOCATION. 

2. DO NOT LOCATE WASHOUT AREA 
WITHIN 200' OF ANY NATURAL 
DRAINAGE WAY. 

3. THE CWA SHALL BE INSTALLED 
PRIOR TO CONCRETE PLACEMENT ON 
SITE. 

4. VEHICLE TRACKING PAD SHALL BE 
SLOPED 5% TOWARDS THE CWA. 

CWA MAINTENANCE NOTES: 

1. INSPECT BMP'S EACH WORKDAY, 
AND MAINTAIN THEM IN EFFECTIVE 
OPERATING CONDITION. 

2. THE CWA SHALL BE REPAIRED, 
CLEANED, OR ENLARGED AS 
NECESSARY TO MAINTAIN CAPACITY 
FOR CONCRETE WASTE. CONCRETE 
MATERIALS ACCUMULATED IN PIT 
SHALL BE REMOVED ONCE THE 
MATERIALS HAVE REACHED A DEPTH 
OF 18". 

3. CONCRETE WASHOUT WATER, 
WASTED PIECES OF CONCRETE, AND 
ALL OTHER DEBRIS IN THE PIT 
SHALL BE REMOVED FROM THE JOB 
SITE. 

4. THE CWA SHALL REMAIN IN PLACE 
UNTIL ALL CONCRETE FOR THE 
PROJECT IS PLACED. 

5. WHEN THE CWA IS REMOVED, COVER 
THE DISTURBED AREA WITH TOP 
SOIL. SEED AND MULCH OR 
OTHERWISE STABILIZED IN A 
MANNER APPROVED BY THE LOCAL 
JURISDICTION. 

LAST REVISION DATE: JO # 

NOV 2018 STANDARD 

TEMPORARY 
CONCRETE WASHOUT 

AREA (CWA) 

JEFFERSON, OR 616 
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BARRIER REQUIRED @ TOE OF SLOPE. J 

OVERLAP OF SEAMS. 

STOCKPILE DETAIL 

NOTES: 

1. MINIMUM 12" OVERLAP OF ALL SEAMS REQUIRED. 

2. SEDIMENT BARRIER REQUIRED @ TOE OF STOCK 
PILE. 

3. 

4. 

COVERING MAINTAINED TIGHTLY IN PLACE BY 
USING SANDBAGS OR TIRES ON ROPES WITH A 
MAXIMUM 10' GRID SPACING IN ALL DIRECTIONS. 

PLASTIC SHEETING TO EXTEND A MINIMUM OF 12" 
PAST THE BOTTOM OF THE PILE ONTO 
SURROUNDING GRADE ON ALL SIDES. 

LAST REVISION DATE: JO # 

JAN 2019 STANDARD 

STOCKPILE 
COVER 
DETAIL 

NTS 
DETAIL NO. 

JEFFERSON, OR 617 


